David P. Erfert
\ Refinery Manager

ConacoPhlllips
Trainer Refinery

- HIH 4101 Post Road
conocophllllps Trainer, PA 19061

Phone 610.364.8020

CERTIFIED MAIL - 7009 2820 0002 5400 4090

July 22, 2011

Mr. James Rebarchak =

Air Quality Program RECEIVED
Commonwealth of Pennsylvania JUL 2 8 201
Department of Environmental Protection ‘
Southeast Regional Office 3A

2 East Main Street P20
Norristown, PA 19401

Re:  ConocoPhillips Company — Trainer Refinery
40 CFR 60, NSPS Db: Ist Half 2011 Semi-annual Compliance Report for Boilers 9
and 10

Dear Mr. Rebarchak:

In accordance with 40 CER 60, Subpart Db - Standards of Performance for Industrial-Commercial-
Institutional Steam Generating Units, ConocoPhillips Company’s Trainer Refinery hereby submits the
semi-annual compliance reports (per §60.49b(i)) for Boilers 9 and 10. The initial NSPS Db compliance
test period started on May 9, 2009 and ended on June 7, 2009. Results for the initial compliance tests
were submitted on July 23, 2009. The PADEP CEMS certification applications were submitted on June
26, 2009. Once the boilers’ CEMS are certified by PADEP, ConocoPhillips will start submitting the
required quarterly CEMS reports.

The required hourly data for each boiler’s NOy emissions per MMBTU of heat input beginning January 1,
2011 and ending June 30, 2011 are enclosed as are the daily drift calibration and QA results for the
compliance period. There was no excluded data, no periods of span exceedance, and missing data were
due to CEMS maintenance as noted in the attached NSPS CEMS sumnmary forms. The F Factor used to
calculate the emissions are included in the data, and the F Factor is calculated from an on-line gas
chromatograph using equation 19-13 of Method 19 found in Appendix A of the New Source Performance
Standards. Both boilers are permitted to combust refinery gas or natural gas, and that is their only fuel
consumed. The applicable standard is 0.2 pounds of NOx/MMBTU, and there were no periods of excess
emissions for either boiler. The NOX analyzers for both boilers were replaced in accordance with the
requirements of 40 CFR Part 75. Both new analyzers passed the quality assurance tests required by
PADEP and Part 75, and thus, no changes were made to either boiler’s CEMS that would adversely affect
their ability to comply with Performance Specification 2 of Appendix B of the New Source Performance
Standards.




Mr, James Rebarchak
July 22,2011
Page 2 of 2

Based upon information and belief formed after a reasonable inquiry, I, as a responsible official
of the above-mentioned facility, certify the information contained in this report is accurate and
true to the best of my knowledge.

Should you have any questions or comments regarding this report, please contact James
Wallwork of the Environmental Department at (610) 364-8433.

Sincerely,

David P. Erfert
Refinery Manager

Enclosure

cc:  U.S. EPA, Region 111
Director, Air Protection Division
Mail Code 3AP00
1650 Arch Street
Philadelphia, Pa 19103-2029
(Certified Mail — 7009 2820 0002 5400 4083)




Mr. James Rebarchak
July 22, 2011
Page 3 of 2

Bee: I, Wallwork
C. Franks
K. Kerntke




Average Data
Plant: CONOCOPHILLIPS COMP.
Interval: 30 Day
Type: Rall
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source ~ BOILER9
Parameter NOX#PDS
(Unit) (LBMMETU)
01/01/11  00:00 0.004
01/02/11  00:00 0.004 B
01/0311  00:00 ocod
01/04/11  00:00 0.C04
01/05/11  00:00 0.004
01/06/11  00:00 0.004
010711 00:00 0.004
o1/08/11  00:00 0.004
01/08/11  00:00 0.004
0110711 00:00 0.004
o111 00.00 0004
o1ii2i1  00.00 0.004
0171311 00:00 0,004
O1/14/11  00:00 0.004
01115141 00:00 0.004
0116/11  00:00 B YY)
01711 00:00 oot
011811 00:00 " 0.004
O1A9/11  00:00 .04
017201 00:00 0.004
01/24/11  00:00 0004
0i/22/11  00:00 0.004
01723711 €000 0.0C4
01/24/11 0000 0004
01725111 0000 004
01726111 00:00 0.004
01271111 €000 " 0.004
012811 C0:00 0004
01/28/11 0000 0.004
01730111 00.00 0004
01311y o000 0.004
020111 C0:00 0.004
020211 0000 0.004
0200311 00.C0 0.004
0204/11 0000 ©0.004
02/05/11  00:00 © 0.004
02006/11 0000 0.04
02/07/11  00.00 0004
02/08/11  00:00 0.004
02/09/11  00:00 0004
02/10/11  00:00 0.004
021111 00:00 0.004
02/12/11  00:00 0.004
02/13/11  00:00 0.004
024/11  00:00 0.004
02/15/11  00:00 0.004
0216/11 00,00 0.004
021711 00.00 0004
02/18111  00.00 0.004
0z/12/11 0000 0.004
0272011 00:00 0.004
022111 00.00

0.004

F = Unit Offline
| = Invalid

E = Exceedance
M = Maintenance

Report Generated: 07/20/11 12:34

C = Calibration
T = Qut Of Control

Report Version 2.4.0309

S = Substituted
* = Suspect

TRNWBIP20\escsupport
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Average Data
Plant: CONOCOPHILLIPS COMP.
Interval: 30 Day
Type: Roll
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source BOILERS
Parameler NOX#PD9
(Unit) (LBIMMBTU)
0222111 00:00 0.004
0223111 00:00 0004
022411 ©000 0.004
02725/11  C0:00 0.004
0272611  00:00 0.004
0212711 €0:00 0.004
02/28111  00:00 0.004
03/01/11  00:00 0004
0321 oo 0004
03/03111 00.00 0.004
03/04/11 0000 0.004
03/05/11  00.00 0.004
03/06/11  00:00 0.004
02/07/41  00.00 0.004
02/08/11  00:00 0.004
030911 00.00 0.004
03/10/11  00:00 T o004
0311111 00:00 0.004
031211 00:00 0.004
0313111 C0:00 “0.004
03/1411  00.00 T
03/15/1%  00:0D 0.004
03/16111  00.00 o004
03171 00.00 0.C04
031811 00:00 T ocod
03119/11  00:00  0.004
0312011 00:00 0.004
0372111 C0.00 0.004
0322111 00:.00 " 0.004
03/2311  00:00 ool
0372411 00:00 0.004
0325111 00:00 0.004
0326111  CO:00 0.004
032711 00:00 0004
03/28/11 0000 oo
03720711 00:00 0.004
0330111 00:00 " 0.004
033111 00:00  D.os4
odfor1i oo0 0004
04/02/11  00:00 0.005
04103711 00:00 0005
0404111 C0:00 ~0.005
04/05/17  00:00  0.05
D4/08M11  00:CO 0005
04/07/11  0D:00 0005
04108711 €000 0.005
C4/09/1%  00:00 0.005
04710/11  00:00 0.C05
o4/11/11 00:00 0.005
04/12/11  00:00 0005
0413111 0000 0.005 -
04741t 00:00 0.005
F = Unit Offline E = Exceedance C = Calibration S = Substituted
1 = Invalid M = Maintenance T = Out Of Control * = Suspect

Report Generated: 07/20/11 12:34 Reporl Version 2.4.0309 TRNWBIP20\escsuppoit 20f4




Average Data
Plant: CONOCOPHILLIPS COMP.

Interval: 30 Day
Type: Roll

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source BOILERS
Parameter NOX#PDS
{uniy LBMMETY)
04/15/11  00:C0 0.005
o461 00.00 0.005
o4/17/11  o0:00 0.005
04/18M11 €000 " 0.005
0471911 C0.00 T omes
04720111 C0.00 0.005
o421/11  00:.00 0.005
0422711 00.00 0005
04/23111  00:00 0.005
0424111 0000 o005
C425111  00.00 0005
0412611 00:00 0.005
0427/ 0000 o4
04/28M11 0000 0.004
0429111 00:00 0.004
04/30/11  00:00 o004
05/01/11  ©0:00 0.004
05/0211  00:00 004
050311 00:00 0.C04
05/04/11  00:00 [
05/05/11  00:00 0004
05/06/11  00.00 0004
05/07/11  00:00 0.004
05/08/11 0000 0004
05/09/11  00:00 [T .
05110/11  00:00 0004
0511111 00:00 0.004
05M12/11  00:00 0.004
05M3/11  00.00 0.004
0514/11  00.00 0.004
05/15/11  ©00:00 0.004
051611 00:00 0.004
051711 0000 0.004
05/8M1 00,00 0.004
0581 00:00 0.004 B
052011 00:00 0.004
0521711 00:00 0004
052211 00:00 0004
D5/23/11 0000 0004
05/24/11 60.00 T 0004
05125111 00:00 0004
0572611 00:00 0004
052711 0000 0.004
05281 00.00 0.004
05/29/11  €0:00 0.004
05/30/11  00:00 0.004
05/31/11  00:00 " 0.004
08/01/11  00.00 0.004
06/02/11 0000 0004
06/03/11  00:00 0004
06/04/11  00:00 0.004
06/05/11 00:00 " 0004
F = Unit Offline E = Exceedance
| = Invalid M = Maintenance

Report Generated: 07/20/11 12:34

C = Calibration
T = Out Of Conftrol

Report Version 2.4.030%

S = Substituted
* = Suspect
TRNWBIP20\escsupport

3ol4




Average Data
Plant: CONOCOPHILLIPS COMP.

Interval: 30 Day
Type: Roll

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source BOILERY
Parameler _NOX#PD9
{Unit) (LBMMBTU)
06/06/11  00:00 0.004
06/07/11  00.00 0.004
06/08/11  00.00 ~" “noos
06/03/11  00.00 " 0.004
06/10/11  00:.00 " o004
06/11A41  00:.00 0.004
08211 0000 0.004
06/13M1 00:00 0.004
0814741 0000 0804
06/16/11  00:00 0.004
06/16/11  00:00 0.004
06A7/11 0000 0004
0B/18/11  00:00 0.004
06811 00:00 0.004
08/20/11  00:00 0.004
062111 00:00 0004
08/22/11 0000 0004
06/2311  00C0 0004
0624111 00.00 0.004
06725111 00.00 0004
06726111 00:00 0004
08127/11  00:00 0004
062811 €000 0.004
06/29/11  CO:00 0004
06730111 0000 00d
Averago 0.004
Minimum 0.004
Maximum 0.005
Summalion 0.749
Included Data 181
Foints
Tolal number of 181
Data Poinls
F = Unit Offline E = Exceedance

I = Invalid
Report Generated: 07/20/11 12:34

M = Maintenance

C = Calibration
T = Out Of Control
Report Version 2.4.0309

S = Substituted
* = Suspect
TRNWBIP20\escsupport
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Average Data
Plant: CONOCOPHILLIPS COMP.

interval: 30 Day
Type: Roll

Reporl Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source BOILER10
Parameter NOX#PD10

(Unit) (LBEMMBTU)
01/01/11  00:00 0.004
01/02111 00:00 0005
01/03/11 0000 0.005
01/04111  00.00 0.005
01/05(11 0000 0.005
D1/06M1  00:00 © 0.005
01/07/1%  00:00 0.005
01/08111  00.00 0.005
0109711 00,00 0005
01A0AT €000 0.005
o111 0000 0.005
o121 00:.00 0.005
0113711 00:00 0.005
0114711 0000 0.005
01/15/11 0000 0.005
ouien1 0000 0.005
011711 00:.00 0.005
01181 0000 0.005
01119111 00:00 0.005
01/20M1  CO:00 0.005
01721111 ©00:00 0.005
0122111 00.00 0.005
01/22/11 ©00CO 0.005
0124111 00.00 0.005
01725111 00:00 0.005
01/26/11  00:00 0005
0127H1  00:00 0.005
01/28/11  00:00 - 0.005
01/29/411 o000 0.005
01/30/11  00:00 0.005
012441 00.00 0.005
02001711 00:00 0005
02/02111  00:00 0.005
02/03/11  00:00 0005
0204111 00:.00 0.005
02105111  00:00 0.005
02/08/11  C0.00 T 0005
02/07/11  00:00 0.006
02/08711  00:00 00c6
0200111 00:00 0.006
0210111 00:00 0.006 :
024111 ©0:00 0.006
021241 00:00 ‘ooos
0213111 00,00 0005
02/14111  00:00 0005
0211511 00:00 0.005
0216111 00.00 = 0.005
02117111 00:00 "~ poos
0218111 00:00 0.005
02/19/11  00:00 0.005
0212011 00.00 0.005
0272111 00:00 0.C05

F = Unit Offline E = Exceedance
| = Invalid M = Maintenance

Report Generated: 07/20/11 12:31

C = Calibration
T = Out Of Control

Report Version 2.4.0309

S = Substituted
* = Suspect
TRNWBIP20\escsupport

10f4




Average Data
Plant: CONOCOPHILLIPS COMP.

Interval: 30 Day
Type: Roll

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source BOILER{0
Parameter NOX#PD10

{Unity {(LBMMBTU)
0222111 00:00 0.005
0223111 00:00 0.005
02724111 0000 0005
02/25M1  00:00 0.005
0226111 00:00 0005
0227711 00:00 0.005
02/28/11  00:00 0.005
030111 00.00 " 0.005
030211 oo:00 0.005
03/02/11 0000 0.005
03/04/11  00:C0 0.005
02/0511  00.00 0.005
03/06/11  00.C0 N 0.004
03/07/11  00:00 0.005
03/08/11  00:00 0.005
03/09/11  00:00 0.005
03/10/11  €0.00 0.005
0311111 0000 0.005
0371211 00:00 0.005
03/13/11 0000 0.005
0311411 00.00 0.005
03/15/11 0000 0.005
03/16/11  00:00 0.005
03NTH1 00,00 0.005
03118111 00:00 0.005
0371911 €0.00 0,005
03720111 00:00 0.005
032111 0000 000s
032211 00:00 0.005
032311 0D:00 0.005
0324111 00.00 0005
0372541 00:00 0005
0372611 00:00 0.0C6
0327741 00:00 0.006
03728111 00:00 " 0.008
03720111 0000 0.006
03301 €000 - 0.006
03311 00.00 0.006
G401 0000 0.006
od/02/11  oocd 00068
040311 00:00 0.006
04041 00.00 0.006
040511 00:00 0.008
04106111 00:C0 0.006
0407111  00:00 0.006
o4/08/M11 0000 o006
04/09/11 0000 0006
o4/10/11  00:00 0.006
o111 00:00 0.008
04112711 €0:00 0008
041311 00.00 0006
0414711 00.00 0006

F = Unit Offline E = Exceedance
| = Invalid M = Maintenance

Report Generated: 07/20/11 12:31

Time Online Crileria: 1 minute(s)

C = Callbration
T = Out Of Control

Report Version 2.4.0308

S = Substituted
* = Suspect
TRNWBIP20\escsupport

20f4




Average Data
Plant: CONOCOPHILLIPS COMP.
Interval: 30 Day
Type: Roll
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source BOILER10
Parameter NOX#PD10
(Unit) (LE/MMBTU)
C41SM1  00:00 0.006
04/16/11  00:00 0.006
4171 00:00  D.00§
c4/iei1 €000 0006
04119/11  00:00 0006
04/20M1  00:00 0.006
042111 00:.00 0.006
042211 00:00 0.006
04723111 00:60  0.006
0424111 0000 0.006
04R25M1 000 0.006
0426111 00.00 0.006
04727111 00:00 " ogcs
04/28/11  00:00 0.006
04/20/11 0000 0008
e430M1  00:00 0008
05/01/11  €0:00 0.006
o5z cooo 0.008
05/03/11  00:00 0.006
0s/04n1 000 0.006
05/05/11 0000 0.006
05/06/11 0000 006
05/07/11  00:00 0.006
0S/08/11  00.00 ' 0.006
0509711 00:00  0.006
051011 €000 0.006
05111 00:00 0008
05/12/11 000D 0008
0513111 00.00 “To.000
05M14/11  00:00  0.005
05H5M11  00:00 0005
05/16/11  C0:.00 0005
0517111 00.00 0005
05/18/11 0000 0005
0sMeM1 0000  0.005
05120111 00.00 0.005
05211117 00,00 " T 0.005
05iz2h1 0000 €.005
05/23/11  00:00 T T ocos
05/24/11 00,00 0.005
05/26/11 ©00:00  0.005
05/26M11  00.00 0.005
0572711 0000 0.005
052811 00:00 0.005
05/29/11  00:00 0.004
057301 C0:00 0.004
05/31/11  00.00 0004
06/01/11  00:00 0.004
06/02/11  00:00 0.004
06/03/1% €000 0004
ce/caii1 00:00 0.004
06/05/11  00.00 0.004
F = Unit Offline E = Exceedance C = Calibration S = Substituted
| = Invalid M = Maintenance T=0ut Of Controi * = Suspect

Report Generated: 07/20/11 12:31 Report Version 2.4.0309 TRNWBIP20\escsupport 3of4




Average Data
Plant: CONOCOPHILLIPS COMP.

Interval: 30 Day
Type: Rall

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Time Online Criteria: 1 minute(s)

Source BOILER10
Parameter NOX#PD10
(Unit) (LB/IMMBTU)
08108111 00.00 0.004
08/07/11  00:00 0.004
06/08711  00:00 0.004
06/09/11  00:00 0.004
06/10/41  00.00 0.004
061711 00.00 0.004
08/12/11  00:00 " 0.004
06/13/11  00:00 T0.004
061411 ©0:00 0.004
08/15/11  00:00 0.004
0B/M6I11  00.00 000
0BM7M1 00.00 0004
08181 00:00 o004
06/19/11  00.00 0.004
©6/2011  00:C0 0.004
06721111 0000 o004
06/22/111  €0:00 0004
062311 00:00 oo0d
06/24/11  00:00 0.004
06/25/11  00:00 0004
06/26/11  00:00 0.004
0627111 00:00 0004
06/28M1  00:00 0.004
06/29/11  00.00 0004
06720111 00:00 0.004
Average 0.005
Mirlmum 0.004
Maximum 0.006
Summation 0.924
Indfuded Dala 181
Peoints.
Total number of 181

Data Peints

F = Unit Offline E = Exceedance
| = Invalid

Report Generated: 07/20/11 12:31

M = Maintenance

C = Calibration
T = Out Of Control

Report Version 2.4.0309

S = Substituted
* = Suspect
TRNWBIP20\escsupporl

40f4




Month at a Glance
Plant: TRAN
Source: BOILER9
Parameter: NOX#PDS
Report Month: January 2011 Time Online Criteria: 1

NOX#PDS9

% | 01 ] 02 | 03 | o4 | 05 | o6 | o7 | o8 | oo | 10 | m | 12 | 13 [ 14 | 15 [ 16 | 17 | 18 | 19 | 20 | 21 | 22 | 2

01/0111 0005 0004 0004 0004 0005 0005 0005 0004 0004 0004 0004 0004 000¢ 0004 0003 0003 0002 0003 0003 0003 0003 0003 0002 0003
01/02/41 0003 0002 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0004 0004 0.004 0004 0003 0004 0003 0.002 0.003 0003 0002
01/0341 0004 0005 0005 0004 0004 0C04 0005 0005 0004 0003 0003 0003 0002 0002 0003 0003 0003 0003 0003 0003 0002 0002 0001 0.001
01/04/11 0001 0002 0003 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0003 0003 0003 0004 0004 0.004
01/05M1 0004 0004 0004 0004 0004 0004 0004 0004 0003 0003 0003 0004 0004 0003 0004 0004 0004 0004 0004 0005 0004 0004 0004 0.004
01/06/1 0003 0003 0004 0003 0003 0003 0002 0002 0002 0005 0002 0002 0002 0002 0003 0003 0004 0004 0004 0003 0003 0003 0003 0003
01/07M1 0003 0002 0002 0002 0002 0003 0002 0001 0001 0002 0003 0003 0003 0003 0004 0002 0003 0004 0004 0004 0004 0003 0003 0003
01/08111 0003 0003 0003 0003 0003 0003 0003 0002 0001 0001 0002 0003 0003 0003 0003 0002 0002 0003 0003 0002 0002 0002 0002 0003
01/09M1 0004 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0.005 0005 0005 0005 0005 0004 0003 0004 0004 0004 0004 0.004
01/10/41 0005 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0004 0004 0003
014141 0002 0003 0003 0003 0002 0003 0003 0003 0003 0004 0004 0004 0005 0005 0005 0004 0004 0004 0004 0004 0004 0003 0003 0002
0111211 0002 0002 0003 0003 0003 0004 0004 0003 0003 0004 0004 0003 0003 0003 0003 0003 0002 0003 0003 0003 0003 0003 0003 0.004
01M3M1 0004 0004 0004 0003 0004 0004 0004 0004 0005 0005 0004 0004 0004 0006 0005 0005 0005 0006 0006 0006 0006 0005 0005 0.006
01/14/11 0006 0006 0006 0006 0005 0005 0004 0005 0004 0005 0005 00C5 0005 0005 0005 0006 0006 0006 0006 0005 0005 0.005 0005 0004
011511 0004 0004 0005 0005 0005 0005 0005 0005 CCO5 0004 0003 0004 0005 0005 0004 0004 0005 0007 0006 0006 0006 0.006 0006 0006
0116/11 0006 0006 0005 0005 0002 0002 0003 0002 0002 0002 0003 0003 0003 0003 0003 0004 0004 0004 0004 0003 0003 0003 0003 0.03
01M7/11 0003 0003 0003 0003 0003 0004 0003 0003 0003 0003 0003 0004 0004 0003 000¢ 0004 0003 0003 0003 0003 0003 0002 0002 0002
011841 0002 0003 0003 0003 0002 0003 0003 0004 0003 0003 0004 0004 0004 0005 0005 0005 0005 0006 0.006 0006 0005 0004 0004 0004
01M9M1 0004 0004 0004 0003 0003 0003 0003 0003 0003 0002 0003 0003 0003 0004 0004 0004 0004 0005 0004 0004 0004 0004 0003 0004
0172041 0003 0004 0004 0003 0003 0004 0004 0004 0005 0003 0004 0004 0004 0004 0004 0004 0005 0005 0005 0004 0004 0.003 0003 0003
01/21/11 0003 0002 0002 0002 0003 0003 0003 0003 0003 0003 0004 0003 0002 0003 0002 0002 0003 0003 0004 0004 0004 0004 0004 0004
01/22111 0004 0004 0004 0004 0004 0005 0005 0005 0004 0005 0005 0005 00C6 0006 0004 0004 0004 0004 0004 0004 0004 0006 0005 0.005
017231 0006 0006 0006 0005 0005 0005 0005 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0003 0003 0.004 0.003
0172441 0003 0003 0002 0002 0003 0002 0003 0003 0003 0003 0003 0003 0003 0002 0002 0003 0003 0002 0002 0002 0002 0002 0002 0.002
0172511 0002 0002 0002 0003 0003 0002 0003 0004 0007 0006 0005 0006 0006 0005 00068 0006 0005 0005 0005 0005 0005 0005 0.004
01/26/1 0004 0004 0005 0004 0004 0004 0003 0002 0002 0002 0002 0002 0002 0002 0002 0001 0001 0001 0001 0001 0001 0001 0001 0.0
0127111 0002 0003 0004 0005 0005 000¢ 0004 0004 0004 0003 0003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0003 0003 0003
01/28M1 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0.005
01729111 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0006 0006 0005 0005 0005 0005 0006 0005 0006 0.006
01/30M1 0006 0005 0005 0005 0005 0005 0004 0004 0004 0.004 0004 0004 0004 0004 D0O04 0004 0004 0005 0005 0005 0005 0004 0004 0.004
01/3111 00038 0003 0003 0003 0004 0004 0004 0004 0004 0003 0003 0003 000¢ 0004 0004 004 0003 0003 0004 0003 0003 0003 0.002 0002

7 nvalid_ . OutofControl~ NN Maintenance  [Calibrationie
Report Generated: 07/20/11 12:35 Report Version 2.3.1110 TRNWBIP20\escsupport 10of1




Month at a Glance
Plant: TRAN
Source: BOILERS
Parameter: NOX#PD9
Report Month: February 2011 Time Online Criteria: 1

NOX#PD3

% | o1 | 02 | 03 [ 06 | 05 | o6 [ oz | o8 | o3 [ 10 | 11 [ 42 [ 13 | 1a | 15 | 16 | w7 T s J 1s | 20 | 21 | 22| 23

02/01M11 0002 0002 0002 0002 0002 0002 0002 0002 0003 0003 0004 0003 0004 0004 0004 0005 0005 0004 0005 0004 0004 0004 0004 0.004
02/02111 0004 0003 0003 0003 0003 0004 0004 0004 0004 0004 0005 0009 0007 0006 0005 0005 0005 0005 0004 0005 0005 0005 0005 0004
0200311 0004 0004 0003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0005 0006 0006 0.006 0005 0007 0007 0007 0007 0006 0006 0.006
02/04111 0006 0007 0007 0008 0007 0007 0006 0005 0004 0005 0005 0005 0005 0005 0005 0005 DOOS 0004 0005 0005 0005 0005 0005 0005
0200541 0005 0005 0005 0006 0006 0005 0.005 0004 0004 0003 0003 0003 0003 0003 0004 0004 0004 0004 0004 0003 0002 0003 0003 0003
02/06M11 0003 0004 0004 0004 0004 0005 0006 0006 0007 0007 0007 0007 0006 0007 0006 0006 0007 0.007 0007 0007 0007 0007 0.007 0.007
02/07M1 0006 0006 0006 0006 0006 0005 0006 0007 0005 0006 0006 0005 0004 0004 0004 0004 0004 0004 0003 0003 0003 0003 0003 0003
0208111 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0003 0003 0003 0004 0004
02/0941 0.004 0005 0005 0004 0004 0005 0.005 0004 0004 0004 0003 0003 0003 0003 0003 0003 0003 0004 0003 0004 0003 0003 0002 0002
020M1 0002 0003 0003 0003 0003 0003 0003 0003 0002 0002 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0002 0003 0003 0002
02M1M1 0003 0003 0003 0004 0005 0005 0005 0004 0003 0004 0003 0003 0004 0004 000¢ 0003 0003 0004 0004 0004 0003 0003 0003 0003
02211 0002 0003 0003 0003 0002 0002 0002 0002 0002 0002 0003 0003 0003 0002 0002 0002 0002 0003 0003 0004 0003 0004 0005 0004
0211311 0004 0004 0003 0003 0003 0002 0002 0002 0002 0002 0003 0002 0002 0002 0003 0003 0004 0004 0004 0004 0004 0003 0003 0.003
02M4M1 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0003 0003 0.002 0002 0003 0002 0002 0002 0007 0001 0002 0.002
02M5/1 0002 0002 0003 0002 0002 0002 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0005 0005 0005 0005 0005 0004 0004 0.004
02/16/11 0004 0004 0004 0003 0003 0003 0003 0002 0002 0001 0003 0005 0005 0004 0004 0004 0004 0005 0005 0005 0007 0007 0007 0007
02M7/11 0006 0004 0004 0003 0003 0003 0003 0003 0002 0002 0002 0001 0001 0002 0002 0002 0002 0002 0003 0004 0004 0004 0003 0003
02M8M1 0002 0002 0002 0002 0002 0002 0003 0002 0001 0002 0002 0003 0003 0004 0004 0004 0005 0006 0006 0005 0.006 0007 0008 0.008
02M9M1 0008 0005 0005 0005 0005 0005 0005 0005 0004 0005 0004 0005 0004 0004 0003 0004 0004 0003 0003 0003 0003 0003 0003 0.003
02/2011 0003 0004 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0005 0005 0005 0006 0006 0006 0.005
022111 0004 0004 0005 0005 0005 0006 0005 0005 0.005 0006 0006 0005 0004 0004 0003 0004 0004 0004 0004 0005 0005 0005 0005 0004
02/2211 0003 0002 0002 0002 0003 0003 0004 0004 0005 0004 0004 0006 0006 0005 0005 0003 0004 0004 0004 0004 0003 0002 0002 0002
02/23/11 0001 0001 0002 0001 0001 0002 0003 0003 0003 0005 0006 0007 0006 0006 0006 0007 0007 0006 0006 0007 0007 0007 0007 0.007
02124111 0007 0008 0006 0004 0004 0004 0004 DOOG 0004 0003 0004 0005 0005 0008 0008 0007 0006 0006 0007 0007 0007 0007 0.008
022511 0005 0005 0004 0004 0004 0005 0005 0004 0003 0002 0002 0003 0004 0004 0004 0003 0003 0003 0003 0003 0003 0004 0004 0.005
02/26M1 0006 0005 0005 0005 0005 0005 0006 0005 0005 0004 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0004 0004 0004 0004
02/27H1 0004 0005 0005 0004 0004 0004 0005 0004 0004 0005 0005 0005 0006 0006 0006 0006 0007 0006 0005 0005 0004 0004 0004 0004
02/28/11 0004 0004 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0.002
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Month at a Glance
Plant: TRAN
Source: BOILERS
Parameter: NOX#PD9
Report Menth: March 2011 Time Online Criteria: 1

NOX#PD9

00 | o1 | 02 | o3 | o4 | o5 | 06 [ o7 | o5 | o0 | 10 | 11 | 12 [ 43 [ 14 | 15 [ 16 [ 17 [ 18 | 195 | 20 [ 21 | 22 | =

03/0111 0002 0002 0002 0002 0002 0002 0002 0003 0.003 0003 0003 0004 0005 0005 0.006 0005 0005 0005 0005 0005 0005 0005 0004 0004
03/02111 0004 0004 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0003 0003 0003 0003 0003 0002 0002 0002 0.002
03/03/11 0003 0003 0003 0002 0003 0003 0004 0004 0003 0003 0003 0004 0005 0006 0007 0005 0005 0006 0005 0005 0005 0006 0004 0,004
03/04M1 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0004 0004 0004 0003 0003 0004 0004 0004
03/0511 0004 0003 0003 0003 0003 0004 0004 0004 0004 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0003 0003
03/06M1 0003 0003 0003 0003 0002 0002 0002 0002 0002 0002 0002 0002 0003 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0.003
03/07H1 0003 0003 0003 0003 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0005 0006 0007 0008 0007 0004 0006 0004 0008 0.004

03/08/11 0004 0004 0004 0003 0002 0003 0002 0002 0002 0003 0003 0004 0005 0004 0004 0004 0004 0003 0004 0004 000¢ 0004 0.003
03/0911 0003 0003 0002 0003 0003 0005 0005 0006 0006 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0.005 0005
03/10/11 0004 0004 0004 0003 0003 0003 0002 0002 0002 0002 0000 0000 0000 0000 0002 0004 0005 0006 0006 0.007 0006 0009
03M111 0009 0008 0008 0008 0008 T T T T T 05 0004 0003 0.003 0004 0.004
03112111 0004 0003 0003 0003 0003 0003 0003 D004 0004 0004 0003 0004 0005 0005 0006 0006 0007 0006 0007 0007 0006 0.005 0004 0.003
0311311 0004 0.004 .. .. 0.003 0003 D0.003 0003 0003 0004 0005 0006 0006 0005 0002 0002 0002 0002 0001 0001 0001 0003 0004 0005
03M4/11 000s 0005 0005 0005 0005 0004 0006 0004 0004 0004 0004 0004 0005 0004 0005 0005 D004 0005 0005 0006 0006 0007 0007 0007
03M5/11 0007 0007 0007 0007 0006 0005 0005 0004 0005 0005 0005 0006 0005 0005 0005 0005 0005 0005 0004 0003 0003 0003 0003
03H6M1 0003 0003 0004 0004 0003 0003 0004 0004 0003 W 0006 0004 0004 0004 0004 0004 D0.004 0004 0.004
03M7/11 0.00¢ 0004 0004 0004 0003 0003 0003 0003 0003 0.003 0004 0005 0004 0004 0004 0004 0006 0004 0004 0004 0004 0003

03M8/1 0003 0003 0003 0003 0003 0002 0002 0002 0003 0003 0003 0003 0004 0004 0004 0003 0004 0004 0008 0004 0004 0004 0.004 0,004
03M9M1 0005 0005 0005 0005 0004 0003 0003 0003 0003 0003 0003 0004 0008 0004 0004 0004 0004 0006 0007 0007 0006 0.006 0.005 0,005
0372011 0005 0005 0005 0006 0006 0005 0005 0005 0005 0005 0006 0006 0007 0007 0007 0007 0006 0007 0008 0005 0004 0005 0006 0.005
03721/11 0006 0006 0006 0006 0006 0005 0003 0003 0003 0003 0003 0003 0007 0008 0008 0005 0006 0004 0004 0004 0004 0003 0003 0,003
0322241 0003 0003 0003 0002 0003 0003 0005 0006 0007 0007 0007 0008 . 0007 0007 0009 0.007 0008 0007 0007 0007 0,006
03/23/11 0006 0007 0007 0006 0006 0006 0005 0008 0006 0006 0006 0007 0.006 0005 0.005 0004 0003 0003 0004 0005 0005 0005 0005 0.005
03/24M1 0005 0006 0006 0005 0006 0005 0006 0006 CO06 0006 0006 0006 0007 0006 0003 0002 0003 0003 0003 0003 0004 0004 0004 0.004
03/25M1 0.004 0005 0005 0005 0005 0004 0004 0004 0004 0005 0005 0005 0005 0005 0004 0005 0004 0004 0004 0004 0004 0005 0004 0.003
03726111 0003 0002 0002 0001 0002 0003 0002 0002 0002 0003 0003 0005 0005 0006 0006 0006 0006 0005 0001 0002 0002 0002 0002 0.003
0312711 0003 0003 0003 0002 0002 0003 0004 0004 0005 0004 0005 0005 0006 0006 0005 0.006 0006 0006 0005 0006 0005 0006 0006 0006
03/28/11 0006 0006 0006 0005 0005 0006 0006 0005 0005 0005 0006 0006 0007 0007 0005 0.006 0007 0006 0007 0006 0006 0.006 0006 0,006
03/29/11 0005 0008 0006 0006 0005 0006 0005 0005 0005 0006 0006 0005 0007 0006 0005 0006 0006 0006 0005 0005 0005 0005 0005 0.005
03/30M1 0005 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0005 0005 0006 0006 0.006 0005 0005 0005 0004 0.005
03/31/11 0005 0006 0005 0005 0004 0004 0005 0006 0006 0007 0007 0006 0006 0005 0005 0.004 0004 0004 0004 0005 0004 0004 0004 0.005
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Month at a Glance
Plant: TRAN
Source: BOILERS
Parameter: NOX#PD9
Report Month: April 2011 Time Online Criteria: 1

NOX#PD9

% | o1 | o2 | o3 | o4 | o5 | 06 | or | o8 | os [ 10 | 11 | 12 [ 13 | 14 [ 15 [ 16 [ 47 | 18 | 19 | 20 | 21 | 22 | 23
04/0111 0004 0003 0003 0003 0003 0003 _ 0005 0005 0007 0007 0008 0008 0008 0008 0010 0009 0008 0006 0.006 0006 0008 0.006 0.005
0400211 0007 0005 0005 0005 0005 0005 0006 0007 0007 0007 0008 0008 0008 0008 0008 0007 0006 0006 0005 0006 0007 0006 0006 0.007
04/0311 0006 0006 0006 0006 0006 0006 0005 0006 0005 0005 0005 0005 0006 0007 0006 0007 0008 0008 0008 0003 0008 0007 Q007 0.006
04/0411 0005 0005 0005 0005 D004 0004 0004 0004 0004 0005 0005 0006 0005 0004 0004 0C0S 0004 0004 0004 0003 0002 0003 0003 0003
04/05M1 0004 0003 0003 0003 0002 0002 0003 0004 0004 0004 0005 0006 0007 0007 0007 0007 0007 0007 0007 0007 0008 0008 0008 0.008
04/06/11 0008 0008 0008 0007 0008 0007 0007 0007 0007 0008 0007 0007 0006 0006 0005 0006 0005 0005 0006 0.006 0006 0006 0006 0.006
04/07M1 0006 0006 0006 0005 0006 0005 0005 0005 0005 0004 0004 0005 0005 0004 0003 0004 0004 0004 0004 0004 0004 0004 0004 0.004
04/08/11 0004 0004 0004 0004 0004 0004 0004 0003 0003 0002 0002 0002 0002 0003 0002 0002 0002 0003 0004 0003 0003 0003 0005 0.005
04/0911 0004 0004 0005 0005 0006 0004 0004 0004 0005 0004 0003 0004 0003 0003 0003 0003 0004 0004 0003 0003 0003 0003 0004 0003
04M0M1 0004 0004 0004 0005 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0003 0003 0003 0004 0003 0003 0003 0003
04111/11 0003 0002 0003 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0003 0002 0002 0003 0004 0004 0004 0004 0.004
0412111 0004 0005 0004 0005 0004 0003 0003 0003 0004 0004 0003 0004 0004 0004 0003 0002 0002 0002 0002 0002 0002 0002 0.002 0.002
0413141 0003 0003 0003 0003 0005 0005 0003 0003 0003 0003 0003 0002 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0003
04M4/11 0003 0002 0003 0002 0002 0003 0003 0003 0004 0004 0004 0.004 0006 0004 0004 0005 0006 0006 0005 0004 0004 0004 0004 0003
041511 0003 0002 0002 0003 0002 0002 0002 0001 0001 0001 0003 0004 0004 0003 0003 0003 0004 0005 0005 0005 0005 0005 0005 0.005
041611 0004 0004 0004 0004 0004 0004 000: 0004 0004 0.003 0003 0002 0002 0002 0002 0001 0003 0003 0003 0003 0004 0003 0007 0.007
04M7M1 0008 0008 0007 0007 0006 0007 0008 0008 008 0007 0007 0008 0008 0008 0007 0007 0007 0007 0007 0007 0007 0008 0.007 0.007
041841 0008 0007 0007 0008 008 0008 " 0008 0007 0007 0007 0006 0005 0005 0005 0006 0006 0.006
04M9/11 0006 0007 0007 0007 0007 0007 0006 0006 0006 0007 0006 0006 0006 0.006 0005 0005 0004 0005 0004 0004 0006 0004 0006 0.005
04/20M11 0004 0004 0005 0004 0005 0004 0003 0004 0003 0003 0.003 0003 0003 0.003 0003 0003 0003 0004 0004 0005 0005 0005 0004 0.004
04/2111 0003 0003 0003 0003 0004 0004 0004 0003 0003 0003 0003 0004 0004 0003 0003 0003 0004 0004 0006 0004 0005 0004 0004 0.00¢
04/22/11 0004 0004 0004 0004 0003 0003 0004 0004 0004 000¢ 0005 0005 0005 0004 0002 0002 0002 0003 0004 0004 004 0003 0003 0003
0472341 0003 0002 0003 0002 0003 0004 0003 0003 0002 0002 0003 0003 0001 0003 0003 0004 0006 0004 0004 0004 0003 0003 0003 0.002
0472411 0003 0004 0004 0004 0004 0005 0005 0005 0004 0004 0003 0004 0004 0.003 0003 0003 0004 0004 0003 0002 0.003 0004 0004 0.004
0472511 0004 0003 0003 0002 0002 0003 0003 0003 0003 0004 0005 0005 0005 0005 0004 0004 0002 0002 0003 0003 0004 0004 0005 0004
04/26/11 0005 0005 0004 0004 0003 0003 0003 0003 0002 0003 0003 0003 0002 0002 0002 0002 0002 0003 0002 0003 0002 0002 0002 0002
0427111 0002 0002 0003 0003 0002 0003 0003 0003 0002 0002 0003 0004 0003 0002 0005 0004 0004 0005 0005 0005 0004 0004 0004 0005
04/28M11 0004 0003 0003 0004 0003 0004 0003 0005 0003 0003 0005 0004 0002 0004 0004 0005 0005 0003 0002 0003 0003 0006 0.005 0.003
04/20/11 0003 0003 0003 0002 0002 0000 0001 0001 0010 0010 0009 0010 0009 0008 0007 0008 0008 0005 0006 0005 0005 0005 0005
04/30M1 0007 0006 0006 0005 0005 0005 0005 0005 0005 0005 0005 0005 0006 0006 0007 0007 0008 0006 0005 0006 0005 0004 0004 0004
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Month at a Glance
Plant: TRAN
Source: BOILERS
Parameter; NOX#PD9
Report Month: May 2011 Time Online Criteria: 1

NOX#PDS

00 | o1 | o2 | 03 | o4 | o5 | o6 | or | o8 [ 08 [ 10 | 11 [ 12 | 13 | 14 | 15 [ 16 [ 47 [ 18 | 15 | 20 | 21 | 22 | 23
05/01M1 0003 0003 0003 0002 0003 0003 0004 0004 0004 0005 0005 0006 0005 0006 0006 0006 0007 0006 0004 0004 0003 0003 0004 0.004
05/021 0003 0003 0002 0002 0002 0002 0002 0002 0002 0003 0003 0002 0002 0003 0003 0003 0004 0003 0003 0003 0003 0002 0002 0.002
05/031 0002 0002 0001 0001 0001 0001 0001 0002 0003 0003 0003 0003 0002 0001 0002 0003 0003 0002 0002 0004 0005 0005 0005 0005
05/04/11 0006 0006 0006 0005 0004 0002 0003 0003 0003 0003 0003 0003 0003 0003 0003 0C04 0004 0003 0004 0004 0005 0005 0005 0005
05/0511 0008 0005 0004 0003 0003 0004 0004 0004 CO004 0005 0003 0004 0004 0005 0006 0005 0004 0004 0004 0004 0004 0004 0003 0.003
05/06/11 0003 0003 0004 0004 0004 0004 0004 0004 0005 0006 0006 0006 0006 0005 0005 0004 0005 0004 0002 0002 0002 0001 0001 0.002
05071 0003 0003 0002 0003 0003 0003 0004 0004 0004 0005 0006 0006 0006 0006 0007 0007 0005 0002 0003 0004 0004 0003 0003 0003
05/0811 0003 0003 0004 0003 0003 0003 0003 0004 0005 0006 0005 0004 0004 0005 0005 0005 0005 0005 0005 0004 0003 0003 0003 0004
05/0941 0003 0003 0003 0003 0003 0002 0002 0003 0007 0005 0004 0004 0006 0008 0005 0001 0001 0001 0002 0002 0002 0002 0002 0.001
B o e i S Ll o Gl e I T a0 i o
05M2M11 C Fea F gan 0004 0004 0004 0005 0004 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005
05M3M1 0005 0005 0005 0005 0006 0006 0006 00065 0006 0006 0005 0006 0006 0006 0007 0006 0006 0006 0005 0005 0005 0006 0006 0.007
05M4M1 0007 0007 0007 0007 0007 0005 0005 0005 €005 0005 0005 0005 0004 0004 0004 0004 0004 0004 0003 0003 0003 0003 0003 0003
05M5M1 0002 0003 0002 0002 0003 0003 0003 0004 0004 0003 0003 0003 0003 0004 0004 0004 0003 0003 0003 0003 0003 0004 0003 0.004
05M6M1 0004 0004 0004 0004 0004 0004 0003 0004 0004 0004 0004 0004 0004 0003 0002 0002 0002 0001 0002 0002 0002 0002 0002 0.002
0SM7M1 0002 0002 0002 0002 0001 0002 0002 0002 0002 0003 0003 0003 0002 0002 0003 0003 0003 0003 0003 0003 0003 0003 0003
05M8M1 0003 0003 0003 0003 0002 0002 0002 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0002 0002 0003 0003 0003 0002 0002
05M9M1 0003 0003 0002 0002 0002 0003 0002 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0002 0003 0004 0003 0003
05/20M1 0004 0004 0004 0004 0003 0003 0003 0004 0004 0004 0004 0005 0004 0004 0003 0003 0003 0003 0003 0003 0002 0002 0002 0.002
05/21M1 0001 0001 0002 0002 0002 0002 0003 0003 0004 0004 0005 0005 0004 0004 0005 0005 0005 0005 0004 0004 0004 0005 0005 0.005
05722111 0005 0004 0004 0004 0005 0005 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0004 0008 0004 0004 0004 0004 0008 000¢
0512311 0004 0004 0004 0004 0004 0004 0004 0004 0004 . - 0003 0003 0003 0003 0003 0003 0003 0.004
05/24111 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0005 0005 0005 0006 0006 0006 0005 0005 0006 0006 0006 0008 0005 0.004
05/25M1 0005 0005 0005 0005 0005 0004 0004 0005 0004 0004 0005 0005 0005 0005 0005 0005 0005 0004 0004 0004 0004 0004 0004 0.004
05726111 0004 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0003 0003 0003 0004 0004 0004 0004 0003 0003 0003 0004 0004 0.004
0527111 0004 0003 0003 0003 0003 0004 0004 0004 0003 0007 0007 0006 0005 0005 0005 0005 0005 0005 0004 0004 0004 0005 0004
0528111 0004 0004 0004 0004 0004 0004 0005 0006 0005 0006 0006 0006 0006 0006 0.006 0005 0004 0005 0005 0005 0.005 0005 0005 0.005
05/29111 0005 0005 0005 0004 0005 0004 0005 0005 0005 0005 0006 0005 0006 0006 0006 0006 0006 0006 0005 0005 0005 0006 0005 0.005
05/30M1 0005 0005 0004 0004 0005 0004 0004 0005 0005 0005 0005 0006 0006 0006 0006 0007 0006 0005 0006 0005 0005 0005 0004 0.004
05/31M11 0005 0004 0004 0004 0004 0004 0004 0005 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0004 0004 0004 0.00¢ 0.004
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Month at a Glance
Plant: TRAN
Source: BOILER9
Parameter: NOX#PD9

Report Month: June 2011 Time Online Criteria; 1
NOX#PD9
00 [ ot J o2 Josa [ oea ] o5 [ o6 [ o7 [ 08 [ 09 [ 10 | 11 [ 12 13 ] 1a] 5[ a6 [ 7] s[5 20 21 221]2z

06/01/11 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0003 0004 0004 0004 0.005 0004 0004 0004 0006 0005 0.007
06/02/11 0.006 0007 0006 0006 0005 0006 0005 0006 0006 0005 0005 0005 0006 0006 0005 0004 0004 0004 0004 0004 0005 0004 0.003 0.003
06/03/11 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0005 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004
06/04/11 0004 0004 0004 0004 0005 0005 0004 0004 0005 0.005 0005 0004 0003 0004 0004 0004 0004 0004 0003 0003 0002 0002 0002 0,002
06/05/11 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0003 0003 0003 0002 0002 0001 0002 0003 0003 0.003
06/06/11 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0004 0005 0004 0004 0004 0005 0004 0004 0004 0004 0003 0003 0002 0002
06/07M1 0002 0002 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0003 0003 0004 0003 0002 0002 0002 0002 0002 0002 0,001
06/08/11 0002 0002 0002 0002 0002 0002 0003 0003 0003 0002 0002 0002 0002 0002 0002 0001 0002 0001 0001 0.00f 0001 0001 0001 0.001
06/09/11 0003 0004 0004 0004 0004 0005 0004 0004 0005 0004 0005 0006 0005 0007 0007 0006 0005 0004 0005 0005 0006 0.006
06/10/11 0006 0005 0005 0005 0006 0006 0008 0005 0005 0004 0003 0002 0002 0002 0002 0002 0003 0003 0003 0002 0002 0002 0002 0.02
06/1111 0002 0002 0002 0002 0002 0003 0003 0003 0002 0002 0002 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0.002
06/12/11 0002 0003 0003 0003 0004 0004 0004 0003 0003 0003 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0005 0003 0.006 0.005
06/13/11 0005 0.006 0006 0007 0007 0008 0008 0008 0008 0007 0008 0007 0007 0007 0007 0CO7 0006 0005 0005 0005 0004 0005 0005 0.005

06/14/11 0004 0005 0004 0004 0005 0005 0003 0004 0004 0004 0.005 0006 0005 0005 0006 0005 0004 0004 0003 0004 0004 0005 0005
06/15M1 0005 0005 0005 0005 0004 0005 0005 0005 0005 0006 0005 0.005 0004 0005 0004 0004 0003 0003 0003 0003 0003 0.003
06M6M1 0003 0003 0003 0003 0003 0004 0005 0004 0004 0005 0004 0002 0001 0003 0004 0004 0003 0003 0002 0002 0003 0.002
06/17/1 0002 0002 0002 0002 . 0001 0002 0003 0003 0003 0003 0003 0003 0004 0005 0005 0005 0004 0004 0003 0003 0.004

06/18/1 0004 0003 0004 0004 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0.004 0004 0008 0004 0003 0002 0002 0.002
06/19/11 0003 0004 0005 0005 0005 0.006 0006 0006 0006 0008 0007 0004 0004 0004 0005 0005 0005 0005 0005 0004 0003 0004 0004 0.005
06/20M1 0004 0005 0004 0004 0003 0003 0003 0003 0003 0003 0004 0005 0005 0005 0005 0004 0004 0003 0003 0003 0003 0003 0003 0.003
06/21/11 0003 0003 0003 0003 0003 0003 0002 0003 0003 0003 0003 €003 0003 0004 0005 0006 0005 0005 0005 0005 0004 0004 0004
06/22/11 0004 0005 0005 0004 0005 0004 0004 0004 0004 0004 0004 0.004 0004 0005 0004 0004 0004 0004 0004 0004 0004 0004 0.003 0.003
06/2311 0008 0002 0003 0003 0003 0003 0003 0003 0002 0002 0003 0003 0004 000¢ 0004 0004 0003 0004 0004 0003 0004 0004 0004 0.004
06/2411 0004 0004 0004 0003 0003 0002 0004 0004 0005 0005 0005 0006 0007 0007 0007 0007 0006 0006 0007 0008 0006 0005 0005 0.007
06/25M1 0007 0008 0007 0007 0005 0006 0006 0.005 0006 0006 0007 0007 0006 0007 0006 0005 0005 0.004 0.004- 0.005 0004 0004 0,004
06/26/11 0004 0004 0004 0004 0004 0004 0004 0005 0005 0008 0006 0006 0006 0.006 0005 0006 0006 0005 0005 0004 0004 0004 0003 0.004
062711 0004 0005 0005 0003 0003 0004 0005 0004 0003 0003 0004 0004 0004 0.004 0004 0005 0005 0.005 0004 0007 0008 0006 0005 0.004
06/28/11 0003 0003 0002 0003 0003 0002 0003 0003 0003 0003 0002 0002 0002 0002 0002 0002 0002 0003 0003 0003 0002 0003 0002 0.002
06/29/11 0003 0003 0003 0004 0005 0004 0005 0006 0006 - 0008 0.010 0008 0007 0006 0005 0005 0005 0005 0005 0.005
06/30/1 0004 0004 0005 0004 000¢ 0006 0003 0004 COOS 0006 0008 0006 0006 0006 0007 0007 0007 0006 0007 0007 0006 0006 0.006 0.006
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01/0111
01/02/11
01/03M11
01/0411
01/05/11
01/06/11
01/0711
01/08/11
01/09/11
011011
01111111
01/112M11
0111311
0111411
011511
01/16M1
01A7TH1
01/18/11
01/19/111
01/20/11
01/21/11
01122111
012311
0172411
01/25M11
01/26M11
012711
012811
01/29/11
01/30/11
01131111

Offing

Month at a Glance

Plant:

TRAN

Source: BOILER10
Parameter: NOX#PD10
Report Manth: January 2011 Time Online Criteria; 1

NOX#PD10

0 | o1 | o2 [ o3 | o4 [ o5 | o6 | o7 [ oz | o8 | 10 [ 1 | 12 [ 13 [ 1a [ 15 [ 16 [ 17 | w8 [ 19 | 20 | 20 | 22 | 23

0005 0005 0.006 0006 0005 0005 0.005 0006 0006 0005 0005 0006 0005 0006 0005 0006 0006 0005 0006 0006 0006 0006 0006
0006 0006 0006 0006 0006 0006 0.006 0.007 0007 0007 0007 0007 0008 0008 0008 DOO7 0006 0007 0007 0008 0006 0.006 0.007
0005 0003 0004 0004 0004 0004 0004 0003 0003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0.004
0004 0004 0003 0003 0004 0003 0003 0003 0004 0005 0005 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0006
0.006 0006 0007 0006 0007 0007 0.006° 0006 0006 0006 0006 0006 0007 0007 0007 0006 0006 0005 0005 0005 0005 0005 000¢
0004 0004 0004 0004 0004 0004 0.004: 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0.005 0005
0005 0005 0004 0004 0004 0004 0.004 0.004 0004 0004 0005 0005 0006 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005
0006 0006 0006 0006 0006 0005 0.005 0.004 0004 0004 0005 0005 0005 0005 0004 0004 0004 0004 0004 0005 0005 0005 0004
0005 0005 0005 0005 0005 0005 0.005 0004 0005 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004
0004 0004 0004 0004 0004 0004 0.004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0006 0006 0006 0006 0006 0006 0005
0006 0006 0005 0005 0005 0005 0.005: 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005
0005 0005 0005 0006 0.006 0006 0.006- 0005 0005 0005 0005 0005 0005 0006 0006 0006 0.006 0006 0005 0005 0005 0005 0.006
0006 0.006 0006 0006 0.006 0.006 0.006! 0006 0006 0005 0005 0006 0005 0005 0005 0006 0006 0005 0005 0005 0005 0.005 0006
0006 0008 0006 0006 0006 0006 0.006i 0006 0.006 0006 0006 0.006 0005 0005 0005 0006 0.006 0006 0005 0006 0006 0.006 0006
0006 0006 0006 0005 0005 0006 0006 0.005 0005 0005 0005 0005 0005 0005 0006 0006 0006 0006 0006 0007 0007 0007 0007
0007 0007 0007 0007 0008 0007 0.007 0.007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0006 0006
0006 0007 0007 0007 0007 0007 0.007 0.006 0006 0007 0005 0006 0006 0006 0005 0006 0006 0006 0006 0006 0005 0005 0.005
0.005 0005 0005 0005 0005 0005 0.005 0006 0006 0006 0005 0006 0006 0006 0006 0007 0.007 0007 0007 0007 0007 0007 0.007
0.007 0007 0007 0007 0.007 0007 0.007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0008 0.008 0.008
0008 0008 0008 0008 0007 0007 0.007 0007 0002 0003 0003 0003 0003 0003 0003 0004 0003 0003 0003 0003 0002 0.003
0003 0003 0002 0002 0003 0004 0,005 0.005 0006 0005 0006 0005 0005 0004 0005 0005 0006 0006 0005 0006 0006 0006 0006
0006 0006 0006 0006 0006 0005 0006 0006 0006 0007 0006 0006 0005 0004 0002 0002 0002 0003 0003 0003 0005 0005 0.006
0005 0005 0005 0005 0004 0004 0004 0.006 0006 0006 0005 0005 0004 0003 0004 0005 0003 0003 0004 0003 0004 0004 0.004
0003 0003 0003 0004 0004 0004 0003 0003 0004 0006 0006 0006 0007 0006 0007 0007 0.007 0007 0007 0006 0007 0007 0.007
0007 0007 0007 0008 0007 0007 0,007 0007 0005 0006 0007 0008 0007 0006 0007 0008 0007 0007 0007 0006 0006 0.006 0006
0006 0005 0005 0006 0006 0006 0005 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0003 0003 0003 0002 0003 0002
0003 0003 0003 0004 0004 0004 0005 0.005 0005 0005 0005 0005 0005 0005 0005 0006 0006 0005 0005 0005 0005 0004 0004
0.003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0.004 0004 0004 0004 0003 0003 0003 0003 0003 0.003
0.003 0003 0003 0004 0003 0004 0005 0.005 0005 0005 0005 0007 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008
0.007 0007 0007 0007 0.007 0.007 0.008, " o006 0007 0007 0008 0008 0008 0009 0008 0003 0009 0003 0009 0009
0008 0007 0006 0006 0007 0007 0007 0007 0006 0007 0007 0006 0006 0007 0006 0.006 0007 0007 0008 0008 0008 0.007 0.007
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Month at a Glance
Plant: TRAN
Source: BOILER10
Parameter: NOX#PD10
Report Month: February 2011 Time Online Criteria: 1

NOX#PD10
o0 | o1 | oz | o3 | o4 | o5 | o6 [ o7 | o8 | 08 [ 10 | 1 | 42 | 13 | 14 | 15 | 6 | 17 [ 18 | 19 | 20 | 21 | 22 [ 2

02/01M1 0007 0007 0007 0007 0007 0008 0.008. 0007 0006 0005 0005 0005 0005 0005 0004 0005 0005 0005 0005 0005 0005 0005 0.005
02/02/11 0005 0.005 0005 0005 0005 0004 0.005 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0006 0006 0007 0.007
0200311 0007 0006 0007 0006 0006 0006 0.006 0008 0008 0006 0005 0004 0004 0004 0004 0005 0005 0005 0006 0006 0007 0007 0.007
02/04111 0007 0007 0006 0006 0006 0.006 0.006 0005 0005 0004 0005 0005 0005 0005 0005 0006 0006 0005 0005 0004 0004 0004 0.004
02/05/11 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0006 0004 0004 0005 0004 0005 0005 0006 0006 0006 0006
02/06/1 0007 0007 0006 0006 0007 0007 0006 0006 0006 0006 0006 0006 0006 0006 0006 0007 0006 0006 0006 0006 0006 0006 0.005
02/07M11 0005 0005 0006 0.006 0006 0.006 0.005 0.005 0.005 0005 0.006 0006 0006 0005 0005 0005 0006 0006 0005 0005 0005 0006 0.006
02/08/11 0006 0.006 0006 0007 0006 0006 0006 0.007 0007 0007 0008 0007 0007 0005 0005 0005 0005 0005 0004 0004 0004 0004 0005
0200911 0006 0.007 0006 0005 0005 0006 0.006 0006 0004 0004 0003 0004 0004 0003 0003 0003 0004 0005 0005 0006 0005 0005
02M0M1 0006 0005 0005 0005 0006 0005 0006 0005 0006 0006 0005 0005 0005 0005 0005 0005 0004 0004 0004 000& 0004 0004 0003
024141 0002 0002 0002 0002 0002 0002 0002 0004 0004 0003 0002 0003 0003 0005 0008 0007 0007 0006 0005 0005 0005 0006 0.007
02/1211 0007 00056 0005 0005 0004 0005 0.004. 0.004 0004 0004 0004 0003 0004 0005 0005 0005 0006 0007 0007 0008 0007 0.007 0008
0211311 0005 0004 0004 0004 0004 0005 0004 0004 0004 0004 0004 0005 0005 0005 0005 0004 0004 0005 0005 0006 0007 0.006 0005
0211441 0006 0006 0006 0006 0005 0005 0005 0.005 €004 0004 0004 0003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004
02/15/11 0004 0004 0003 0004 0005 0006 0.003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0005 0005 0005 0005 0005 0.005
021611 0005 0005 0005 0004 0004 0004 0005 0005 0005 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0006 0004 0.004
02M7M1 0004 0004 0004 0005 0006 0005 0.006 0006 0006 0006 0006 0006 0006 0005 0005 0006 0007 0007 0006 0006 0006 0006 0.005
021181 0005 0005 0005 0005 0004 0004 0.004- 0003 0004 000¢ 0004 0004 0004 0005 0005 0.005 0005 0005 0005 0005 0005 0005 0.005
0219/11 0005 0005 0005 0005 0005 0004 0.004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0003
02/20/11 0003 0003 0.003 0002 0002 0002 0002 S 77T u 7 opoz ogoos 0005 0005 0005 0006 0006 0007 0006 0.004
02/2111 0004 0004 0004 0005 0004 0005 0.004 0.004 0003 0002 0002 0003 0003 0003 0002 0003 0004 0003 0003 0003 0003 0002 0.001
02/2211 0001 0002 0004 0004 0004 0005 0.005 0005 0006 0005 0006 0005 0007 0005 0007 0005 0006 0005 0003 0002 0001 0001 0.001
022311 0001 0001 0001 0002 0002 0002 0002 0003 0003 0002 0003 0003 0003 0004 0004 0004 0004 0004 0004 0004 0003 0004 0.003
02/24/11 0003 0002 0002 0002 0001 0001 0002 0003 0002 0002 0002 0005 0007 0006 0005 0004 0004 0004 0003 0003 0003 0003 0003
022511 0003 0003 0002 0002 0002 0003 0003: 0003 0003 0003 0003 0003 0003 0004 0005 0004 0005 0005 0004 0004 0004 0004 0004
02/26/11 0004 0004 0004 0008 0004 0004 0.005. 0004 0004 0005 0004 0005 0004 0004 0004 0003 0004 0004 0003 0004 0004 0004 0003
02/27/11 0003 0.003 0003 0003 0003 0003 0.003 0004 0004 0003 0003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0003 0003 0.003
02/28/11 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0006 0.006
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Month at a Glance
Plant: TRAN
Source: BOILER10
Parameter: NOX#PD10
Report Month: March 2011 Time Online Criteria: 1

NOX#PD10
00 | ot [ o2 [ o3 [ oa [ os [ o6 [ o7 [ 08 [ oo | 10 [ a1 1 12 ] 13 ] 1aTas 16 7] 18 19201201 227]2u

03/0111 0007 0007 0007 0007 0007 0007 0.006i 0006 0005 0005 0006 0006 0005 0005 0005 0005 0004 0004 0004 0005 0.005 0004 0.005
0310211 0005 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0.005 0006 0006 0007 0008 0008 0009 0010 0009 0.007
03/0341 0005 0005 0005 0005 0005 0008 0006 0006 0006 0.005 0006 0007 0006 0005 0005 0006 0006 0006 0006 0005 0.005 0005 0.005
03/04/11 0005 0004 0005 0005 0005 0005 0.004 0004 0001 0002 0003 0003 0004 0005 0.005 0004 0005 0007 0008 0008 0008 0008
03/05/11 0007 0005 0005 0005 0.005 0005 0.005: 0.004 0004 0004 0004 0004 0004 0004 0005 0005 0005 0005 0004 0004 0005 0004 0.004
03/06/11 0.004 0004 0004 0004 0004 0004 0004 0.004 0004 0004 0004 0005 0004 0004 0005 0005 0005 0005 0005 0004 0.004 0005 0.005
03/07M1 0005 0005 0005 0005 0005 0006 0.006 0.008 0008 0008 0008 0008 0007 0007 0008 0009 0008 0008 0008 0008 0009 0008 0.0
03/08M1 0009 0008 0008 0007 0007 0006 0.006 0.007 0007 0007 0008 0007 0.007 0007 0007 0007 0006 0.007 0008 0007 0008 0008 0.008
03/09M1 0008 0008 0008 0008 0007 0006 0.007 0007 0007 0007 0007 0007 0007 0007 0008 0007 0007 0.007 0007 0007 0007 0007 0.007
03/10M1 0007 0007 0007 0007 0007 0007 0.007 0008 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0.007 0.007
03/1111 0007 0008 0008 0008 0008 0.008 0.008: 0008 0008 0008 0008 0008 0008 0008 0009 0009 0009 0008 0008 0008 0008 0008 0.008
0312111 0009 0008 0009 0009 0009 0003 0.009 0003 0003 0003 0009 0009 0010 0009 0009 0010 0011 0010 0010 0010 0.010 0009 0009
03/3/11 0010 0010: 0010 0009 0009 0009 0008 0009 0009 0002 0003 0004 0004 0006 0005 0005 0003 0004 0005 0006 0004
03/14M1 0004 0004 0004 0004 0004 0004 0.004 0.004 0004 0004 0003 0005 0005 0004 0005 0004 0004 0004 0.004 0003 0004 0004 0.004
03M5M1 0004 0004 0004 0004 0004 0004 0004 0005 0004 0004 0005 0005 0.005 0005 0005 0006 0005 0005 0005 0005 0005 0005 0.005
03/16/11 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0006 0006 0005 0007 0007 0007 0007 0007 0.007
03/17/11 0007 0007 0007 0007 0006 0006 0.006 0.006 0006 0005 0005 0006 0007 0006 0006 0006 0006 0006 0006 0007 0.007
03/18M1 0007 0007 0007 0007 0007 0007 0007 0.007 0002 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0003 0.003
03/19/11 0003 0003 0003 0003 0003 0003 0003 0.003 0004 0004 0.004 0005 0005 0005 0006 0006 0006 0006 0006 0005 0006 0.005 0.005
03/20M1 0005 0005 0006 0005 0005 0005 0006 0.008 0007 0007 0007 0007 0006 D006 0007 0007 0007 0007 0007 0007 0008 0.07
0372111 0007 0007 0007 0007 0007 0006 0.005 0.006 0005 0005 ©0005. 0004 0004 0004 0005 0007 0006 0.004
03/22/11 0005 0005 0005 0005 0005 0005 0005 0005 " o005 0005 0005 0005 0006 0007 0006 0005 0005 0005 0006 0.005
03/23/11 0006 0005 0005 0005 0005 0004 0004 0005 0003 0003 0003 0003 0003 0004 0005 0005 0005 0005 0005 0005 0005 0.006 0.006
03/2411 0006 0006 0006 0006 0006 0006 0006 0006 0.006 0006 0007 0006 0004 0006 0006 0007 0006 0007 0007 0007 0007 0007 0008
03/25/11 0008 0.008 0007 0007 0007 0007 0.007 0007 0007 0008 0008 0008 0008 0007 0007 0007 0006 0006 0006 0007 0.007 0007 0.006
03/26M1 0006 0005 0004 0004 0005 0005 0.005 0006 0007 0006 0006 0006 0008 0007 0009 0006 0007 0006 0006 0006 0006 0006 0.006
03/2711 0006 0006 0006 0005 0006 0006 0.006 0006 0006 0006 0006 0007 0007 0007 0007 0007 0007 0007 0007 0007 0007 0008 0,008
03/28/11 0008 0.006 0008 0007 0008 0.008 0.008 0007 0008 0008 0008 0008 0008 0008 0008 0009 0009 0003 0008 0008 0008 0009 0.009
03/29/11 0009 0009 0009 0009 0003 0009 0.008 0.008 0009 0008 0009 0009 0009 0003 0009 0010 0010 0010 0010 0010 0010 0010 0010
03/30/1 0010 0010 0010 0010 0010 0011 0002 0002 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0004 0004 0003 0004
03/3111 0004 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0005 0004 0004 0005 0005 0005 0005 0005 0.005
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Month at a Glance

Plant:

TRAN

Source: BOILER10
Parameter: NOX#PD10

Report Month: April 2011 Time Online Criteria: 1
NOX#PD10
%0 ]| o1 | o2 | o3 | o8 | o5 | o6 | oz | o8 | o9 | 10 | 11 | 12 | 13 | 1a [ 45 [ 16 [ 1 [ 18 [ 19 ] 20 | 21 | 2 | 2
04/0111 0005 0005 0005 0005 0005 0005 0005 0005 0006 0006 0006 0006 0006 0007 0008 0008 0008 0007 0008 0008 0008 0008 0.007
04/02/11 0007 0007 0007 0.007 0.007: 0008 0008 0008 0008 0008 0009 0009 0003 0009 0009 0009 0008 00039 0009 0003 0009 0009 0.009
04/0311 0003 0003 0003 0003 0.009 0003 0009 0009 0009 0002 0003 0003 0003 0004 0005 0006 0006 0007 0006 0005 0006 0005
04/04M1 0004 0005 0004 0004 0.004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0004 0.004 0005 0.005
040541 0005 0005 0005 0005 0004 0005 0005 0005 0005 0005 0006 0006 0007 0007 0007 0007 0008 0008 0.008 0008 0008 0008 0.007
04/06/11 0008 0008 0007 0.007 0.007' 0007 0007 0007 0008 0008 0008 0007 0007 0007 0007 0007 0008 0008 0008 0008 0008 0008 0.008
04/07M1 0008 0008 0008 0008 0.008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0.008 0.008
04/08/11 0008 0.008 0008 0008 0,008 0008 0008 0002 0002 0002 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0.003
04/09/11 0004 0004 0004 0004 0.004 0.004 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0005 0005 0005 0.005
04/10/11 0005 0005 0006 0.006 0.006) 0006 0006 0006 0006 0006 0006 0006 0006 0007 0007 0007 0007 0007 0007 0007 0007 0007 0.007
041111 0007 0007 0.007 0007 0.007 0007 0007 0007 0.007 0007 0007 0007 0007 0007 0008 0008 0008 0008 0008 0009 0008 0.009 0009
041211 0009 0010 0010 0010 0010 0010 0010 ©010 0010 0002 0003 0003 0003 0003 0002 0003 0002 0003 0003 0003 0003 0003 0.03
04M3M1 0003 0003 0003 0003 0.004° 0.004 0003 0003 0003 0003 0003 0003 0003 0004 0004 0004 0004 0004 0004 0004 0004 0004 0.004
0411411 0004 0005 0005 0005 0.005 0.005 0005 0005 0005 0005 0006 0006 0006 0007 0008 0008 0009 0008 0008 0008 0008 0.008 0.008
04/5/1 0007 0007 0008 0008 0008 0007 0007 0007 0007 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0.008 0008
04(16/M1 0009 0003 0008 0009 0,009 0003 0008 0009 0002 0001 0001 0002 0002 0001 0002 0002 0002 0002 0003 0003 0003 0.004
04M7M1 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0.007 0.007
04/18/11 0007 0006 0007 0.007 0.007° 0008 0008 0009 0008 0008 0008 0008 0003 0003 0003 0003 0003 0003 0003 0004 0004 0.004
04/19M1 0004 0004 0.005 0005 0.005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0.005 0.005
04/120M1 0005 0005 0005 0005 0005 0005 0005 0005 0005 0005 0.006 0006 0006 0006 0007 0007 0008 0008 0008 0009 0009 0009 0.009
04/21/11 0003 0008 0008 0008 0.008) 0008 0008 0008 0002 0003 0002 0002 0002 0002 0002 0002 0002 0002 0003 0002 0002 0.002
04/22111 0002 0002 0002 0003 0.003 0003 0003 0003 0003 0003 0003 0003 0004 0003 0003 0003 0004 0005 0005 0005 0005 0.005 0.006
04/2311 0006 0006 0006 0006 0.006 0006 0005 0004 0004 0004 0004 0005 0005 0006 0006 0006 0006 0006 0006 0006 0.006 0006 0.006
0472411 0006 0006 0007 0007 0.007 0007 0007 0007 00CB 0008 0008 0003 0002 0009 0009 0009 0009 0008 0009 0.009 0003 0003 0010
04/25/11 0010 0010 0010 0010 0.008 0009 0008 0002 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0.003 0.003
042611 0003 0.003 0003 0003 0,003 0004 0004 0004 0004 0004 0004 0004 0004 0005 0005 0005 0005 0005 0004 0004 0004 0.004 0.004
04/27/11 0004 0005 0005 0005 0.005- 0005 0005 0005 0006 0006 0006 0006 0006 0006 0006 0006 0006 0006 0007 0007 0007 0007 0.007
04/28/11 0007 0007 0007 0.007 0.007 0.007 0007 0007 0008 0008 0009 0009 0008 0008 0008 0.008 0008 0008 0009 0009 0009 0009 0.009
04/29111 0010 0010 0010 0010 0011 0014 0015 0010 0010 0010 0010 0003 003 0003 0009 0008 0008 0008 0008 0008 0009 0.009
04/30M1 0009 0008 0.008 0008 0.007 0.007 0007 0007 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0008 0.008
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05/0111
05/02/11
05/03/11
05/0411
05/05M11
05/06/11
05/07/11
05/08M11
05/09/M11
051011

05M1M1

0512011
0513111
05/14H1
05/1511
05/16/11
051711
051811
05/19111
05720111
05/21/11
05/22111
05/23/111
05/24111
05/25M11
05/26/11
05/27/11
05/28/11
05/29/111
05/30/11
05/31111

(Offhe

Report Month: May 2011 Time Online Criteria:

Month at a Glance

Plant:

TRAN

Source: BOILER10
Parameter: NOX#PD10

NOX#PD10

oo | o1 | o2 | o3 | o4 | o5 | 06| o7 | o8 | 09 | w0 | a1z | 3] 14 [ as [ e ] ez [ 8| 19| 20| 2] 2T 2
0008 0003 0003 0008 0008 0008 0009 0008 0008 0005 0008 0008 00035 0008 0008 0008 0008 0003 0009 0003 0008 0008 0.009
0008 0.008 0008 0008 0,009 0008 . "7 0006 0007 0007 0007 0007 0007 0008 0008 0007 0.007 0007 0007 0.007
0007 0007 0007 0008 0.008 0.011 0010 0007 0006 0006 0007 0007 0007 0007 0007 0007 0007 0007 0008 0008 0008 0007 0.007
0007 0008 0007 0007 0.007 o008 o008 0002 0002 0003 0003 0002 0002 0002 0002 0002 0.002
0.002 0002 0003 0003 0.003' i . 0003 0002 0002 0003 0005 0006 0007 0007 0007 0007 0007 0.007
0007 0007 0007 0007 0006 0.005 0004 0005 0003 0003 0003 0003 0003 0003 0003 0002 0003 0004 0004 0003 0003 0003 0003
0003 0003 0004 0003 0.003 0.004 0004 0004 0004 0004 0005 0005 0005 0035 0005 0005 0004 0004 0004 0004 0004 0003 0003
0003 0004 0004 0.004 0.003 0.003 0002 0001 0001 0002 0005 0005 0004 0004 0004 0006 0.006 0006 0006 0006 0006 0006 0006
0006 0006 0007 0.006 0.006 0006 0005 0006 0005 0005 0006 0005 0002 0007 0006 0005 0004 0004 0003 0004 0003 0003 0003
e, iobue,_ s ocie in . G G Dok mhe s s e S haos oan

A 0004 0003 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0003 0004 0004 0003 0.003
0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0003 0003 0003 0003 0003 0003 0003 0004 0.005
0004 0005 0004 0004 0005 0005 0005 0005 0004 0003 0004 0004 0003 0003 0002 0002 0002 0002 0003 0003 0003 0002 0.002
0.003 0003 0003 0003 0.003 0.003 0003 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0003 0002 0003 0003 0002 0002
0003 0003 0003 0003 0.003 0.004 0003 0004 000¢ 0003 0003 0004 0004 0004 0004 0005 0005 0005 0004 0003 0003 0.004 0.004
000 0004 0004 0.003 0.003° 0006 0007 0003 0004 0.006 0006 0005 0004 0004 0003 0004 0004 0004 0004 0.004 0004
0004 0004 0004 0.003 0.003 0005 0004 0004 0004 0004 D004 0004 0005 0005 0005 0005 0004 0004 0004 0004 0004 0.004 0004
0004 0004 0004 0004 0.004 0003 0003 0004 000¢ 0006 0006 0006 0006 0005 0006 0005 0005 0004 0003 0004 0005 0004 0004
0005 0004 0.005 0005 0.005 0004 00C4 0005 0005 0006 0005 0004 0002 0002 0001 0002 0002 0001 0001 0001 0001 0002 0002
0002 0002 0003 0003 0002 0002 0002 0002 0003 0002 0003 0005 0005 0004 0005 0006 0006 0006 0005 0.004 0002 0002 0002
0002 0002 0003 0002 0.003 0003 0003 0004 0004 0004 0005 0004 0004 0004 0004 0005 0004 0004 0.004 0004 0008 0006 0.004
0.003 0003 0004 0003 000 0003 0003 0003 0003 0003 0002 0003 0004 0002 0001 0001 0002 0003 0.003 0.004 0005 0005 0.005
0005 0005 0004 0004 0.003 0003 0004 0005 0004 0006 0007 0006 0006 0.006 0005 0004 0004 0003 0003 0003 0006 0007 0.006
0005 0004 0004 0004 0.003 0.005 0006 0005 0004 0003 0003 0003 0003 0005 0003 0003 0003 0003 0005 0004 0004 0003 0.003
0003 0003 0003 0003 0.0 0003 0003 0004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0004 0005 0005 0004
0003 0003 0002 0002 0003 0003 0003 0004 0009 0008 0006 0006 0005 0004 0004 0003 0003 0005 0003 0002 0002 0002 0003
0003 0003 0003 0003 0003 0.004 0004 0005 000S 0005 0006 0006 0006 0006 0005 0004 D000S 0005 0005 0005 0004 0004 0004
0005 0006 0.006 0006 0005 0003 0003 0003 0003 0004 0004 0004 0005 0004 0005 0004 0CO4 0004 0003 0003 0003 0003 0.003
0003 0003 0003 0.004 0004 0004 0004 0CO5 0005 0005 0004 0005 0005 0004 0003 0003 0004 0005 0003 0003 0003 0003 0.003
0003 0003 0003 0003 0003 0006 0007 0008 0008 0007 0005 0006 0.006 0.007 0007 0006 0006 0005 0.005 0004 0004 0.004
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06/01/11
06/02111
06/03/11
06/04/11
06/05M11
06/06/11
06/07111
06/08/11
06/09111
06/10/11
06/11/11
06112111
06/13111
06/14/11
06/15M11
06/16M11
06/17/11
06/18/11
061911
06/20M1
06/21M11
06/22M11
06/23111
06124111
06/25/11
06726111
06127111
0612811
06/29/11
06/30/11

Month at a Glance

Plant: TRAN

Source: BOILER10
Parameter: NOX#PD10

Report Month: June 2011 Time Online Cnteria: 1
NOX#PD10

00 | o1 | o2 ] o 04 | o5 [ o6 | o7 [ 08 | 09 [ 10 | 11 | 12 | 13 | 14 [ 15 | 16 | a7 [ 18 | 13 [ 20 | | 22 | 23
0005 0.004 0.004 pcﬁ 0.004 0004 0.004 0003 0003 0003 0003 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0003 0.005
0.006 0006 0005 0005 0.005 0006 0006 0006 0008 0003 0003 0003 0003 0005 0005 0006 0005 0006 0005 0005 0005 0006 0.007
0.007 0007 0008 0.005 0.005 0006 0006 0006 0007 0004 0003 0003 0003 0003 0004 0005 0004 0004 0004 0003 0003 0005 0005
0.005 0006 0006 0.005 0.007 0007 0008 0007 0.00S 0006 0006 0006 0006 0006 0005 0003 0003 0002 0002 0002 0002 0002 0,002
0001 0001 0001 0.007 0.001 0002 0002 0002 0002 0002 0002 0.002 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0.003
0002 0002 0002 0002 0002 0003 0003 0002 0002 0002 0002 0002 0003 0.003 0003 0003 0003 0003 0003 0003 0002 0002 0.002
0002 0002 0002 0002 0002 0002 0002 0002 0002 0002 0003 0004 0004 0003 0004 0003 0003 0002 0002 0002 0002 0003 0.002
0003 0003 0003 0002 0002 0.001 0001 0001 0001 0001 0001 0002 0002 0002 0002 0002 0002 0002 0002 0002 0003 0003 0.003
0.003 0002 0002 0002 0.002° 0002 0003 0003 0003 0003 0003 0002 0002 0002 0003 0002 0002 0002 0003 0002 0003
0.003 0003 0003 0003 0.002 0003 0004 0003 0003 0004 0005 0006 0005 0005 0006 0005 0005 0004 0006 0005 0005 0005 0006

0005 0004 0004 0003 0.002' 000¢ 0004 0005 0005 0004 0.004 0.003 0.004 0.005 0.006 0.006
0006 0006 0005 0006 0005 0005 0.006 0004 0.003 0.001 0001 0.001 0.001
---- 0.033 0002 0002 0001 0001 0001 0001 0002 0.003
0.003 0003 0.003 0.003 0003 0004 0003 0003 0004 0003 0003 0002 0003 0005 0.006 0,004 0003 0.003 0.003
0004 0.004 0.005 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0004 0002 0.002
0003 0003 0002 0003 0.003 0003 0003 0003 0003 0003 0003 0003 0004 0004 0003 0002 0002 0002 0002 0002 0002 0003 0.003
0003 0004 0004 0003 0002 0002 0002 0003 0004 0005 0.004 0003 0004 0004 0005 0005 0006 0005 0005 0005 0005 0.007 0.007
0.007 0.007 0005 0004 0004 0002 0002 0002 0002 0002 0003 0003 0003 0003 0003 0002 0002 0002 0002 0003 0004 0,004
0003 0003 0003 0002 0002 0003 0004 0003 0003 0003 0003 0003 0003 0002 0002 0002 0002 0002 0002 0002 0002 0.001
0.001 0001 0001 0001 0.001 0001 0003 0003 0004 0006 0008 0005 0004 0004 0004 0.005 0004 0004 0005 0005 0005 0.005
0005 0005 0005 0005 0.005] 0.005 0005 0006 0006 0006 0007 0006 0006 0006 0006 0005 0006 0006 0006 0.006 0006 0.007
0007 0007 0007 0.006 0.007 0.007 0007 0007 0007 0007 00C5 0005 0006 0004 0003 0004 0004 0003 0003 0003 0003 0003
0004 0003 0004 0003 0,003 0004 0004 0.004 0005 0005 0004 0004 0005 0005 0005 0004 0004 0004 0004 0004 0004 0,004
0004 0004 0002 0004 0.003 0.004 0004 0006 0004 0004 0003 0003 0003 0003 0002 0001 0002 0004 0007 0006 0005 0003 0.002
0.001 0001 0001 0001 0.001 0001 0001 0001 0002 0002 0003 0003 0004 0003 0002 0003 0004 0004 000¢ 0004 0004 0004 0.003
0.00¢ 0004 0004 0004 0.004 0.005 0.006 0009 0003 0008 0007 0007 0007 0007 0006 0006 0006 0006 0006 0006 0.006 0.006
0006 0006 0005 0.005 0004 0004 0005 0.006 0.006 0005 0005 0.005 0005 0006 0006 0006 0005 0003 0002 0002 0002 0002 0002
DR ol Outof Control | NEEEEENNINNNN |
qmzém__umc_amacuuon 10f1

Report Generated: 07/20/11 12:45

Report Version 2.3.1110




Month at a Glance
Plant: TRAN
Source: BOILER10
Parameter: NFFACT
Report Month: January 2011 Time Online Criteria: 1

NFFACT
8_8___.__._n_._u_.:_._u_._m_._q_._m_._w_ua_u.__nn_»u

01/02/11 B.338.70 8,345.50 8,329.80 8,333,70 8,331.60 6,326.40 8,328.90 £,320.30 8,435,40 8,348.00 8,350.60 8,356.20 8,360.10 8,359.90 8,349.30 8,361.20 m.ﬁm,ﬂnmmﬁgmumw@om uthomhqm 408,392.20 m.a?%a 396.20
01/03/11 8.390.50 8,376.60 8,364.70 8,378.90 8,373.60 8,368.30 8,372.90 BES7 5 8,370.70 £,330.90 8.332.90 8,310.40 8,317.00 8,274.40 8,278.00 8,284.00 8,276.60 8,.282.10 8,293.30 8,307.80 8,305.00 8,343.40 8,383.30
01/04/11 8.370.20 8,265.40 8,377.60 8,371.10 8,380.20 8,367.80 8,376.80 763200 8,373.00 8,329.40 8,336.90 8,322.50 8,352.70 8,372.10 8,378.90 8,358,20 8,357 40 8,356.00 6,358.90 8,385.80 8,376.,10 8,403.10 8,402.50
01/05/11 8.400.20 B,368.70 8,366.00 8,364.70 8,369.80 8,371.50 8,378.20 364,30 8,345.20 8,351,10 8,353.10 8,369.90 B,356.00 8,371.60 8,371.90 8,375.60 8,260.60 8,354.50 8,358.20 8,352.00 8,361.90 8,357.90
01/06/11 8.362.00 8,371.80 8,365.20 8,364.80 8,371,50 8,373.10 8,376.10 238,381.30 8,358.80 8,364.00 8,358.60 8,359.00 8,340.70 8,335,280 8,333.80 8,333.80 8,337.40 8,335.50 8,344.60 8,246.70 8,336,00 8,330.10
01/07/41 8.322.208,324.20 8,345.20 8,330.40 8,323.60 8,317.20 8,282.20 ,298.30 B,296.40 8,311,70 8,206.20 8,300.10 8,28640 8,312.80 8,319.60 £,320.70 8,321.00 8,308.80 8,322.30 8,329.10 8,332.00 8,324.20
01/08/11 8.336.00 8,326.50 8,328.00 8,328.10 8,324.80 8,324.00 8,312.60 § £68,357.80 8,328,50 8,335.80 8,323.20 8,336.10 8,340.80 B,347.00 8,354.00 8,356,20 8,353.80 8,364.50 8,356.30 8,362.10 8,360.40 8,370.90
01/09/11 8.361.40 8,341.80 8,345,00 8,351.00 8,347.40 8,358.10 8,353.30 B2 ,345.80 8,343.00 8,339.60 8,356,20 8,360.50 8,360.10 B,354.10 8,362.20 8,349.70 8,342.10 8,350.90 8,350.80 8,355.20 8,354.40 8,336.80
01/10/11 8.316.608,337.60 8,332,00 8,339.10 8,337.90 8,341.70 8,347.30 8,339.30 8,329.20 8,329.90 8,332.60 8,339.90 8,336.00 8,334.90 8,346,20 8,346.30 8,341.30 8,331.30 6,329.10 8,326.50 8,341.40 8,349.70
01/11/14 8.340.10 8,349.20 8,357.10 8,364.50 8,344.80 8,364.50 8,364.60 48,353.60 8,334,40 8,335.90 8,323.60 8,319.80 £,318.50 8,319.90 8,310.50 8,313.60 8,311,90 8,299.00 8,289.10 8,286.20 8,306,00 8,323.50
01/12/11 8:334.108,324.80 8,329.00 8,337.90 8,340.30 8,329.50 8,320.40 ,329.70 8,324.20 8,322.40 8,346.60 8,326.70 8,366.30 8,372.70 8,408.00 8,405.20 8,417.70 8,408.50 8,415.40 8,393.70 8,386.20 8,372.60
01/13/11 B.364.708,362.50 8,374.90 8,374.10 §,364.60 8,356.20 8,357.80
01/14/11 8.372.80 8,367.70 8,370.80 8,385.00 £,388.90 8,393.80 8,381.50
01/15/11 8.351.80 8,348.30 8,343,80 8,347.50 B,349.30 8,351.50 8,349.40
01/16/11 8.325.90 8,323.00 8,330.80 8,326.10 8,339.70 B,349,30 8,353.30
01/17/14 8,358.80 8,360.20 8,361.80 8,358,30 8,355.50 8,353.70 8,351.00
01/48/41 8.366.00 8,353.60 8,348.00 8,348.80 8,354,590 8,359.00 8,346.20
01/19/41 8.393.20 8,373.50 8,387.90 8,399.50 8,337.10 8,398.00 8,396.40

Ao m.u 99, mhc._ wOm 415.10 .w.hm._ 108,422.508,425.60 8,453.00 m.amo .60 8, ghca A, mba 440.70 8, a.a._.ma m.g.“ 20 8,441.60
448,90 8,406,00 8,423,50 8,407,10 5,420.10 8,430.60 8,437.30 8,430.10 8,431.40 8,428,70 8,415.10 8,406.50 8,403.30 8,398,10 8,393.70
»“ 8,392.20 8,384,10 8,384,90 8,379.80 8,382.00 8,373.50 8,368,50 8,372.50 8,289.40 8,371.60 8,383.10 8,366.60 8,378.00 8,392.40 8,409.90
,408.80 8,403.70 8,406.00 B,409.50 8,415.00 8,407.50 8,403.90 8,402.60 8,400.60 8,403.90 8,405.70 8,410.60 8,411.10 8,410.40 8, 400.00
30 8,3865.00 8,383.90 8,382.50 8,374.00 8,388.00 8,382.40 8,377.70 8,363.60 8,367.30 8,375.40 8,354.90 8,361.80 8,361.30 8,361.80 8,363.90
406.80 8,405.40 8,426,10 8,426.70 8,417.60 8,413.80 8,414.60 5,419.40 8,426.10 B,427.90 8,424 .20
IGEST: 8,386,70 B,390.50 8,376.00 8,374.20 8,370.90 8,387.70 8,381,00 8,281.40
401.208,373.70 8,272.90 8,365.30 8,359.30 8,363.00 8,370.00 8,366.30 8,364.60 8,370.10 8,355.70 8,259.60 8,363.10 8,372.90 8,363.40
,372,70 8,362.60 £,361.60 8,368.00 8,358.70 8,364.30 8,354.20 8,362,320 8,351.70 8,354.20 8,261.20 8,361.20 8,356.00 8,360.40 8,362.50
,356.90 8,355.20 8,353.70 8,357.00 8,357.50 8,357.30 £,355.20 8,354.40 8,359.70 8,346.00 §,361.40 8,356.40 8,353.80 8,355.90 8,339.50
9 ,382.30 8,359.00 8,372.70 8,367.20 8,363.90 8,358.90 8,370.70 8,355.20 8,355.10 8,360.30 §,347.70 8,325.40 8,339.90 8,349.60 8,348.80

01/21/11 8,381.90 8,385.40 B,396.20 8,403.20 8,404.90 8,394,30 8,408.80
01/22/11 8:441.50 8,443.70 8,444,00 8,445,10 8,455.00 8,467.70 8,467.00
01/23/11 8:400.30 8,405.60 8,413.50 8,414.10 8,416.60 8,409.70 8,415.80
01/24/41 8.403.80 8,397.40 8,391.10 8,402.20 8, 402.40 8,396.50 8,403.30
01/25/11 8.410.50 8,398.40 8,402.70 8,406.00 £,401.00 8,417.20 8 406.00
01/26/11 8.377.50 £,381.70 8,385.10 8,378.50 8,372.30 8,382.10 8,391.20
01/27/41 ©.426.60 8,400.90 8,402.50 8,395.70 8,352.90 8,396.60 8,397.40 8,380.90 8,457,
01/28/11 8.392.70 8,395,10 8,389.10 8,390.90 8,386.60 8,285.50 8,394.10
01/29/11 8.365.50 8,365.40 8,362.40 8,382.30 8,365.20 8,363.70 8,367.30
01/30/11 B8.364.60 8,367.70 8,365.20 8,371.50 8,376.50 8,360.10 8,359.20
01/31/41 8.354.60 8,363.90 8,358.70 8,359.10 8,368.90 8,363.50 8,366.90 &
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Month at a Glance
Plant: TRAN
Source: BOILER10
Parameter: NFFACT
Report Month: February 2011 Time Online Criteria: 1

Zmﬂbn._.
00 09 | 10 | [ 12 | 98 [ 14 [ 95 [ 16 | 17 | 18 | 19 [ 20 | 21 | 22 | 23 |
02/01/11 8:356.20 8,352.30 8,352.20 8,364.90 8,347.80 8,351.70 8,344.70 5 £ £,359.00 §,344.00 8, mmm 0 8,327.20 8,332.80 8,341.60 8,340.70 8,347.70 6,346.10 8,344,590 B,346,40 5,354 20 8,356,860 8,349.40 8,351.50

29 8,327.40 8,325.00 8,327.30 8,323.60 8,316.90 8,327.40 8,343.20 8,330.10 8,338.90 8,340.50 8,345.00 8,341.50 8,336.00 8,345.50 8,349.60

8,3B5,80 8,358.50 8,356.60 8,334.80 8,318.90 8,315.50 8,307.60 8,312.70 8,307.80 8,288.00 8,293.90 8,303.50 8,303.40 8,310,90 8,311.70
50 8,306.70 8,300.20 8,282.10 8,295,50 8,305.60 8,305.60 8,313.10 8,316,30 8,326.40 8,330.40 8,332.00 8,329.00 8,326 40 B,332.00 8,323.70
8.316.20 8,319.10 8,306.90 8,294.70 §,296.50 8,301.50 8,302,60 8,303.20 8,295.20 8,283.50 8,294.50 8,316.60 8,318.70 8,330.90 8,318,80
8,347.108,311.70 8,315.90 8,307.60 8,304.50 8,267, mcm.u._._.mow.u._n.._om 313.00 8,321.20 8,312.70 8,320.00 8,314.00 8,221.80 8,333.60
8,308.50 8,301.60 8,300.20 8,305.40 8 % )
8,273.50 8,285.00 8,283.80 8,269.40 _a.ma..._.uo 8,288.808,275.60 8,276.00 8,280.90 8,269.70 8,264.20 8,267.40 8,254.30 8.249.60 8,256.90
8,267.20 8,270.20 8,272.60 8.261.60 8,268.30 8,256.90 8,279,50 8,277.40 8,265.50 8,267.90 8,263.90 8,263.70 8,257.40 8,244.40 8,245.50
8,273.50 313,10 8,298.70 8,296,30 8,306.00 8,320.60 8,321.80 B,313.20 8,330.70 8,339.80 8,325.00 8,310.30 8,314.00
8,316.008,313.80 Fvicd 8,340.60 8,348,30 8,335,70 8,337.90 8,328.40 8,335.20 8,321.00 8,325.90 8,323,50 8,324.50 8,310.80
46 £,306.50 8,292.50 8,310.60 8,320.20 8,310.40 8,343.40 §,330.70 8,314.10 8,290.60 8,292.40 8,279.60 8,272.70 8, 279,20 8,250.30 8,272.90
£,310.50 8,300.50 8,300.60 8,317.70 8,304.80 8,305.40 8,308.00 8,305.30 8,301.00 8,299.70 §,290.70 8,295.60 8,305,90 8,319.30 8,311.90
8,325.708,313.50 8,312.30 8,322.10 8,318.30 8,320.60 8,316.80 8,319.40 8,318.10 8,325.60 §,332,30 8,334.70 8,339.50 8,332.80 §,338.80
8,324.008,349.20 8 8,310.50 8,306.80 8,312.30 8,312.50 8,308.30 8,314.30 8,318.00 8,307.90 ,301.10 8,295.80 8,299.00
8,312.40 8,313.00 m_mB.oo 8,308,590 8,314.10 8,348,40 8,358.50 8,333.60 8,338.80 8,325.70 8,325.80 8,206.00 8,326.50 8,325,60 8,314.80
8,320.00 8,298.80 8,302.90 8,297.70 8,295.50 8,281.50 8,290.60 8,290,30 8,276.20 8,258.50 8,257.20 8,256.60 8,265.70 8,245.60 8,261.80
8,411,60 8,406.00 8,380.60 8,403.00 8,311.70 8,273,50 8,271.00 8,298,70 8,278.30 B,261.70 8,251.60 §,265.10 8,288.40 8,278.00 8,296.60
8,306.60 8,294.30 8,303,10 8,303.30 8,312.40 8,293.80 8,309.70 8,311.90 8,326.20 8,322.40 8,336.40 8,309.60 8,315.40 8,297.90 8,302.30
8,288.60 8,292.90 8,287.80 8,298.90 8,300.70 8,254.10 8,296.00 8,285.60 8,290,590 8,269.00 8,272,30 8,270.10 8,271,60 8,285.50 8,296,10
8,278.00 8,284.,30 8,272.80 8,265.80 8,271.80 8,262.20 8,284.30 8,276.70 8,274.10 8,285,60 8,290,90 8,235.30 £,302.20 8,301.30 8,298,10
8.,306.30 8,284,20 8,274.50 8,270.10 8,272.00 8,261.40 8,274.30 8,238.40 8,242.20 B,238,60 8,222.50 8,266.00 8,260.40 8,268,50 8.284.70
8,270.30 8,252.50 8,244.,50 §,261,90 8,244.70 8,257.90 8,254.70 8,260.20 8,272.00 8,266.50 8,272.40 8,261.40 8,259.00 8,251.90 8,246.50
8,275.60 8,251 moa.mmq 50 B,248.10 8,246.40 8,262.70 8,244.90 8,250.80 8,267.80 8,263.20 8,273.80 8,246.80 8,251,40 8,239.70 8,250.80
8,287.30 , 8,280,60 8,276.00 8,276.80 8,299.80 8,325.10 8,323,560 8,301.60 8,308.40 8,300.10 8,279.80 8,299.50 8,279,80
m 317. 50 8,308, 708,297.50 8, nmﬁo 8,301,90 8,309.30 8,303.80 8,312.30 8,301,50 8,311.40 8,308.30 8,267.20 8,293.40 8,308.60 8,282.30 8,297.60
1 8,286,60 8,275,80 8,262.00 8,270.00 8,264.90 8,258.20 B,256.40 8,253,50 8,256.70 8,252.40 B,256.90 8,267.70 8,274.208,276.70 8,280,30 8,289.20
.. 8,305.40 8,294.90 8,291.60 8,280.80 8,283,80 8,284.40 8,295.50 8,302,50 8,296.60 8,292.70 £,285.00 8,291.80 8,301.80 8,292.70 8,284.90 8,319.50

02/02/11 8.352.808,350.30 8,345.40 8,350.90 8,346.30 8,333.70 8,334.4
02/03/11 9,341.30 8,355,80 8,359.20 8,365.30 8,365.20 8,363.30 8.351.40 8
02/04/11 8,309.60 8,303.10 8,313.30 8,298.90 £,301.60 8,300.40 Pwomho A
02/05/11 8,315.708,315.60 8,303.20 8,297.20 8,308.40 ,309,00 8,306.70 &
02/06/11 8.313.40 8,297.90 8,299.40 8,296.50 8,308.60 8,298.80 8,302.70
02/07/41 :338.00 8,316.80 8,310.80 8,307.80 8,317.108,327.308,324.70 §
02/08/11 8:277.70 8,281.70 8,276.00 8,270.00 8,272.60 8,267.70 8,272.10 &
02/09/11 8,242.40 8,240.208,246.00 8,260.40 8,273.90 8,247.,10 8,256.30 &
02/10/11 8243.508,254.20 8.252.00 8,237.30 8,233,10 6,239.70 8,239.20 B
02/11/41 8:310.40 8,310.60 8,305.90 6,309.30 8,304.50 8,315.20 8.312.90 88
02/12/11 8.315.20 8,311.30 8,295.20 8,307.40 8,282.80 8,307.40 8,314.20 §
02/13/11 8.284.708,287.50 8,303.20 8,305.80 8,313.10 8,318.70 8,318.80 §
02/14/11 B.317.308,310.20 8,310.40 8,309.60 8.299.20 8,317.40 8,310.40 &
02/15/11 8.344.60 8,344.00 8,322.70 8,334.10 8,324.40 8,327.20 8,340.90 5
02/16/11 6.310.606,320.20 8,316.70 8,316.60 8,317.40 8,312.30 £,316.00 8
02/17/11 8.318.10 8,314.90 8,302.00 8,306.10 8,316.50 8,323.40 8.315.00 8
02/18/11 8.267.608,254.10 8,277.30 8,284.30 8,261.90 8,283.80 8,325.30 8
02/19/11 8.307.308,308.80 8,320.80 8,322.20 8,313.20 8,318.30 8,301.30 &
02/20/11 8:294.70 8,295.80 8,200.10 8,295.90 8,295.90 8,320.80 8,310.50 8
02/21/11 830190 8,287.20 8,284.60 8,276.20 8,278.60 §,280.80 8.281.90 8
02/22/11 8.297.50 8,304.70 8,319.00 8,300.60 8,310.50 8,301.50 8,282.40 &
02/23/11 8.273.20 8,282.80 8,265.80 8,269.20 8,270.50 8,274.20 8,268.30
02124111 8.261.208,240.70 8,242.80 8.274.90 B,260.20 8,263.40 8,273.30 8
02725111 825310 8,252.20 8,254.70 8,249.20 8,237.10 8,237.70 8,238.30 B
02/26/11 ©.289.60 8,300.80 8,312,00 8,306.70 8,304.60 8.296.50
02/27/11 8.307.908,293,508,275,00 8,296.70 8,305.10 8,280.40 §
02/28/11 B.269.80 8,284.00 8,260.00 8,265.90 8.285.60 8,276.20 £
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Month at a Glance
Plant: TRAN
Source: BOILER10

Parameter; NFFACT
Report Month: March 2011 Time Online Criteria: 1

NFFACT

1 | 12 | 13 | 14 | 15 [ 46 | 17 | 18 | 19 | 20 [ 21 | 22 | a3
g 2 259.60 8.263.40 8,250.10 8,251.10 6,245.20 B8,266.20 8,275.10 §,265.30 8,200.70 8,267.10 8,306,00 5,307.90 8,307.10
q5,309.50 8,304.50 8,296.40 8,299.30 6,301.40 8,262.60 8,303,40 B,312.00 8,204.50 8,308.00 8,307.00 8,291.90 8,267.60 8,305.20 8,301.80 8,309.20
m_w@a%mmwuaa.ﬂmswnﬁamuﬁBw.mmmQaNBamnﬁgmnssu.gm.qommmmaa.nmmamumuun«n%acmhﬂmam.gg
8,363.10 8,350,40 8,337.30 8,341.80 6,335.70 8,335.20 8,363.40 8,389.20 8,356.20 8,366 40 8,374.20 8,366.00 8,331.30 8,322.30 8,310.70 8,305.00

§8,262.70 8,259.10 8,306.10 8,305,70 8,306.10 8,314,60 8,205.40 8.298.00 8,306.70 8,311.50 B,320.20 8,317.50 8,295.00 8,273.10 8,296,80 8,324.30

00 [ o | o2 | 03 | o4 | os
03/01/11 8.322.80 8,320.20 8,310,30 8,321.10 8,320.50 £,304.20
03/02/14 8,208.90 8,308.50 8,306.80 8,306.70 8,307.70 8,319.20
03/03/1 8.308.30 8,294.80 8,309.80 8,314.50 8,324.20 8,291.60
03/04/11 8.281.908,321,708,311.00 8,318.80 8,307.70 8,317.70
03/05/11 8.296.80 8,287.80 8,296.80 8,300.10 8,291.00 8,288.00

£]8,393.00 8,391.70 8,390.40 8,395.10 8,285.70 8,391.50 8,423,60 8,398,10 8,379.60 8,386.60 8,407.70 8,416.00 8,410.40 8,411.10 8,404.80 8,405.50
0 8,402.80 8,391.70 8,363,80 8,401.80 8,403.90 £,377.00 8,391.00 8,385.00 8,383.30 8,394.00 8,387.30 8,385.10 8,383.30 8,388.00 8,396.80 8,400.50
_... 8,490.60 8,497 .60 8,465.70 8,469.50 8,463.40 8,443.10 8,430.60 8,442.60 8,435,90 8,437.40 B,444.80 8,441.70 8,448.50 8,435.70 8,421.40 8,418.40
M B,423.608,419,70 8,422.40 8,432.80 8,448.90 8,453,60 B 463,30 847210 8,473.90 8,477.40 B,471.70 8,457 .40 6,503.80 B,492.80 B8,493.40 B,478.10
38,470.00 8,457.20 8.440.60 8,446.10 8,436.60 8,436.00 8,452.20 B8.460.40 8,452.60 B,444 20 8,444,70 8,447.70 8,447.30 8,440.20 8,445,60 8,433.60
‘. 8,418.70 8,404.00 8,415.00 8,431.30 8,426.50 8,434.20 8,422.90 8,408.60 B,407.30 8,412.10 8,400.20 8,395.40 8,404.00 8,404.30 8,400.70 8,406.90
3 8,421.108,419.10 8,418.70 8424.10 8,422.60 8,424.90 8,419.80 8,418.30 8,412.20 8,412.90 8,416.40 8,412.70 8,405.50 8,403.60 8,400.60
8,507,80 8,408.40 8,415.00 8,393.70 8,399.30 B,352.50 B,400.70 8,423.00 8,427.80 8,438.50 §,445.60 5,442.90 8,446,680 8,451.20 8,449.50
w 471,20 8,465.90 8,457.20 8,446.90 8,440.10 8,44.4.30 8,447.10 8,427.70 8,431.00 8,432.60 8,443,30 8,452.40 8,456.40 8,438,90 8,442.30
F ..mnhwmcm.bﬂu_momhﬂ&oﬁmﬁma 108,454.20 8,445.00 8,445,10 8,435.40 8,440.20

%5k B,440.00 8,452.50 8,457.30 8,455.90 8,438.10 8,411,00 8,412.70 8,422.50

429,60 8,434.20 8,414,10 8,423 40 8.421.90 8,413.00 8,412.00 8,434.20 B,428.40 8,421.40 8,430.40 8,434.20 8,423.80 £,435.00 8,429.30 8,440.00
g 426.90 8,423.80 8,427.90 8,418.80 £8,406.40 8,410.60 8,396.60 8,293.40 8,395.20 §,390,00 8,383.80 8,377.90 8,283.80 8,372.20 8,385.90 8,378.80
8 8,389.50 8.375.10 8,373.10 8,371.10 8,357.10 8,358.40 8,351,00 8,358.80 8,366.80 8,382.70 8,363,10 8,366,20 8,378.30 8,344.70 8,345.70 8,348.40
03/21/41 8.343.60 8,335,80 8,322.90 8,323.70 8,308.50 8,326.10 8,361.10 ,364.30 8,332,50 8,356.10 8,373.60 8,371.60 8,391.20 8,373.10 8,379.20 8,380.00 8,374.60 8,370.20 8,380.40 8,390.70 8,400.30 8,401,50 8,404.,70
03/22/11 8,390.308,382.10 8,378.50 8,374.80 8,372,00 8,384.60 8,380.70 ,375.90 8,366.50 8,367.50 8,335.50 8,378,00 8,367.50 8,328.40 8,340.60 8,323.90 8,328.00 8,360.50 8,347.40 8,354.90 8,347,30 8,348.80 8,361.60
03/23/11 8.363.20 8,357.40 B,348.70 8,355.40 8,346.70 8,350.90 8,361, _om umo mom 347.50 B,341.60 8,352.50 8,348.20 8,358.20 8,360.00 8,358.70 8.361.70 8,358.40 8,357.10 8,372.40 8,345.80 8,344.20 8,351.30 8,352.60 8,341 .60
03/24M1 8345.10 8,346.90 8,346.10 8,349.80 8,350.50 8,346.60 ¢ 0 8,349.70 8,340.70 8,341.20 8,345.80 8,334.30 8,325.90 8,324.10 8,331.00 8,324.60 €,331.00 8,329.80 8,227.70 8,338.50 8,340.30 8,326.50 8,327.20 8,337.10
03/25/11 8.338.90 8,342.60 8,345.10 8,340.70 8,341.30 8,345.50 § 8,345.10 £,351.80 8,338.30 8,333.20 8,325.30 8,320.50 8,329.60 8,205.80 8,321.70 8,347.80 8,321.20 8,325.90 8,350.60 8,353.10 8,308.10 8,316.20 8,318.90
03/26/11 8.338.80 8,350.40 8,350.10 8,375.,70 8,371.10 8,377,50 8,367.20 8,357.60 8,367.20 B,356.40 8,359.50 8,243.80 8,331.00 £,312.70 8,316.60 8,309.10 8,314.60 8,341.00 §,335.70 8,332.60 8,342.90 8,351.70 8,260.40
03/27H1 8346.10 8,354.50 8,344.50 8,355.70 8,351.20 8,378.50 8,353.708,338.40 8,359.80 8,348.20 8,353.20 8,355.50 8,359.10 £,381.70 8,389.9C 8,379.00 8,381.20 8,360.20 8,366.80 8,352.70 8,367.00 8,362.80 8,365.80
03/28/11 8.365.90 8,379.10 8,370.00 8,375.80 8,370.50 8,376.00 8,382.00 8,330.40 8,378,90 8,380,10 8,345.30 8,346.10 8,335.10 £,255.10 8,357.00 8,371.20 8,370.20 8,367 .40 B,364.00 8,366.30 8,370.80 8,375.50 8,357.10
03/29/11 &.367.70 8,376.90 8,377.80 8,375.60 8,368.00 8,367.90 8,380.30 £,363.00 8,362.80 8,354.40 8,352.C0 8,340.30 8,336.10 8,339.50 8,339.10 8,347.00 8,348.20 5,346.00 8,347.90 8,359.00 8,343.40 8,353.80 8,352.40
03/30/11 £356.60 8,360.10 8,352.90 8,351.50 8,344.90 &35, 8,350.40 8,350.10 8,350.90 8,352.70 8,341.70 8,345.10 8,328.10 §,333.80 8,327.50 8,307.70 8,310.10 8,308.10 8,317.00 8,319.50 8,310,80 8,305.40 8,319.70
03/31/11 832320 8,320.70 8,325.00 8,323.50 8,317.00 ' 8,337.60 8,316.90 §,319.70 8,316.60 8,308.80 8,315.40 8,303.70 8,292.50 8,294.40 8,299.50 £,296.20 8,307.20 8,301.70 8,318.10 8,332.20 8,344.30 8,337.10

03/07/11 8:417.30 8.409.30 8,425.70 8,424,00 8,411,00 8,394,30
03/08/11 8:402.10 8,405.70 8,405.40 8,408,590 8,411,30 8,409.40
03/09/11 §406.80 8,398.20 8,401.80 8,400.20 8,386.80 8,539.00
03/10/11 8.463.50 8,456.90 8,434.60 8,429.60 8,436.90 8,452.40
03/11/11 8:493.008,529.50 8,494.80 8,492.80 8,456.60 8,461.30
03/12/11 B.418.20 8,429.70 8,438.70 8,436.90 8,442.90 8,449.80
03/13/11 8.405.108,385.00 8,405.40 8,405.40 8,411.80 8,414.20 8,416.40
03/14/11 8,404.60 8,400.50 8,402.30 8,407.90 8,407.10 8,421.50 8,418.20
03/15/11 8:448.20 8,441.20 8,450.00 8,457.20 8,464.80 8,475,10 8,480,30 B4E:
03/16/11 8:443.50 8,445.10 8,434,60 8,437.20 8,458.60 5,465.30 8,446.50 8,433.50
03/17H1 8426.208,429,40 8,428.70 8,428.80 8,444.10 8,432.60 8,431.60 B
03/18/11 8421.008,417.408,420.80 8,415.90 8,425.60 8,424.80 8,432.30
03/19/11 8:434.808,422.70 B,431.90 8 449.00 8,442.60 8,439.50 8,453.10
03/20/11 8.353.10 8,385.20 8,383.10 8,385.50 8,364.50 8,384.10 8,391.10
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Month at a Glance
Plant: TRAN
Source: BOILER10
Parameter: NFFACT
Report Month: April 2011 Time Online Criteria: 1

NFFACT

o7 | 08 [ o5 [ 10 [ 11 | 12 | 43 | 14 [ 15 [ 16 | 17 | 18 | 19 | 20 | 21 [ 22 | =

58,364,70 5,363.40 6,332.40 8,312.50 8.297.60 8,296.80 &,315,40 8,305.20 6,317.40 8,307.60 8,306.20 8,336.30 6,308.30 8,343.10 8,339.00 §,362.60 8,402.20
9/8,296.50 8,290,60 8,278.30 8,276.50 8,279.50 8,267.40 8,282.20 8,275.40 8,283.00 8,285.70 8,295.10 8,288.70 8,288.70 8,274.20 8,291.10 8,288.30 8,275.20
}8,282.90 8,273.90 8,289.50 8,280.60 8,265.70 8,261.10 8,261.60 8,256.90 8,274.20 8,297.00 8,310.60 8,297.80 8,279.00 8.296.80 8,266.50 8,256.90 8,251.80
08,234.80 8,362.20F 8,263.70 8,251.00 8,257.10 8,276.00 8,294.70 8,261.70 6,272.60 6,285.80 8,271.70 8,291.10 8,307.40 8,319.20 8,303.50 8,308.00
58,321.20 8,302.70 £,319.30 8,312.00 8,318.40 8,310.60 8,306.30 £,309.40 8,310.30 8,306.90 8,319.20 8,324.50 8,331.10 8,327.80 8,335.40 8,336,90 8,337.40
,334.108,308.20 8,293.60 8,317.70 8,339.60 8,327.30 8,319.80 8,303.90 8,325,30 8,329.40 8,313.30 8,327.30 8,315.80 £.323.20 8,342.50 8,351.80 8,360.20
§5,362.50 8,348,50 8,354.10 8,353.10 8,344.20 8,347.20 8,359.00 8,362.90 8,361,20 8,373.30 8,376.20 8,374.30 8,378,80 8,375.30 8,378.70 £,363.90 8,381.70
§8,367.30 8,375.30 8,377.60 8,368.40 8,373.90 8,372.60 8,376.30 8,378.50 8,376.30 8,385.20 8,377.80 8,356.60 8,2347.10 8,331.20 8,326.60 8,341.80 8,368.90
04/09/11 8:360.90 8,379.60 8,373.50 8,366.60 8,356.70 8 ,357.90 8,334.50 £,339.50 8,332.90 8,335.40 8,336.80 8,353.30 6,346.60 8,354.40 8,353.90 8,345.20 8,336.20 8,354.20 8,352.50 8,353.70 8,333.60 8,337.50
04/10/11 8,339.90 8,349,008,342.50 8,349,70 8,355.10 & 364,60 8,352.40 8,355.30 8,356.30 8,349.70 8,355.50 8,368.00 8,365.70 8,367.60 8,363.90 8,375.80 8,373.80 8,369.30 6,372.90 8,376.40 8,377.60 8,373,860
04/11/11 8.373.808,374.80 8,372.90 8,381.10 6,385.20 B £]8.378.30 8,378.40 8,368.10 8,370,80 8,378.10 8,371.90 8,356,40 8,374.70 8,380.20 8,386.60 8,383.30 8,379, 10 8,372.80 6,355.80 8,361.60 6,342.40 8,355.40
04/12/11 8.365.80 8,377.20 8,384.00 8,382.10 8,378.30 384,70 8,382.40 8,390.90 8,396.10 8,357.20 8,353.60 8,355.50 8,361.60 8,378.10 8,367.00 8,381,00 6,388.80 8,386.50 8,375.90 8,379.70 8,393,20 8,402.10
04/13/11 8.393.90 8,384.50 8,406.00 8,397.40 8,390.20 § 35615 8,389.40 8,390,40 8,373.40 £,377.30 8,378.40 8,378.70 8,366.50 8,379.00 8,379,20 8,370.10 8,384.90 8,380.20 8,380.30 8,381.90 8,386.40 8,391.00 8,398.00
04/14/11 8.395.00 8,410.80 8,404.20 8,411.60 8,407.2 3066} 8,405.20 8,398.00 8,410.00 8,369.30 £,383.30 8,377.60 8,360.90 8,385.20 8,386.00 8,366.90 8,369.00 8,381.10 8,361.40 8,361.10 8,351.10 8,354.60 8,339.90
04/15/11 8.344.40 8,342.60 6,349.60 £,354.10 8,344,10 & ; AR 8,366.50 £,356.00 8,361.00 8,368.20 8,373.90 &,368.70 8,368.50 8,356.90 8,359.50 8,349,90 6,355.50 8,355.30 8,356.40 8,358,60 8,354.10
04/16/11 8.352.40 8,362.00 8,357.80 8,348,30 8,345.80 ietizas §,338.108,357.00 8,043.008,336.20 8,333.60.8,331.50 8,327.70 ,335.20 8,332.90 8,353,035 708,359.40 8,373.20 8,346.60 8,331.60 8330.60 8,309.40
04117111 8:311.708,317.90 8,315.60 8,309.30 8,306.80 3 9,308.60 8,303, 50 8,309.80 8,312.20 8,305.00 8,306.30 8,305.60 8,317,30 8,314.50 8,314,70 8,316.30 8,315.10 8,317.50 8,310.40 8,308.70 8,314.30 8,314.30
04/18/11 8.307.608,317.30 8,313.00 8,325.10 8,327.60 320.30 8,308.80 8,311.90 8,314,20 £,297.20 8,276.60 8,300.40 8,23,70 8,23.10 8,286.70 8,302.10 8,287.30 8,300.20 8,284.80 8,287.00 8.286.40 8,302.40
04/19/11 8.300.70 8,296.60 8,312.60 8,301,60 8,306.80 . ; 756.318.400,319.30 8,377.60 8,325.00 8,324.40 8,319.60 8,317.70 8,326.40 8,319.10 8,316.90 8,318.40 8,311.20 8,323.60
04/20/11 8.330.508,332.50 8,329.80 8,340,50 8,337.1 8,331.60 8,300.30 8,317.60 8,315.90 8,307.40 8,302.50 8,282.20 8,267.00 8,303.30 8,297.70 £,302.40 8,301.30 8,308.70 8,304.80 8,301.20 8,287.108,206.50
04721/11 £:296.50 8,295.70 8,290.50 8,269.20 8,296.10 & 299,80 8,316.10 8,309.50 6,316,90 8,311.70 8,313.70 8,307.70 8,304 20 8,327.60 8,300.50 8,304.70 8,320.50 6,316.30 8,306.408,211.10 8,319.00 8,312.80
04/22/11 8.299.20 8,309.50 8,312.20 8,305.90 8,316.70 8 8,349.708,335.60 8,343.90 8,311.40 8,218.30 8,306,40 8,307.80 8,331.00 8.335.70 8,341.40 8,333.20 8,304.00 8,320.20 8,303.50 8.284.00 8,292.50 8,279.70
04/23/11 8:306.40 8,286.50 8,263.60 8,279.90 8,283.30 B 38,309.90 8,307.20 8,306.10 8,296.20 8,289.60 8,300.30 8,313.30 8,304.00 8,312.40 8,313,80 §,313.10 8,317.80 8,323.50 8,337.10 8,348.00 8,349.50 8,351.00
04/24/11 8.337.80 8,324.90 8,326.80 8,332.80 8,329.40 § n_ 8,346.60 8,316.50 8,336.30 8,356.80 6,343.70 8,336.20 8,342.80 6,371.60 8,361.10 8,355.90 8,357.20 8,363.40 §,323.50 8,333.10 8,316.40 £,330.00 8,338.10
04/25/11 8.324.00 8,315.30 8,329.00 8,341.90 8,338.50 8 :
04/26/11 £325.508,313.608,328.80 8,332.10 8,326.20 8
04/27/11 8.366.008,375.00 8,367.30 8,365.10 8,372.10 B
04/28/11 5,376.20 8,391,70 8,384.50 8,367.20 8,355.70 §

00 | ot | 02 | o3 | o4 [ 05 | 06
04/01/11 5.337.50 8,358.50 8,347.00 8,356.40 8,357.20 B2
04/02/11 8:332.708,316.20 8,311.00 8,320.30.8,303.50
04/03/11 8.284.30 8,272.50 8,276.20 8,268.50 8,273.30 &
04/04/11 8.251.00 8,227.10 8.221.10 8,243.40 8,260,60 B
04/05/11 8:311.808.307.508,306.10 8,326.90 8,328.90 B
04/06/14 8,337.60 8,336.60 8,330.40 8,336.20 8,333.30 &
04/07/11 8:351.708,349.60 8,358,20 8,349.108,351.10 §
04/08/1 €.382.90 8,372.50 8,373.00 8,372.80 8,376.90 §

,521.708,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.70 8,521.60
,335.30 8,331.40 8,328.30 8,329.90 8,327.30 8,340.70 B,340.40 8,348.10 8,355.50 8,366,560 8,359.50 8,356.90 8,338.10

,367.808 unm.@a 2
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Month at a Glance
Plant: TRAN
Source: BOILER10
Parameter: NFFACT
Report Month: May 2011 Time Online Criteria: 1

NFFACT

07 | o8 [ o9 [ 10 | 11 ]| 12 | 13 | 14 | 15 | 16 | a7 [ 18 | 19 | 20 | 21 [ 22 | 23

§.373.70 8,351.40 8,346.60 8,356,860 8,353.50 8,346.90 5,357,30 6,357.50 8,356,580 8,364.60 6,368.40 5,390.60 8,392.90 8,394.80 6,400.00 8,406.50 8,409.30
}8,430.30 8,413.80 8,367.90 8,360.90 8,372.00 8,382.30 8,381.30 8,380.90 8,381,60 8,362.10 8,382. 10 8,390.80 8,380.80 8,382.30 8,384,30 8,381.80 8,373.30
19,369.008 BRI 8,341.40 8,331,708,330.80 8,331.70 8,344.30 8,352 50 8,372.60 8,369.90 8,366.90 8,359.50 8,349.30 8,335.00 8,315.60 8,326.40
8,364.90 8,335.30 6,332 60 8,340,00 8,343,40 8,327.20 8,327.40 8,330,680 8,339.00 8,329.00 8.333,60 8,331.20 8,315.70 8,322.10 8,332,680 8,339.40 8,329.10
16.320,60 8,305.00 ,297.60 8.319.608,316.608,332.708,305.308,303.80 8.301.00 831100 8,314,80 8,326.808,330.50 8,320.708,329.908,326.20 8,321.00
{6,281.508 $7]8,500.10 8,500.10 8,500.10 8,328.70 8,321.80 8,333,50 8,333.00 8,330.60 8,339.10 8,342.50 8,337.60 8,340.80 8,352.30 8,332.60
8,343.10 8,334.60 8,328.60 6,329.20 8,322.80 8,324.80 8,328.50 8,322.70 8,314.10 8,318,70 8,336.50 8,337.60 8,329.70 8,334.40 8,326.70 8,334,10 8,344.20
8,326.70 8,308.80 8,302.00 8,317.00 8,328.80 8,330.70 8,331.80 8,316.40 8,325.50 8,319.30 8,314.60 8,307.10 8,305.30 8,311.40 8,301.70 8,300.00 8,299.00
2,303,00 8,284,10 8,279.60 8,263.70 8.305.00 8,206 40 8,309.50 8,324.20 8,339.90 8,326.40 8,325.30 8,315.90 8,322.80 8,316.90 8,312.00 8,313.40 8,318.10
8,382.60 8,360.00 8,353.20 8,356.00 8,364.80 8,354.40 8,348,90 8,347.80 8,354.30 8,353.90 8,351.80 8,361.10 8,362.10 6,258.30 8,362.00 8,363.90 8,362.50
8,355.70 8,356.70 8,370,80 8,359.90 £,355.70 8,370.50 8,391,40 8,381.30 8,377.40 8,387.30 8,379.40 8,377.00 8,382.40 £,364.10 8,351.80 8,349,60 8,360.90
8,380.30 8,322.10 8,322.60 8,331.60 8,339.10 8,325.90 8,332.80 8,352.10 8,360.70 8,346.50 8,347.60 8,348.60 8,346.50 8,348.00 8,353.70 8,331.30 8,341.00
8,325.00 8,325.80 8,343.20 £,337.20 8,353.20 8,352.30 8,355.00 8, 342.00 8,343.10 8,337.00 8,335.20 8,333.10 8,343.60 8,349.90 8,334.80 8,319.60 8,312.60
8,305.00 8,303.30 8,304.90 8,303.50 8,317.70 6,312.60 8,318.80 8,317.30 8,324.10 8,323.10 8,337.10 8,341.20 8,335.90 8,337.60 8,330.70 8,329.90 8,340.00
8,348.20 B,333.20 8,324.60 8,335.90 8,343.00 8,350,50 8,355.10 8,350.40 8,354.30 £,350.20 8,347.50 8,344.30 8,352.30 8,344.30 £,333.90 8,339.90 8,326.00
B.328.208,324.608,322.008,310.80 8,308.708,311.308,303.40 8.307.40 321,50 8,344.60.8,362.60 8,360.80 8,347.40 8,348.60 8,345.208,353.80 8.345.10
559 6,342.50 8,323.00 8,312.00 8,344.10 8,329.30 8,323.70 8,325.70 8,330.60 8,338.40 8,323.70 6,326.10 8,319.108.314.20 8,311.80
,319.60 8,308.50 8,313.80 8,311.20 8,324.80 8,323.90 8,315.60 8,314.70 8,315.40 8,311.10 8,305.20 8,310.40 8,310.70 8,313.50 8,324.30
8,332.90 8,318.50 8,314.60 £,294.00 8,298.50 8,315.20 8,321.30 8,315.20 8,291.50 8,292.70 8,313.90 8,333.70 8,332.10 8,333.10 8,321.80 8,332.10 8,333.10
8.229.70 8,447.60 S 8,362.10 8,316.80 8,315.90 8,306.70 8,324.70 8,327.00 8,325.50 8,346.10 8,340.30 8,316.60 8,313.30 8,307.708,317.10 8,306.60
8,325.30 8,312.60 8,312.90 8,301.90 8,323.80 8,325.70 8,313.10 8,292.90 8,306.50 &,269.40 8,302.70 8,303,80 8,315.60 8,316.60 8,298.40 8,301.60 8,295.60
8,335.00 8,326.50 8,334,50 8,317.60 8,312.00 8,303.10 8,307.30 8,206.70 8,306.70 8,308.80 8,311.00 8,286.80 8,285.60 6,299.80 8,297.60 8,262.70 8,301.10
8,317.60 8,324.70 8,319.20 8,320.20 8,322.10 8,317.00 8,307.70 8,318.70 £,304.50 8.25.90 8,294.60 8,329.50 8,340.70 8,315.50 8,304.80 8,322.60 8,324.10
8,382.10 8,396.70 8,365.70 BLEE 8,312.80 8,307.60 8,303.70 8,308.90 8,291.10 8,283.40 8,271.60 8,285.50 8,286.50 8,287.20 8,301.00 8,310.40
8.293.40 8,307.40 8,324.40 8,320.60 8,320.90 8,336.30 8,302.30 8,345.20 8,346.90 &,341.80 8,336,30 8,335.40 8,339.10 8,345.60 8,333.30 8,346.10 £,340.70
£56 8,319.20 8,291.30 8,284.00 8,265.40 8,315.60 £,319.10 8,308.20 5,296.70 5,289.80 §,295,30 8,306.40 8,317.20 8,318,30 8,332.40 8,336.40 8,336.50 8,323.30
70 8,344.50 8,333.70 8,341.30 8,355.60 8,361.40 8,348.50 8,342.00 ,353.70 8,336.20 8,345.60 8,348.40 8,363.90 8,355.10 8,346.00 8,337.30 8,342.00 8,342.80
8,357.30 8,337.00 8,337.80 8,342.00 8,342.00 6,334.60 8,338.30 8,340,00 8,342.20 8,349.50 8,349.20 8,352.20 8,352.50 8,353,70 8,357.30 8,357.50 6,344.70
8,361.90 8,349.90 8,346.40 8,337.60 8,340.60 8,350.20 8,344.90 8,354,00 8,345.20 8,355.90 8,357.30 8,357.70 8,357.30 8,357.90 8,347.60 6,349.60 8,351.10
8,387.30 8,366.10 8,370.60 8,370.70 8,368.40 8,368.10 8,379.80 8,374.50 8,359.10 8,355.70 8,344.50 8,350.20 8,335.90 8,345.90 8,350.20 8,353.90 8,356.00
9 5,350.00 8,356.40 8,354.90 8,357.40 8,356.60 8,354 .40 8,354.10 8,337.20 8,3¢5.90 8,351.00 8,363.60 8,363.80 8,376.50 8,372.40 8,369.50 8,359.80 8,364.00

00 | o1 | 02 | o3 | 04 [ os
05/01/11 8:325.40 8,327.70 8,329.60 8,344,710 £,348.60
05/02/11 8.419.30 8,422.20 8,431,10 8,421,20 8 420.80
05/03/11 8:366.10 8,371.00 8,374.10 8,367.40 8,360.00
05/04/11 8,327.80 8,336.20 8,330,80 8,344.70 8,344.80
05/05/11 8,319.00 8,312.80 8,319.50 8,311.30 8,303.30
05/06/11 8.325.40 8,320.40 8,302.60 8,299.00 8,304.80
05/07/11 8.342.00 8,344.60 8,349.10 8,347.00 8,355.40
05/08/11 8.339.808,330.50 8,323.70 8,325.90 8,343.00
05/09/11 8:306.80 8,304.20 8,310.40 8,312.80 8,316.10
05/10/11 8.321.20 8,325.00 8,326.40 8,316.40 B,318.30 §
05/11/11 8.364.50 8,263.70 8,357.40 8,360.80 8,356,10
05/2/11 8.348.70 8,356.30 8,350.10 8,354.60 8,348.40 §
05/3/11 8.326.00 8,345.00 8,328.20 8,331.90 8,330.40 8
05M4/11 8325.208,313.30 8,309.80 8,302.80 8,308.90 3
05/5/11 8.342.00 8,315.80 8,319,70 8,323.50 8,325.70 B
05/16/11 8.336.20 8,339.80 8,334,70 8,328.20 8,335.40 8
05/17/11 8.341.10 8,345.30 8,343.40 8,347.90 8,340,50 B
05/18/11 8,322.50 5,316.20 8,316.50 8,325.40 8,317.40 &
05/49/11 B.310.008,322.80 8,315.90 8,325.10 8,317.60 &
05/20/11 8.309.00 8.287.50 8,289.30 8,276.40 8,239.10 §
05/24/11 8.302.20 8,313.50 8,294,50 8,291.50 8,295.50 B
05/22/11 8.288.308,301.90 8,209.80 8,310,70 8,301.80 &
05/23/11 8:306.408,318.708,311.20 8,306.00 8,318.20 B
05/24/11 8.328.908,329.60 8.336.00 8,335.60 8,344.70 §
05/25/11 8,287.80 8,257.40 8,262.20 8,260.30 8,275.00 E
05/26/11 8.346.00 8,338.30 8,356.70 8,349,30 8,353.20 B
05/27/11 8,321.00 8,322.00 8,320.70 8,318.60 8,324,90
05/28/11 8.345.708,357.80 8,360.50 8,354,20 8,364.40 B
05/29/11 8.353.90 8,373.10 8,361.50 8,370.80 8,377.00 &
05/30/11 8.353.20 8,361.90 8,359.30 8,367.40 8,370.90 &
05/31/11 8.355.30 8,353.908,348.60 8,362.10 8,357.50 &
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Month at a Glance
Plant: TRAN
Source: BOILERS
Parameter: NFFACT
Report Month: June 2011 Time Online Criteria: 1

NFFACT

15 | 16 | a7 [ 18 | 19 | 20 | 21 [ 22 [ 23 |
366.60 8,361.10 8,365.30 8,368.50 8,364.70 8,350.00 8,371.10 6,376.90 8,378.80 8,377.70 6,360.20 8,383.60 £,360.60 6,372.80 8,361.10 8,369.10 3.373.80
5/8,360.30 8,359.60 8,377.50 8,381.30 8,379.40 8,357.00 8,337.30 8,357.90 8,359.30 B,361.20 8,363.50 8,370.50 8,356.50 8,361.70 8,365.50 8,386.70 8,363.20
8,372.70 8,362.70 8,357.10 8,365.40 8,372.20 8,365.40 8,369.40 8,363.20 8,376.20 8,365.60 8,371,50 8,372.50 8,355.90 8,362.20 8,349.80 8,353.00 8,352.10
8,326.60 8,325.20 8,333.80 8,340.50 8,339.80 8,359.30 8,352.20 8,357.50 8,348.90 8,354,060 8,346.60 8,354 40 8,360.80 8,361.00 8,360.50 8,358,90 8,360.60
8,345.90 8,352,60 8,354.00 8,360.00 8,352.70 8.353.60 8,360.90 8,361,00 8,358,40 8,351,40 8,341.60 8,350.50 8,365.80 8,355.20 8,360.50 8,364,90 8,354.90
8,343.30 8,338.70 B,327.50 8,343.80 8,334.70 8,338.10 8,339.60 8,338.50 8,346.40 B,352.60 8,347.00 8,347.70 8,344.40 8,339.20 8,319.90 8,313.00 8,329.50
}8,350.00 8,332.90 8,345.10 8,359.70 8,360.10 8,358.60 8,371,50 8,350.40 8,355.50 8,347.50 8,383.00 8,369.30 8,378.00 8,378.10 8,366.20 8,373.30 8,385.50

8,364.90 8,351.00 8,369.30 8,377.10 8,384.80 8,391.50 8,291.00 8,399.40 £,395.90 8,402.50 8,387.50 8,390.10 8,362.30 8,383.90 8,373.80 8,359,80 8,368.00
j TR 8,375.108,381.50 8,383.60 8,385.00 8,388.20 8,377.30 8,409.10 8,406.90 8,401.80 8,380.80 8,377.40 8,368.60 8,389.30
8,334.708,346.80 8,372.20 8,362.40 8,376.20 8,371,50 8,363,10 6,361.60 8,354.40 6,356,80 8,358.00 8,349.40 8,353.20 8,363,80 8,365.30 8,367.20 8,371.00
£,363.70 8,349.40 8,351.60 8,349.70 8,347.50 8,353.00 8,355.90 8,355.50 8,357.20 8,356.50 8,356.20 8,358.70 8,356,50 8,358.70 8,355,00 8,350.40 8,358.30
}8,365.20 8,360.90 8,364.30 8,364.50 8,359.60 8,374.40 8,374.50 8,369,30 8,361.30 8,357.30 8,362.40 8,348.30 8,359.00 8,354.80 8,347.40 8,358.90 8.,366.50
8,369.00 8,372.60 8,352.50 8,343.10 8,356.90 8,344,90 8,339.00 8,324.90 8,312.60 8,362.10 8,344.20 8,346.40 8,378.50 8,373.80 8,369.20 8,574.40 8,356.40
18,381.80 8,365.50 8,358.50 8,356.90 8,354.70 8,353.80 8,348.00 8,353.80 8,339.50 8,353.10 8,357.80 8,359.20 8,350.20 8,347.50 8,346.50 8,346,20 8,348.30
8,402.00 8,379.40 8,370.20 8,376.40 8,378.60 8,380,80 8,378.10 8,366.30 8,366.90 8,367.00 8,361.50 8,373.30 8,372.50 8,366.90 8,373.80 8,373,70 8,360.80
18,336.40 8,337.90 8,352.20 8,331.90 8,343.60 8,368.60 8,369.10 8,351.80 8,326,60 8,318.30 8,321.10 8,337.70 8,333.30 8,326.10 8,320.30 8,330.10 8,330.30
8,391,280 8,369.70 8,375.80 8,377.60 8,374.20 8,364.60 8,372.30 8,386,40 8,374.90 8,370,20 8,376.50 8.372.70 6,385,10 8,399.40 8,409.60 8,391.60 8,394.60
j8,399.60 8,377.20 8,377.20 8.386.50 8,386.40 8,383.10 8,386.00 8,386.30 8,386.30 8,392.70 8,388.50 8,387.30 5,388.00 8,401.90 8,405.30 8,433.60 8,431.80

8,401.00 8,402.40 8,395.60 8,393.30 8,395.80 8.398.30 8,396.40 8,388.20 8,378.60 8,405.50 8,393.50 8,383.60 8,380.40 8,384.20 8,369.40 8,376.20 B,380.70
£8,364.70 8,347.90 8,338.10 8,347.80 8,355.10 8,350.20 8,390,20 8,393 30 6,415.90 8.416.00 8,418.80 8,622.40 8,416.50 8,424.00 8,422.20
8,384.10 8,398.20 8,395.90 8,600.90 8,404.30 8 AOT.50 8,424.70 8,424.90 8,403.40 8,396.90 6,408.20 8,410.20 8,408.30 8,391.90 8,408.90 8,429.40 8,407.10
8,377.90 8,381.90 8,387.70 8.385.40 8,387.20 8,384.60 8,387.30 8,387.00 8,386.00 8,374,70 6,391 40 8,386.40 8,375.90 8,379.60 8,384,70 8,398.30 8,400.50
8,412.10 8,384.00 8,379.00 8,380.50 8,372.40 8,392.80 8,392.40 8,396.30 8.403.10 3,402.20 8,367.20 8,389.50 8,401.70 8,393.80 8,385.60 8,392.80 8,392.70
8,407.40 8,374.00 8,378.00 8,375.00 8,381.70 8,374.60 8,368.40 8,378.40 8,360.40 8,396.50 8,389.60 8,389.10 8,386.50 8,379.90 8,405.20 8,402.70 8,366.30
}8,374.00 8,347.40 8,333.50 8,335.70 8,338.30 8,346.50 8,341.30 8,351.40 8,363.80 8,371.40 8,360.70 8,367.80 8,365.30 8,362.90 8,340.20 8,357.50 8,348.90
8,363.30 8,345.20 8,364.50 8,353.60 8,350.00 8,351.40 8,346.10 8,355.40 8,344.30 8,337.60 8,339.80 8,347.20 8,351,560 8,359.20 8,363.70 8,359.30 8,365.00
8,376.40 8,356.60 8,342.50 8,334.40 8,321.70 8,326.80 8,318.10 8,332.50 8,349.10 8,336.00 8,316.70 8,315.00 £,302.70 8,309.40 8,311.90 8,327.50 8,312.60
8,356.70 8,347.50 8,355.90 8,357.50 8,361.80 8,357.80 8,370.70 8,354.70 8,364,20 8,365.10 8,361.50 8,383,10 8,375.10 8,379.50 8,386.70 8,388,80 £,384.50
B 8,334.60 8,355.80 8,354.,10 8,360.10 8,364.70 8,371.60 8,370.70 8,373.60 8,373.80 8,377.70 8,370.80 8,368.80
B HET ST 8,359.90 £,373.80 8,371.60 8,379.50 8,371.30 8,367.60 8,349.80 8,340.40 8,340.50 8,332.80 8,333.50 8,360.70 8,368.20 8,376.10

00 [ o1 [ oz | o3 | o4
06/01/11 8.268.408,363.70 8,370.50 8,372.90 8,360.20 B
06/02/11 8,368.108,352.90 8,345.60 8,344.70 8,340.00
06/03/11 8.379.70 8,377.60 8,391.60 8,390.80 8,387.40
06/04/11 8.347.90 8,341.70 8,329.90 8,320,10 8,315.00
06/05/11 8:360.50 8,355,70 8,360.10 8,356.60 8,346,90
06/06/11 8.359.20 8,352.10 8,351.40 8,347.70 8,337.20
06/07/11 8,324.308,338.10 8,335.60 8,325.70 8,323.80 §
06/08/11 8.380.30 8,379.00 8,377.30 8,373.30 8,375.90 §
06/09/11 8,363.60 8,342.20 8,343.90 8,336.90 8,339.80 {
06/10/11 8,291.80 8,388.00 8,382.00 8,381.10 8,380.00 }
06/11/11 8.375.20 8,367.20 8,355,20 8,360.90 8,362.80 _
06/12/11 8371.80 8,363.20 8,360.70 8,356.60 8,361.40
06/13/11 8.359.00 8,358.30 8,357.50 8,369.00 8,372.40
06/14/11 8.367.60 8,391.90 8,370.10 8,389.80 8,404.70
06/15/11 8,355.30 8,369.30 8,370.20 8,379.30 8,385.50
06/16/11 8:341.00 8,343.20 8,335.90 8,342.20 8,346.20
06/17/11 8.327.50 8,325.50 8,323.60 8,319,80 8,324.90
06/18/11 8.395.00 8,386.00 8,386.60 8,387.50 8,380.70 8
06/19/11 8,429.00 8,427.90 8,410.50 8,404.60 8,394.30 8
06/20/11 8.360.808,353.408,296,70 8,317.90 8,240.80 8
06/21/11 8.403.90 8,398.10 8,380.00 8,385.50 8,379.40 B
06/22/11 8.412.60 8,405.00 8,406.40 8,399.20 8,390.50 B
06/23/11 8:403.40 8,390.40 8,396.70 8,399.90 8,392.40 8,404.20
06/24/11 8,386.20 8,380.00 8,372.40 8,393.60 8,389.70 8,382.70
06/25/11 £.366.60 8,361.50 8,359.20 8,362.70 8,360.60 8,355.50
06/26/11 8:353.80 8,354.30 8,360.20 8,351.60 8,349.80 8,361.10
06/27/11 8.362.00 8,369.80 8,365.20 8,375,90 8,379,00 8,351.00
06/28/11 8:321.408,324.70 8,327.90 8,329.30 8,323.80 8,318.70
06/29/11 8.388.50 8,384,10 8,380.00 8,374.70 8,339.50 £,344.80
06/30/M1 §.372.20 8,360.70 8,365.00 8,366.60 8,355.40 8,358.40
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Semi-annual Excess Emission Report Form for Sources with
Continuous Emission Monitoring

Company  ConocoPhillips Company Location  Trainer, Pennsylvania
Date 7/20/2011 Reporting Period January | thru June 30, 2011
By James Wallwork
1. Type of emissions monitored: Opacity SO, NOx X 0,
Other
2. What source does it monitor? Boiler 9
3. Is this a common stack or single stack? Single
4. Method of monitoring emissions: CEM X Process Parameters Other
5. Process parameters monitored (if applicable) N/A
6. CEM manufacturer: Ametek / Rosemount *
7. CEM model: 922CE / NGA 2000
8. CEM serial number: AW-9225P-10038-1 /251202816986
9. CEM installation date: August 1, 2008 /May 11,2011
10. CEM certification date/Last Audit Date: Not Yet PADEP Certified / May 18, 2011
11. Total source operating time (days): 181
12. CEM down time: hours classified as follows:
Total Time

a) Monitor malfunction 11

b) Non-monitor malfunction 3

c) Calibration Q/A 36

d) Other known causes 65

e) Unknown causes 0

Totals 115 2.65%
13. Allowable emission limit 0.2 Ib/MMBtu 30-day average
14. Standard exceedances: number of incidents and hours classified as follows:
No. of Incidents Total Time

a) Process startup/shutdown 0 0
b) Control equipment problems 0 0
c) Process problems 0 0
d) Other known problems 0 0
0 0
0 0

¢) Unknown causes

Totals 0.00%

* Ametk analyzer was permanently replaced by the Rosemount analyzer on May 11, 2011,




Semi-annual Excess Emission Report Form for Sources with Continuous Emission Monitoring

Company  ConocoPhillips Company Location Trainer, Pennsylvania
Date 7/20/2011 Reporting Period  January 1 thru June 30, 2011
By James Wallwork
1. Type of emissions monitored; Opacity SO, NOx 0, X
Other
2. What source does it monitor? Boiler 9
3. Is this a common stack or single stack? Single
4. Mecthod of monitoring emissions: CEM X Process Parameters Other
5. Process parameters monitored (if applicable) N/A
6. CEM manufacturer; Servomex
7. CEM model: 4900C1
8. CEM serial number: 652916
9. CEM installation date: Aug-08
10. CEM certification date/Last Audit Date: Not Yet PADEP Certified / May 18, 2011
11. Total source operating time (days): 181
12. CEM down time: hours classified as follows:
Total Time

a) Monitor malfunction 5

b) Non-monitor malfunction 3

¢) Calibration Q/A 36

d) Other known causes 60

) Unknown causes 0

Totals 104 2.39%
13. Allowable emission limit Not applicable
14, Standard exceedances: number of incidents and hours classified as follows:
No. of Incidents Total Time

a) Process startup/shutdown 0 0

b) Control equipment problems 0 0

¢) Process problems 0 0

d) Other known problems 0 0

¢) Unknown causes 0 0

Totals 0 0 0.00%




Semi-annual Excess Emission Report Form for Sources with
Continuous Emission Monitoring

Company  ConocoPhillips Company Location  Trainer, Pennsylvania
Date 7/20/2011 Reporting Period January | thru June 30, 2011
By James Wallwork
1. Type of emissions monitored: Opacity S0, NOx X 0,
Other
2. What source does it monitor? Boiler 10
3. Is this a common slack or single stack? Single
4. Method of monitoring emissions: CEM X Process Parameters Other
5. Process parameters monitored (if applicable) N/A
6. CEM manufacturer: Ametek / Rosemount *
7. CEM model: 922CE / NGA 2000
8. CEM serial number; AW-0225P-10038-1 /251202816987
9. CEM installation date: Avugust 1, 2008 /May 11, 2011
10. CEM certification date/Last Audit Date: Not Yet PADEP Certified / May 19, 2011
11. Total source operating time (days): 177.8
12. CEM down time: hours classified as follows:
Total Time !
a) Monitor malfunction 23 :
b) Non-monitor malfunction 3
c) Calibration Q/A 210
d) Other known causes 46
e) Unknown causes 0
Totals 282 6.61%
13. Allowable emission limit 0.2 Ib/MMBtu 30-day average
14, Standard exceedances: number of incidents and hours classified as follows:
No. of Incidents Total Time
a) Process startup/shutdown 0

b) Control equipment problems 0
¢) Process problems 0
d) Other known problems 0
0
0

¢) Unknown causes

ol|o|o|o|o|o

Totals 0.00%

* Ametk analyzer was permanently replaced by the Rosemount analyzer on May 11, 2011,



Semi-annual Excess Emission Report Form for Sources with Continuous Emission

Monitoring
Company _ ConocoPhillips Company Location Trainer, Pennsylvania
Date 7/20/2011 Reporting Period January 1 thru June 30, 2011
By James Wallwork
1. Type of emissions monitored: Opacity S0, NOx 0, X
Other
2. What source does it monitor? Boiler 10
3. Is this a common stack or single stack? Single
4. Method of monitoring emissions: CEl X Process Parameters Other
5. Process parameters monitored (if applicable) N/A
6. CEM manufacturer; Servomex
7. CEM model: 4900C1
8. CEM serial number: 652917
9. CEM installation date: Aug-08 .
10. CEM certification date/Last Audit Date: Not Yet PADEP Certified / May 19, 2011 ;
11. Total source operating time (days): 177.8
12. CEM down time: hours classified as follows:
Total Time

a) Monitor malfunction 9

b) Non-monitor malfunction 3

c) Calibration Q/A 210

d) Other known causes 37

) Unknown causes
Totals 259 6.07%

13. Allowable emission limit Not applicable
14. Standard exceedances: number of incidents and hours classified as follows:
No. of Incidents Total Time
a) Process startup/shutdown 0

b) Control equipment problems 0
c) Process problems 0
d) Other known problems 0
0
0

¢) Unknown causes

ollo|jo|o|o|o

Totals 0.00%



Calibration Detail
Plant: CONOCOPHILLIPS COMP.

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Source: BOILER10

Zero Level Span Level Results

Reference | Actual Cal | Reference | Actal | Cal Cal | Eror On-
End Date / Time Value Response | Error Value . | Response | Error Limit | Method | Pass/Fail | Line

NOXPPM

01/01/2011 07:15 00 17__ 17 67.0 5047~ 211 100 oFF TMaintumit] Yes
0110212011 07:15 00 220~ 23 57.0 o7~ 271 100 owe Myaintimi] ves
01/0312011 07:15 00 16 16 §7.0 590 20 100 DIFF  Passed  Yes
01/0412011 07:15 00 13 13 57.0 58.7 17 100 DIFF  Passed  Yes
01/05/2011 07:15 00 18 19 §7.7 50 03 100 OIFF  Passod  Yes
010612011 07:15 0.0 1.2 12 57.7 572 05 100 DIFF  Passed  Yes
01/07/2011 07:15 00 14 14 577 572 05 100 DIFF  Passed  Yes
01/08/2011 07:15 00 15 15 57.7 573 04 100 DIFF  Passed  Yes
0110012011 07:15 00 16 18 57.7 575 02 100 DIFF  Passed  Yes
01/10/2011 07:15 00 16 16 57.7 575 02 100 DIFF  Passed  Yes
0111172011 07:15 00 18 _ 18 57.7 578 01 100 DIFF  Passed  Yos
01/12/2011 07:15 00 22~ 33l 57.7 58.1 04 100 DFF [MaintLimit] Yes
01/13/2011 07:15 0.0 24~ 24l 57.7 582 05 100 OFF | Mamimitl Yes
011412011 07:15 00 27l 7 7l 577 588 11 100 OFF | Mantumil ves
01/16/2011 07:15 00 267 ~ 28l 57.7 565 08 100 DIFF | MainiLimit! Yos
0111612011 07:15 0.0 D 57.7 506 19 100 DIFF Twainilimit] ves
0111712011 07:15 00 20l ~ 23l 57.7 56.8 11 100 DIFF ! MainiLimit! vos
0111812011 07:15 00 a1l ~ Sl 52.9 577 28! 100 DFF [Manitmit! ves
01/1912011 07:15 00 36l ~ Sl 52.9 s65 _ asl 100 OFF Manitimt] ves
011202011 07:15 00 aol” ~ 7ol 529 sz2l 431 100 oFF vaniiimi] ves
01/20/2011 09:40 0.0 03 03 52.9 53.1 02 100 DIFF  Passed  Yes
0112112011 07:14 00 02 02 529 524 05 100 DFF  Passed  Yes
0112212011 07:14 0.0 0.1 0.1 529 526 03 100 OIFF  Passed Yos
01/23/2011 07:14 00 0.1 0.1 52.9 5256 04 100 DIFF  Passed  Yes
0112472011 07:14 0.0 0.4 0.1 52.0 528 01 100 DIFF  Passed  Yes
011262011 07:14 00 0.4 0.1 52.9 527 02 100 DIFF  Passed  Yes
0112612011 07:14 00 09 09 529 535 06 100 DIFF  Passed  Yes
0112712011 07:14 00 07 07 529 53.4 05 100 DIFF  Passed  VYes
01/268/2011 07:14 0.0 07 07 529 535 06 100 DIFF  Passed  Yes
0112012011 07:14 00 10 10 529 54.2 13 100 DIFF  Passed  Yes
0113012011 07:11 00 14 14 52.9 34 178] 100 DIFF Yes
01/3012011 10:57 00 1.1 1.4 529 572 _ 43" 100 OFF ! MaintLimit! Yes
01/31/2011 07:14 00 15 15 55.6 575 19 100 DIFF  Passed  Yes
0210112011 07:14 00 14 14 57.8 572 06 100 DIFF  Passed  Yes
0200212011 07:14 00 18 18 578 575 03 100 DIFF  Passed  Yes
02/03/2011 07:14 0.0 20 20 578 576 02 100 DIFF  Passed  Yos
02/04/2011 07:14 00 19 18 578 574 04 100 DFF  Passed  Yes
0200512011 07:14 0.0 18__ 18 578 574 04 100 DIFF _ Passed _ Yes
02/06/2011 07:14 0.0 26— 26 57.8 56.2 04 100 OFF Iiainitimit] ves
02/07/2011 07:14 0.0 20 20 57.8 57.8 0.0 100 DIFF Passed  Yes
02/08/2011 07:14 00 240~ 23] 57.8 580 02 100 OIFF Manilimit! ves
0210972011 07:14 00 15 15 57.8 57.1 07 100 DIFF  Passed  Yes
0210912011 11:15 00 03 03 57.2 574 02 100 DIFF  Passed Yes
0211012011 07:14 00 0.1 o1 57.2 5720 02 100 DIFF  Passod  Yes

Calibration Error: [Miaintenance Limit

Report Generaled: 07/20/11 12:51 Report Version 2.4.0105 TRNWBIP20\escsupport 10f20




Source: BOILER10

Calibration Detail
Plant: CONOCOPHILLIPS COMP.

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Level Span Level : Results
Reference Aclual Cal | Reference | Actual Cal Cal Error On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
NOXPPM
02/11/2011 07:14 0.0 05 05 57.2 57.4 02 100 DIFF  Passed Yes
02/12/2011 07:14 0.0 0.0 0.0 57.2 57.1 0.1 10.0 DIFF Passed Yes
0211312011 07:14 0.0 0.4 04 57.2 57.2 00 100 DIFF  Passed Yes
021142011 07:14 0.0 16 16 57.2 58.7 15 100 DIFF  Passed  Yos
02/15/2011 07:14 0.0 1.0 1.0 57.2 57.8 06 100 DIFF  Passed Yes
02/16/2011 07:14 0.0 06 06 57.2 57.5 03 100 DIFF  Passed  Yes
0211712011 07:14 0.0 1.8 18 57.2 58.8 16 100 DIFF  Passed  Yes
02/1812011 07:14 0.0 14 14 572 586 14 100 DIFF  Passed  Yes
02/19/2011 07:14 090 20 20 57.2 59.1 19 100 DIFF  Passed  Yes
02/20/2011 07:14 0.0 1.0 1.0 57.2 17| 655] 100 DIFF Yes
02/20/2011 07:10 00 14 14 572 1.1 56.1 100  DIFF Yes
02/2012011 13:47 0.0 03 03 57.2 00| 572 100  DIFE Yes
02/20/2011 13:59 0.0 0.0 0.0 57.2 57.7 0.5 10.0 DIFF Passed Yes
02/21/2011 07:14 0.0 0.2 0.2 57.2 573 01 10.0 DIFF Passed Yes
02/22/2011 07:14 00 42 12 57.2 56.7 05 100 DIFF  Passed  Yes
02/23/2011 07:14 0.0 0.9 08 57.2 56.6 06 100 DIFF  Passed  Yes
02/2412011 07:14 0.0 0.7 07 57.2 57.0 0.2 100 DIFF  Passed  Yes
022512011 07:14 0.0 0.7 0.7 572 58.2 10 100 DIFF  Passed  Yes
02/26/2011 07:14 0.0 05 0.5 57.2 58.1 09 100 DIFF  Passed Yes
02/27/2011 07:14 00 0.7 0.7 572 58.3 1.1 100 DIFF  Passed  Yes
02/28/2011 07:14 0.0 1.0 1.0 57.2 58.4 12 100 DIFF  Passed  Yes
03/01/2011 07:14 0.0 15 15 57.2 59.1 19 100 DIFF  Passed  Yes
03/02/2011 07:14 0.0 17 17 57.2 59.2 20 100 DIFF  Passed  Yes
03/03/2011 07:14 0.0 19 19 57.2 592 20 100 DIFF  Passed  Yes
03/04/2011 07:14 0.0 23~ 23l 57.2 sosl _ 271 100 oFF Tmanitimi! ves
03/04/2011 09:04 0.0 1.9 19 56.6 56.9 03 100 DIFF Passed Yes
03/05/2011 07:14 0.0 14 1.4 56.6 58.2 1.6 10.0 DIFF Passed Yes
03/06/2011 07:14 0.0 1.6 1.7 56.6 58.6 20 100 DIFF Passed Yes
03/07/2011 07:14 00 260 28! 56.6 sosT _ 20l 100 o Mhaintmit? Yes
0310812011 07:14 00 220"~ 3l 56.6 soil " 25 100 orF Maint Limit | Yes
03/09/2011 07:14 00 aql Tl 56.6 602l T 36l 100 oFF Malnt Liniit | Yes
03/10/2011 07:14 0.0 asl” _ _;.EI 56.6 stol ~ 44l 100 oDir Maint Limit | Yes
03/11/2011 07:14 00 asl ~ sl 56.6 616l “Tsol 100 DEF Maint Limit ! Yes
03/12/2011 07:14 0.0 ol ~ a9 56.6 o161 _ _55' 100  DIFF ! MaintLimit! Yes
03/13/2011 08:14 00 sl il 56.6 2ol " 54l 100 orF ! Malnt Limit | Yes
03/13/2011 11:58 0.0 0.4 0.4 56.6 56.6 00 100 DIFF  Passed  Yes
03/14/2011 08:14 0.0 0.5 05 56.6 56.8 02 100 DIFF  Passed Yes
03/15/2011 08:14 0.0 15 15 56.6 58.1 1.5 10.0  DIFF Passed Yes
03/16/2011 08:14 0.0 23~ 23 566 serl 211 100 oFF Tmaniimi! ves
03/17/2011 08:14 00 20! _25' 56.6 so8l” _ .32 100 DIFF !MaintLimit! ves
03/18/2011 08:14 0.0 a7 __3'1_! 56.6 s0a” " 371 100 oir ! Maint Limit ! Yes
03/18/2011 09:07 0.0 0.3 0.3 56.9 57.1 02 100 DIFF  Passed Yes
03/19/2011 08:14 0.0 12 12 56.9 58.1 12 100 DIFF  Passed  Yes
03/20/2011 08:14 0.0 1.7 1.7 56.9 58.7 1.8 100 DIFF Passed Yes
Calibration Error: MMaintenance Limit |
Report Generated: 07/20/11 12:51 Report Version 2.4.0105 TRNWBIP20\escsupport 20f 20




Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10

Calibration Detail
Plant: CONOCOPHILLIPS COMP.

Zero Level Span Level Results
Reference | Actual Cal | Reference | Actual Cal Cal Error On-
End Date / Time Value Response | Error Value Response | Error Limit [ Method | Pass/Fail | Line
NOXPPM
03120/2011 13:35 00 20 20 56.9 574 05 100 DIFF _ Passed  Yes
03121/2011 08:14 0.0 23~ 23l 56.9 578 09 100 OFF MaintLimit! ves
03/21/2011 14:59 00 08 08 56.9 573 04 100 DIFF  Passed  Yes
0312112011 18:08 00 06 06 56.9 572 03 100 DIFF  Passed  Yes
03/2212011 08:14 00 05 05 56.9 573 04 100 DIFF  Passed  Yes
03/23/2011 08:11 00 07 07 56.9 568 01 100 DIFF  Passed  Yes
0312312011 08:11 00 08 08 569 568 01 100 DIFF _ Passed  Yes
03/23/2011 08:10 0.0 14 14 56.9 12[_s57] 100 orr [T ves
03/24/2011 07:14 00 03 o3 56.9 §70 01 100 DIFF  Passed  Yes
0312512011 07:14 00 11 14 56.9 58.0 11 100 DIFF  Passed  Yes
03126/2011 07:14 0.0 19 _ 19 56.9 58.8 19 100 DIFF _ Passed  Yes
03/27/2011 07:14 00 sol ~ 301 56.9 5087 _ 29! 100 DIFF MaintCimit! Yes
0312812011 07:14 0.0 a0l ~ ol 569 6137 _ a4l 100 oFF Miamttimi] ves
03/20/2011 07:14 00 so” ~ 5ol 56.9 o5 — 26l 100 oFF aniiimit] ves
03/30/2011 05:14 00 64~ Toal §6.7 otal ~ %4l 100 o Myvamiiimt] ves
03/30/2011 07:48 0.0 00 00 56.7 570 03 100 DIFF  Passed  Yes
03/3112011 05:14 0.0 14 11 56.7 585 _ 18 100 DIFF _ Passed  Yes
04/101/2011 05:14 00 23 ~ 23! 56.7 sosl_ _ 28] 100 DIFF [ManiLimt! vos
04/02/2011 05:14 00 ast ~ gl 567 o130 48l 100 oFF Tosanitimil vos
0410312011 05:14 00 asl” 7l 56.7 6267 _ 591 100 orF Mvantiimt] ves
0410312011 10:59 0.0 01 01 56.7 568 01 100 DIFF  Passed  Yes
0410412011 05:14 00 04__ 04 56.7 58.4 17 100 DIFF  Passed  Yes
04/05/2011 05:14 0.0 22l 22l 56.7 sosl 31l 100 DIFF Taintimit! ves
04/06/2011 05:14 00 280 ~ 3! 56.7 s0s” _ 38! 100 oFF anitimitl ves
04/07/2011 05:14 00 aol” ~ ol 567 o6l _ a5l 100 oFF Tyamlimitl ves
04/08/2011 05:14 00 Y 56.7 622 _ 551 100 oFF paniimit] ves
04/08/2011 08:16 00 02 02 56.6 568 02 100 DIFF  Passed  Yes
0410912011 05:14 00 13 _ 13 56.6 56.1 15 100 DIFF _ Passed  Yes
0411072011 05:14 00 25~ 25 56.6 o2l "~ 26! 100 DIFF TMaintLimit) ves
04/11/2011 05:14 00 aol ~ 33l 56.6 605 _ 3ol 100 oFF Tanitimt] ves
04/12/2011 05:14 00 sl ~ Tsal 566 6237~ 571 100 orF Mianiumt] ves
04/12/2011 10:02 00 10 10 56.6 59 03 100 DIFF  Passed  Yes
04/13/2011 05:14 00 07 _ _ 07 56.6 575 __ 09 100 DIFF  Passed  Yos
0411412011 05:14 00 240~ 24 56.6 69" 231 100 OFF Maintlimit] Yes
041512011 05:14 00 a3l ~ 3 56.6 o7~ 23l 100 orF Mvaintimit] ves
04/16/2011 05:14 00 s2l” ~ 52l 56.6 sool 23l 100 oFF Tamiimt! ves
0411612011 10:38 00 26~ 28l 56.6 553 __ 13 100 DIFF | MantLimit! Yes
04117/2011 05:15 0.0 20 __ 20 566 so5. 20l 100 OFF Mamitimi] ves
04/18/2011 05:14 0.0 aal ~ 33l 56.6 60.5 390 100 oFF Mhaniomit] ves
0411812011 13:22 00 02 02 56.6 557 09 100 DIFF  Passed  Yes
04/18/2011 13:49 00 03 03 56.6 56.1 05 100 DIFF  Passed  Yes
0411012011 05:15 00 18 18 56.6 562 _ 16 100 DIFF _ Passed  Yes
0412072011 05:15 00 220~ 23] 566 sesl 231 100 OFF Maintimit] ves
0412172011 05:15 00 ast ~ 43! 56.6 sos” _ 38l 100 oiFF Maiitimit! ves
Calibration Error: haintenance Limit |
Report Generated: 07/20/11 12:51 Report Version 2.4.0105 TRNWBIPZ0\escsupport 3of20




Source: BOILER10

Calibration Detail
Plant: CONOCOPHILLIPS COMP.

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Level Span Level Results
Reference Aclual Cal Reference | Actual Cal Cal Error On-
End Dale / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
NOXPPM
0412112011 08:37 0.0 0.0 0.0 56.6 56.1 05 100 DIFF  Passed  Yes
0412212011 05:15 00 06 06 56.6 §5.9 07 100 DIFF  Passed Yes
0412312011 05:15 0.0 20 20 56.6 57.7 11 100 DIFF  Passed  Yes
04/24/2011 05:15 0.0 a1l 44l 56.6 sosl _ 30l 100 oFF Maniimit! ves
0412512011 05:15 00 57l ~ 57l 56.6 616~ 52l 100 oFF MhaintLimit] Yes
0472512011 08:30 0.0 02 02 56.6 55.6 10 100 DIFF  Passed  Yes
04/26/2011 05:15 00 10 10 56.6 55 _ 01 100 DIFF  Passed  Yes
04127/2011 05:15 0.0 287~ 28 56.6 se8l 221 100 DIFF TMaintiimit! ves
04/28/2011 05:15 0.0 a7l T3l 56.6 sorl il 100 o Tvantomit! ves
04/29/2011 05:15 00 Y 56.5 633 ~ 68l 100 oFF Mvamitmt] ves
0412012011 08:33 0.0 02 02 56.5 56.7 02 100 DIFF  Passed Yes
0413012011 05:15 0.0 19 19 56.5 57.9 14 100 DIFF _ Passed  Yes
05/01/2011 05:15 0.0 34l a4l 56.5 so5! _ 30l 100 oFF TManitimit] ves
05/02/2011 05:15 00 51 510 56.5 sos” _ 41l 100 oFF vaintlitl ves
05/02/2011 06:57 00 0.7 07 565 §6.0 05 100 DIFF  Passed  Yes
05/02/2011 07:24 0.0 02 02 565 st2l 53l 100 oFF TMainiiimit] ves
05/02/2011 07:52 0.0 0.1 0.1 565 stol ~ sl 100 oFF Toaniiimit] ves
05/02/2011 09:55 00 02 02 565 310 " 3al  d00 oFF ittt ves
050212011 10:25 0.0 1.2 12 56.5 s1sl ~ a7l 100 oFF Tiainttimit] ves
0510312011 05:16 00 asl " 38 565 sarl — 280 100 o Mhainitmit! ves
05/04/2011 05:16 00 a7l " a7 56.5 s43 ~ 220 100 orF Tvaniiimil ves
05/04/2011 08:37 00 03 03 56.5 w07 " 68l 100 oFF Mainitimt] ves
0510412011 11:44 0.0 05 05 56.5 sor " 58l 100 oFF Tvamiimitl ves
05/04/2011 14:06 0.0 0.2 02 56.5 a5 " 70l 100 o Mvaniimit) ves
05/04/2011 14:30 00 0.1 0.1 56.5 01 566 100 DIFF Yos
050412011 14:42 0.0 04 0.1 565 02]  s63] 100 DIFF Yes
05/04/2011 14:59 0.0 02 02 56.5 506 _ 591 100 DIFF | MaintLimit) Yes
05/05/2011 05:16 0.0 038 08 56.5 wsl ~ 770 100 oFF Muaintitimit] Ves
05/05/2011 11:13 00 02 02 57.1 575 04 100 DIFF  Passed  Yes
05/06/2011 05:16 0.0 02 02 57.4 5726 05 100 DIFF  Passed  Yes
05/07/2011 05:16 0.0 09 09 57.1 565 06 100 DIFF  Passed  Yes
05/08/2011 05:16 00 15 15 57.1 55.8 13 100 DIFF  Passed  Yes
05/09/2011 05:16 0.0 43 13 57.1 56.5 6 100 DIFF _ Passed  Yes
05/10/2011 05:16 0.0 sl 33l §7.1 647 30 100 DFF TMaintumit] Yes
05/10/2011 12:35 0.0 0.4 0.4 25.4 85.4 100  DIFF Yes
05/11/2011 05:16 0.0 0.4 04 254 237 17 40 DIFF  Passed Yes
05/12/2011 05:16 0.0 0.4 0.4 25.4 237 17 40 DIFF  Passed  Yes
05/13/201105:16 00 04 04 254 224 3.0 a0 DIFF [Maintumit} ves
05/13/2011 08:11 0.0 00 00 254 254 00 40 DIFF  Passed  Yes
05/14/2011 05:16 0.0 0.0 0.0 25.4 257 03 40 DIFF  Passed  Yes
05/15/2011 05:16 00 00 00 254 247 07 40 DIFF  Passed  Yes
05/16/2011 05:16 0.0 0.1 0.1 254 250 0.4 40 DIFF _ Passed  Yes
05/17/2011 05:12 0.0 03 0.3 254 03[ _257] 40 OFF Yes
05/17/2011 07:46 00 02 02 254 254 0.0 40 DIFF  Passed  Yes
Calibration Error: [[Falled Lavel | Mainfenance Limit |
Report Generaled: 07/20/11 12:51 Report Version 2.4.0105 TRNWBIP20\escsupport 4 0f 20




Source: BOILER10

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detalil
Plant: CONOCOPHILLIPS COMP.

Zero Level Span Level Results
Reference Actual Cal | Reference | Actual Cal Cal Error On-
End Dale / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
NOXPPM
05/18/2011 05:16 0.0 03 03 254 256 0.2 40 DIFF  Passed  Yes
05/19/2011 05:16 0.0 03 03 25.4 25.4 0.0 40 DIFF  Passed  Yes
0512012011 05:16 0.0 03 03 25.4 26.7 13 40 DIFF  Passed  Yes
05/21/2011 05:16 0.0 0.4 0.4 256 26.4 08 40 DIFF  Passed  Yes
05/22/2011 05:16 0.0 04 04 256 27.0 14 40 DIFF  Passed  Yos
05/23/2011 05:16 0.0 04 0.4 256 25.3 03 40 DIFF  Passed  Yes
05/24/2011 05:16 0.0 04 0.4 256 24.4 15 40 DIFF  Passed  Yes
05/25/2011 05:16 0.0 0.4 0.4 256 266 1.0 40 DIFF  Passed  Yes
0512612011 05:16 0.0 0.4 0.4 256 26.3 07 40 DIFF  Passed  Yes
0512712011 05:16 0.0 0.4 0.4 25,6 26.8 12 40 DIFF  Passed  Yes
05/28/2011 05:16 0.0 0.4 0.4 256 27.0 14 40 DIFF  Passed  Yes
05/20/2011 05:16 0.0 0.4 0.4 256 265 0.9 40 DIFF  Passed  Yes
05/30/2011 05:16 0.0 0.4 0.4 256 27.0 14 40 DIFF _ Passed  Yes
05/31/2011 05:11 0.0 0.4 0.4 2556 04 260] 40 oDiFF Yes
05/31/2011 06:46 0.0 0.1 0.1 256 256 0.0 40 DIFF  Passed  Yes
08/01/2011 05:16 0.0 0.1 0.1 257 26.2 05 40 DIFF  Passed  Yes
06/02/2011 05:16 0.0 0.0 0.0 257 264 04 40 DIFF  Passed  Yes
06/03/2011 05:16 0.0 0.0 0.0 25.7 260 03 40 DIFF  Passed Yes
06/04/2011 05:16 0.0 0.0 00 25.7 260 03 40 DIFF  Passed  Yes
06/05/2011 05:16 0.0 0.4 0.1 257 26.0 03 40 DIFF  Passed  Yes
06/06/2011 05:16 0.0 0.1 0.1 25.7 26.3 06 40 DIFF  Passed  Yes
06/07/2011 05:16 0.0 0.0 00 257 26.1 0.4 40 DIFF  Passed  Yes
06/08/2011 05:16 0.0 0.1 0.1 25.7 259 02 40 DIFF  Passed  Yes
06/09/2011 05:16 0.0 0.1 0.4 257 26.4 04 40 DIFF  Passed  Yes
06/10/2011 05:16 0.0 0.0 0.0 25.7 25.0 07 40 DIFF _ Passed  Yes
06/11/2011 05:16 0.0 0.0 0.0 257 220 _ 251 40 oFF TManilmil ves
08/11/2011 10:43 0.0 0.1 0.4 257 25.3 0.4 40 DIFF  Passed  Yes
08/12/2011 05:16 0.0 0.0 00 257 250 07 40 DIFF  Passed  Yes
06/13/2011 05:16 0.0 0.2 02 257 250 07 40 DIFF  Passed  Yes
06/14/2011 05:16 0.0 0.4 0.1 25.7 247 1.0 40 DIFF  Passed  Yes
06/15/2011 05:16 0.0 0.0 0.0 257 249 08 40 DIFF  Passed  Yes
06/16/2011 06:44 0.0 0.0 0.0 257 258 0.1 40 DIFF  Passed  Yes
08/17/2011 05:16 0.0 0.1 0.1 257 253 0.4 40 DIFF  Passed  Yes
06/18/2011 05:16 0.0 0.0 0.0 24.8 255 07 40 DIFF  Passed  Yes
06/19/2011 05:16 0.0 0.0 0.0 24.8 255 07 40 DIFF  Passed Yes
06/202011 05:16 0.0 0.1 0.4 24.8 255 07 40 DIFF  Passed  Yes
06/21/2011 05:16 0.0 0.0 0.0 248 258 0.8 40 DIFF  Passed  Yes
0812112011 10:36 0.0 00 0.0 24.8 248 00 40 DIFF _ Passed _ Yes
0612212011 05:16 0.0 00 00 248 2260~ 221 40 oFF TMaintiimit] ves
06/22/2011 08:06 0.0 0.0 0.0 248 246 0.2 40 DIFF Passed  Yes
08/23/2011 05:16 0.0 0.0 0.0 24.8 250 02 40 DIFF  Passed  Yes
06/24/2011 05:16 0.0 0.0 0.0 24.8 2230 251 a0 oFF TMaintUmit] ves
06/2412011 11:13 0.0 0.1 0.1 253 253 0.0 40 DIFF  Passed  Yes
06/26/2011 05:16 0.0 0.1 0.1 253 25.6 03 40 DIFF  Passed  Yes
Calibration Error: I Maintenane Cimi |
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Calibration Detalil
Plant: CONOCQOPHILLIPS COMP.
Report Periad: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10

Zero Level Span Level ' Results

Reference | Actual Cal | Reference | Actual Cal Cal | Error ' On-
End Date / Time Value Response | Error Value Respanse | Error Limit | Method | Pass/Fall | Line

NOXPPM

0612612011 05:16 00 00 00 253 22l 211 40 oFF haintlimi) ves
0612612011 11:46 00 00 00 253 253 0.0 40 DIFF  Passed  Yos
0612712011 05:16 0.0 0.1 0.1 25.3 253 00 40 DIFF  Passed Yes
06/28/2011 05:16 00 0.4 0.4 253 252 _ 04 40 DIFF _ Pessed  Yes
06/20/2011 05:16 0.0 0.0 0.0 253 2260 _ 270 a0 oFF TMainilimi] ves
06/20/2011 08:45 00 00 00 253 254 0.1 40 DIFF  Passed  Yes
06/30/2011 05:16 0.0 00 0o 253 25.1 0.2 40 DIFF  Passed  Yes
02
01/01/2011 07:19 0.0 0.0 0.0 220 222 02 10 DIFF  Passed  Yes
01/02/2011 07:18 0.0 0.0 0.0 220 221 0.1 10 DIFF  Passed  Yes
011032011 07:18 00 0.0 0.0 220 23 03 10 DIFF  Passed  Yes
0110412011 07:19 00 0.0 00 220 222 02 10 DIFF  Passed  Yes
01/05/2011 07:19 00 0.0 0.0 220 22.1 0.1 10 DIFF  Passed  Yos
01/06/2011 07:19 0.0 0.0 0.0 22.0 219 0.1 1.0 DIFF Passed  Yes
01/07/2011 07:19 00 00 00 220 217 03 10 DIFF  Passed  Yes
01/08/2011 07:1 00 0.0 0.0 220 217 03 10 DIFF  Passed  Yes
01/09/2011 07:1 0.0 0.0 0.0 220 220 00 10 DIFF  Passed  Yes
011102011 07:19 00 00 00 220 23 03 10 DIFF  Passed  Yes
01/11/2011 07:19 00 00 00 220 223 03 10 DIFF  Passed  Yes
01/12/2011 07:19 00 0.0 0.0 220 220 00 10 DIFF  Passed  Yes
01/13/2011 07:19 00 0.0 0.0 22,0 222 0.2 10 DIFF  Passed  Yes
01/14/2011 07:18 00 0.0 00 220 24 04 10 DIFF  Passed  Yes
01/15/2011 07:19 0.0 0.0 0.0 219 23 04 10 DIFF  Passed  Yos
01/16/2011 07:19 0.0 0.0 00 210 222 03 10 DIFF  Passed  Yos
01/17/2011 07:19 00 0.0 00 219 223 04 10 DIFF  Passed  Yes
01/18/2011 07:19 0.0 0.0 00 219 220 0.1 10 DIFF  Passed  Yes
01/19/2011 07:19 0.0 00 00 219 219 0.0 10 DIFF  Passed  Yes
01/20/2011 07:19 00 0.0 00 218 222 0.3 10 DIFF  Passed  Yes
0112012011 09:44 00 00 00 219 220 04 10 DIFF  Passed  Yes
0112112011 07:18 0.0 01 0.1 219 216 03 10 DIFF  Passed  Yes
01/22/2011 07:18 00 0.1 0.1 219 218 00 10 DIFF  Passed  Yes
01/23/2011 07:48 00 0.1 0.1 219 219 0.0 10 DIFF  Pessed  Yes
0172412011 07:18 00 01 04 219 222 03 10 DIFF  Passed  Yes
01/25/2011 07:18 0.0 0.1 0.1 219 221 02 10 DIFF  Passed  Yes
0112612011 07:18 00 0.1 0.1 219 219 00 10 DIFF  Passed  Yes
0112712011 07:18 00 02 02 219 218 0.1 10 DIFF  Passed  Yes
01/2812011 07:18 0.0 02 02 219 218 0.1 10 DIFF  Passed  Yes
01/29/2011 07:18 00 02 0.2 219 219 0.0 10 DIFF _ Passed  Yes
01/30/2011 07:14 0.0 0.2 0.2 219 s7[__162] 10 DIFF Yes
01/3012011 11:01 0.0 02 02 219 220 o4 10 DIFF  Passed  Yes
01/31/2011 07:18 0.0 0.2 02 219 222 03 10 DIFF  Passed  Yes
02/01/2011 07:18 00 0.2 02 219 221 02 10 OIFF  Passed  Yos
02/02/2011 07:18 00 02 0.2 219 217 02 10 DIFF  Passed  Yos
02/03/2011 07:18 00 0.2 02 219 221 02 10 DIFF  Passed  Yes
Calibration Error: [ Maintenance Cimit |

Report Generated: 07/20/11 12:51 Repart Version 2.4.0105 TRNWBIP20\escsupport 60of 20




Source: BOILER10

Calibration Detail

Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

. Zero Level Span Level Results
Reference | Actual | Cal | Reference | Actual Cal Cal | Eror On-
End Date / Time Value . Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
02
02/04/2011 07:18 0.0 0.2 0.2 21.9 221 02 1.0 DIFF Passed Yes
02/05/2011 07:18 0.0 02 0.2 219 219 0.0 1.0 DIFF Passed Yes
02/06/2011 07:18 0.0 0.2 0.2 21.8 218 0.1 1.0 DIFF Passed Yes
02/07/2011 07:18 0.0 0.2 0.2 219 220 01 1.0  DIFF Passed Yes
02/08/2011 07:18 0.0 0.2 0.2 219 2186 0.3 1.0 DIFF Passed Yes
02/09/2011 07:18 0.0 0.3 0.3 219 2241 0.2 1.0 DIFF Passed  Yes
02/09/2011 11:19 0.0 0.0 0.0 2198 22.0 0.1 1.0 DIFF Passed Yes
02/10/2011 07:18 0.0 0.1 041 218 21.8 0.1 1.0 DIFF Passed Yes
02/11/2011 07:18 0.0 0.1 0.1 21.9 219 0.0 1.0 DIFF Passed  Yes
02/12/2011 07:18 0.0 0.1 0.1 219 217 0.2 1.0 DIFF Passed Yes
02/13/2011 07:18 0.0 0.1 0.1 219 218 01 1.0 DIFF Passed  Yes
02/14/2011 07:18 0.0 0.1 0.1 21.9 215 04 1.0  DIFF Passed Yes
02/15/2011 07:18 0.0 0.1 0.1 21.9 219 0.0 1.0 DIFF Passed  Yes
02/16/2011 07:18 0.0 0.1 0.4 219 220 0.1 1.0  DIFF Passed  Yes
02/17/2011 07:18 0.0 0.0 0.0 21.9 21.8 0.1 1.0 DIFF Passed  Yes
02/18/2011 07:18 0.0 0.4 0.1 219 21.6 0.3 10 DIFF Passed  Yes
02/19/2011 07:18 0.0 01 0.1 219 21.6 0.3 1.0 DIFF Passed Yes
02/20/2011 07:12 0.0 0.1 04 219 4.4 17.5 1.0 DIFF Failed Yes
02/20/2011 13:49 0.0 0.1 0.1 219 4.7 17.2 1.0 DIFF Failed Yes
02/20/2011 14:03 0.0 0.1 0.1 219 21.9 0.0 1.0 DIFF Passed  Yes
02/21/2011 07:18 0.0 0.1 0.1 219 215 04 1.0  DIFF Passed Yes
02/22/2011 07:18 0.0 0.1 0.1 21.9 218 0.1 1.0 DIFF Passed  Yes
02/23/2011 07:18 0.0 0.1 0.1 21.9 220 0.4 10 DIFF Passed Yos
02/24/2011 07:18 0.0 0.1 0.1 219 219 0.0 1.0 DIFF Passed Yes
02/25/2011 07:18 0.0 0.2 02 21.9 214 05 1.0 DIFF Passed Yes
02/26/2011 07:18 0.0 0.2 0.2 21.9 21.9 0.0 10 DIFF Passed  Yes
02/27/2011 07:18 0.0 0.2 0.2 21.9 21.7 0.2 10 DIFF Passed  Yes
02/28/2011 07:18 0.0 0.2 0.2 21.9 215 0.4 1.0 DIFF Passed Yes
03/01/2011 07:18 0.0 0.2 0.2 21.9 21.9 0.0 1.0 DIFF Passed  Yes
03/02/2011 07:18 0.0 0.2 0.2 219 21.8 0.1 10 DIFF Passed  Yes
03/03/2011 07:18 0.0 0.2 0.2 219 221 0.2 1.0 DIFF Passed  Yes
03/04/2011 07:18 0.0 0.2 0.2 219 222 0.3 1.0 DIFF Passed Yes
03/04/2011 09:08 0.0 0.2 0.2 219 220 0.1 10 DIFF Passed  Yes
03/05/2011 07:18 0.0 0.2 0.2 219 218 0.1 1.0 DIFF Passed  Yes
03/06/2011 07:18 0.0 0.2 0.2 219 215 04 1.0 DIFF Passed Yes
03/07/2011 07:18 0.0 0.3 0.3 219 214 0.5 10 DIFF Passed  Yes
03/08/2011 07:18 0.0 0.3 0.3 21.9 218 0.4 10 DIFF Passed Yes
03/09/2011 07:18 0.0 0.3 03 219 219 0.0 1.0 DIFF Passed Yas
03/10/2011 07:18 0.0 0.3 0.3 21.9 21.6 0.3 10 DIFF Passed  Yes
03/11/2011 07:18 0.0 0.2 0.2 219 21.4 0.5 1.0 DIFF Passed  Yes
03/12/2011 07:18 0.0 0.3 03 219 215 04 1.0  DIFF Passed Yes
03/13/2011 08:18 0.0 0.3 0.3 218 21.6 0.4 10 DIFF Passed  Yes
03/13/2011 12:02 0.0 0.0 0.0 219 22.0 0.1 1.0 DIFF Passed  Yes
03/14/2011 08:18 0.0 0.1 0.1 219 222 0.3 1.0 DIFF Passed  Yes
Calibration Error: CME'"E"!E"E“ E’“EI
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Source: BOILER10

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detail
Plant: CONOCOPHILLIPS COMP.

Zero Level

Span Level Results
Reference | Actual Cal | Reference | Aclual Cal Cal Error On-
End Date / Time Value Response | Error. Value Response | Eror | Limit | Method | Pass/Fall | Line
02
03/15/2011 08:18 00 0.0 0.0 219 223 04 10 DIFF  Passed  Yes
03/16/2011 08:18 0.0 0.0 00 21.9 220 0.1 1.0 DIFF  Passed  Yes
03/17/2011 08:18 00 0.0 0.0 219 222 0.3 10 DIFF  Passed  Yes
03/18/2011 08:18 00 00 0.0 219 21.9 00 10 DIFF  Passed  Yes
03/1812011 09:11 0.0 0.0 0.0 219 219 0.0 10 DIFF  Passed  Yes
03/19/2011 08:18 0.0 0.1 0.1 219 21__ o 10 DIFF _ Passed  Yes
03/20/2011 08:18 0.0 0.1 0.1 219 226 _ 08! 10 oFF Tainiimit! ves
03/20/2011 13:39 0.0 0.0 0.0 219 22.0 0.1 10 DIFF  Passed  Yes
03/21/2011 08:18 0.0 0.4 0.1 21.9 218 0.1 1.0 DIFF  Passed Yes
03/21/2011 15:03 00 0.1 0.1 21.9 220 0.1 10 DIFF  Passed  Yes
03/21/2011 18:12 0.0 0.0 0.0 219 22.1 02 10 DIFF  Passed  Yes
03/22/2011 08:18 0.0 00 0.0 219 221 0.2 10 DIFF  Passed  Yos
03/23/2011 08:15 0.0 00__ 00 220 220 0.0 10 DIFF  Passed  Yes
03/23/2011 08:12 0.0 06~ Tos 220 0.1 10 oFF [T Yes
0312412011 07:18 0.0 0.4 0.1 220 218 0.2 10 DIFF  Passed  Yes
0312512011 07:18 00 0.0 0.0 22.0 22.1 0.1 10 DIFF  Passed Yes
0312612011 07:18 0.0 00 0.0 220 22.1 0.1 10 DIFF  Passed  Yes
0312712011 07:18 00 00 00 220 22,4 0.1 10 DIFF  Passed  Yes
03/2812011 07:18 0.0 0.0 00 220 22.1 0.1 10 DIFF  Passed  Yes
03/29/2011 07:18 0.0 0.0 0.0 220 222 0.2 10 DIFF  Passed Yes
03/30/2011 05:18 0.0 0.4 0.1 22,0 222 0.2 10 DIFF  Passed  Yes
03/30/2011 07:52 0.0 0.0 0.0 220 221 0.1 1.0 DIFF  Passed  Yes
0313112011 05:18 0.0 0.0 0.0 22,0 219 0.1 10 DIFF  Passed  Yes
04/01/2011 05:18 0.0 0.1 0.1 220 216 04 10 DIFF  Passed  Yes
04/02/2011 05:18 0.0 0.0 0.0 220 217 0.3 10 DIFF  Passed Yes
04/03/2011 05:48 0.0 00 0.0 220 220 0.0 10 DIFF  Passed  Yes
04/03/2011 11:03 0.0 -0.1 0.1 220 220 0.0 10 DIFF  Passed  Yes
04/0412011 05:18 0.0 0.3 03 22,0 219 0.1 10 DIFF  Passed  Yes
04/05/2011 05:18 0.0 03 03 220 215 05 10 DIFF  Passed  Yes
04/06/2011 05:18 0.0 02 0.2 220 220 00 10 DIFF  Passed  Yes
04/07/2011 05:18 0.0 0.1 0.1 220 220 0.0 10 DIFF  Passed Yes
04/08/2011 05:18 0.0 02 02 220 222 0.2 10 DIFF  Passed  Yes
04/08/2011 08:20 0.0 0.4 0.1 220 222 02 10 DIFF  Passed  Yes
04109/2011 05:18 0.0 0.1 0.4 220 220 00 10 DIFF  Passed  Yes
04/10/2011 05:18 0.0 0.1 0.1 220 219 0.1 1.0 DIFF  Passed Yes
04/11/2011 05:18 0.0 0.1 0.1 220 217 03 10 DIFF  Passed  Yes
04/12/2011 05:18 0.0 01 0.4 220 216 04 10 DIFF  Passed  Yes
04/12/2011 10:06 0.0 0.0 00 220 220 0.0 10 DIFF  Passed  Yes
04/1312011 05:18 0.0 0.1 0.1 220 220 0.0 10 DIFF  Passed  Yes
04/14/2011 05:18 0.0 0.0 0.0 220 221 0.1 10 DIFF  Passed  Yes
04/15/2011 05:18 0.0 0.1 0.1 220 223 03 10 DIFF  Passed  Yes
04/16/2011 05:18 0.0 0.4 04 220 223 03 10 DIFF  Passed  Yes
04/16/2011 10:42 00 0.4 0.4 220 220 0.0 10 DIFF  Passed  Yos
04/17/2011 05:18 00 0.1 0.1 220 217 03 10 DIFF  Passed  Yos
Calibration Error: I Maintenance Limit |
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Source: BOILER10

Calibration Detail

Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Level Span Level _Results
; Reference | Actual Cal | Reference | Actual Cal Cal Eror | | On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fall | Line
02
04/18/2011 05:18 0.0 0.2 0.2 220 219 0.1 10 DIFF  Passed  Yes
04/18/2011 13:26 0.0 0.0 0.0 220 219 0.1 1.0 DIFF  Passed  Yes
04/18/2011 13:53 0.0 0.1 0.1 220 219 0.1 10 DIFF  Passed Yes
04/19/2011 05:18 0.0 -0.2 0.2 220 219 0.1 1.0 DIFF Passed Yes
04/20/2011 05:18 0.0 -0.2 02 22,0 219 0.1 10 DIFF  Passed  Yes
04/21/2011 05:19 0.0 0.1 0.1 220 22,0 00 10 DIFF  Passed  Yes
04/21/2011 09:41 0.0 0.0 0.0 220 224 0.1 1.0 DIFF  Passed  Yes
04/22/2011 05:19 0.0 0.1 0. 22.0 223 03 10 DIFF  Passed Yes
04/23/2011 05:19 0.0 0.0 0.0 220 22.1 0.1 10 DIFF  Passed  Yes
04/24/2011 05:19 0.0 -0.4 0.1 220 22.0 0.0 10 DIFF  Passed Yos
04125/2011 05:19 0.0 0.1 041 220 220 0.0 10 DIFF  Passed  Yes
04/25/2011 08:34 0.0 -0.1 0.1 22,0 220 0.0 1.0 DIFF  Passed  Yes
04/26/2011 05:19 0.0 0.0 0.0 220 219 01 1.0 DIFF  Passed Yes
04/27/2011 05:19 0.0 0.2 02 220 219 0.1 1.0 DIFF  Passed  Yes
04/26/2011 05:19 0.0 03 03 220 21.8 02 10 DIFF  Passed  Yes
04/26/2011 05:19 0.0 -0 0.4 220 218 0.2 10 DIFF  Passed Yes
04/28/2011 08:37 0.0 0.0 0.0 220 22.0 0.0 1.0 DIFF  Passed Yes
04/30/2011 05:19 0.0 0.2 02 220 22.1 0.1 1.0 DIFF  Passed  Yos
05/01/2011 05:19 0.0 04 _ 04 220 224 04 10 DIFF _ Passed _ Yos
05/02/2011 05:19 0.0 06— oel 220 22.4 0.4 10 oFF TmaintLimit] ves
05/02/2011 06:59 0.0 0.0 0.0 220 223 0.3 1.0 DIFF  Passed  Yes
05/02/2011 07:26 0.0 0.0 0.0 220 00[ 220 1.0 oFF TN ves
05/02/2011 07:54 0.0 0.0 0.0 220 00] 220 10  DIFF Failed AR
05/02/2011 09:59 0.0 00 0.0 22.0 22.4 0.4 10 DIFF  Passed  Yos
05/02/2011 10:29 00 0.1 0.1 220 22.1 0.1 10 DIFF  Passed  Yes
05/03/2011 05:20 0.0 04 __ 04 220 219 0.1 10 DIFF  Passed  Yes
05/0412011 05:20 0.0 o7l o7l 220 219 0.1 10 DIFF  IMaintLimit] ves
05/04/2011 08:41 0.0 0.0 0.0 220 224 0.1 10 DIFF Passed Yes
05/04/2011 11:48 0.0 0.0 0.0 22.0 220 0.0 1.0 DIFF Passed Yes
0510412011 14:10 0.0 0.0 0.0 220 217 0.3 10 DIFF  Passed  Yes
05/04/2011 14:32 0.0 0.0 0.0 220 0.0 22.0 10 DIFF Failed Yes
05/0412011 14:44 0.0 0.4 0.1 22,0 0.0 220 10  DIFF Failed [RCS
05/04/2011 15:03 0.0 -0 0.4 220 220 0.0 10 DIFF  Passed Yes
05/05/2011 05:20 0.0 03 03 220 220 0.0 10 DIFF  Passed  Yes
05/05/2011 11:17 0.0 -05 05 220 220 00 10 DIFF  Passed  Yes
05/06/2011 05:20 0.0 0.0 0.0 220 21.9 0.1 10 DIFF  Passed  Yos
05/07/2011 05:20 0.0 0.0 0.0 22.0 21.8 0.2 1.0 DIFF Passed Yes
05/08/2011 05:20 0.0 0.0 0.0 220 219 0.1 1.0 DIFF  Passed Yes
05/09/2011 05:20 0.0 0.0 0.0 220 21.9 0.1 10 DIFF Passed Yes
05/10/2011 05:20 0.0 -0.1 0.1 22.0 22.0 0.0 1.0  DIFF Passed Yeos
05/10/2011 12:39 0.0 0.0 0.0 220 220 0.0 10 DIFF  Passed  Yes
05/11/2011 05:20 0.0 0.0 0.0 220 220 0.0 10 DIFF Passed Yes
05/12/2011 05:20 00 0.0 0.0 220 22.4 0.4 1.0 DIFF  Passed  Yos
05/13/2011 05:20 0.0 0.0 0.0 220 22.0 0.0 10 DIFF  Passed  Yes
Calibralion Error: EME[“E‘J“E"E Limit |
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Source: BOILER10

Calibration Detall

Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Leve! . Span Level Results
Reference | Aclual Cal | Reference | Actual Cal Cal Error On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
02
05/13/2011 08:15 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
05/14/2011 05:20 0.0 0.0 0.0 220 219 0.1 10 DIFF  Passed  Yes
05/15/2011 05:20 0.0 0.0 0.0 220 21.7 03 1.0 DIFF Passed Yes
05/16/2011 05:20 0.0 0.0 0.0 220 217 0.3 1.0 DIFF  Passed  Yes
05/1772011 05:14 0.0 0.0 0.0 220 0.0 10  DIFF Yes
05/17/2011 07:50 0.0 0.0 0.0 220 220 0.0 10 DIFF  Passed  Yes
05/18/2011 05:20 0.0 0.0 0.0 220 22.1 0.1 10 DIFE  Passed  Yes
05/19/2011 05:20 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
05/20f2011 05:20 0.0 0.0 0.0 220 221 01 1.0 DIFF Passed Yes
05/21/2011 05:20 0.0 0.0 0.0 220 221 04 1.0 DIFF Passed Yes
05/22/2011 05:20 0.0 0.0 0.0 220 222 02 10 DIFF  Passed  Yes
05/23/2011 05:20 0.0 0.0 0.0 220 2241 0.1 10 DIFF  Passed  Yes
05/24{2011 05:20 0.0 0.0 0.0 22,0 220 0.0 10 DIFF  Passed  Yes
0512512011 05:20 0.0 0.0 0.0 220 224 01 10 DIFF  Passed  Yes
051262011 06:20 0.0 0.0 0.0 22,0 220 0.0 10 DIFF  Passed  Yes
05/27/2011 05:20 0.0 0.0 0.0 220 221 0.1 10 DIFF  Passed  Yes
05/28/2011 05:20 0.0 0.0 0.0 220 221 01 1.0 DIFF Passed Yes
05/29/2011 05:20 0.0 0.0 0.0 220 222 0.2 10 DIFF  Passed  Yes
05/30/2011 05:20 00 0.0 0.0 220 222 0.2 10 DIFF  Passed Yas
05/31/2011 05:13 0.0 0.0 0.0 220 0o 220] 10 orFF [T ves
05/31/2011 06:50 0.0 0.0 0.0 22.0 220 0.0 1.0 DIFF Passed Yes
06/01/2011 05:20 0.0 0.0 0.0 22.0 219 0.1 1.0 DIFF Passed Yes
06/02/2011 05:20 0.0 0.0 0.0 22.0 219 0.1 1.0 DIFF Passed Yeas
06/03/2011 05:20 0.0 0.0 0.0 220 22.0 0.0 1.0 DIFF Passed Yes
06/04/2011 05:20 0.0 0.0 0.0 22.0 220 0.0 1.0 DIFF Passed Yes
06/05/2011 05:20 0.0 0.0 0.0 220 219 0.1 1.0 DIFF Passed Yes
06/08/2011 05:20 0.0 0.0 0.0 220 219 0.1 10 DIFF  Passed  Yes
06/07/2011 05:20 0.0 0.0 0.0 220 219 0.1 10 DIFF  Passed  Yes
06/08/2011 05:20 0.0 0.0 0.0 220 219 0.1 10 DIFF  Passed Yes
06/09/2011 05:20 0.0 0.0 0.0 220 21.8 0.2 1.0 DIFF Passed Yes
06/10/2011 05:20 0.0 0.0 0.0 220 218 02 10 DIFF  Passed  Yes
06/11/2011 05:20 0.0 0.0 0.0 220 21.8 02 10 DIFF  Passed  Yes
06/11/2011 10:47 0.0 0.0 0.0 220 218 0.2 10 DIFF  Passed  Yes
06/12/2011 05:20 0.0 0.0 0.0 220 218 02 1.0 DIFF Passed Yes
06/13/2011 05:20 0.0 0.0 0.0 220 21.8 0.2 1.0 DIFF Passed Yes
06/14/2011 05:20 0.0 0.1 0.1 22.0 218 0.2 10 DIFF  Passed  Yes
06/15/2011 05:20 0.0 00 0.0 220 22.2 0.2 1.0 DIFF Passed Yes
06/16/2011 06:48 0.0 00 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/17/2011 05:20 0.0 -0.1 0.1 220 220 0.0 10 DIFF  Passed  Yes
06/18/2011 05:20 0.0 -0 0.1 220 220 0.0 10 DIFF  Passed  Yes
06/19/2011 05:20 0.0 0.1 0.1 220 21.9 0.1 10 DIFF  Passed  Yes
06/20/2011 05:20 0.0 -0.1 01 220 219 0.1 1.0 DIFF Passed Yes
06/21/2011 05:20 0.0 -0.1 0.1 220 22.0 0.0 1.0 DIFF Passed Yes
06/21/2011 10:40 0.0 0.0 0.0 220 220 0.0 10 DIFF  Passed  Yes
Calibration Error: [ Waintenane Limit !
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Source: BOILER10

Calibration Detail

Plant: CONOCOPHILLIPS COMP.

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Leval Span Level Results
Reference | Actual Cal | Reference | Actual Cal Cal Error On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fall | Line
02
06/22/2011 05:20 0.0 0.0 0.0 220 219 0.1 1.0 DIFF Passed Yes
06/22/2011 08:10 0.0 0.0 0.0 220 220 0.0 10 DIFF Passed Yes
06/23/2011 05:20 0.0 0.0 0.0 22.0 21.9 0.1 1.0 DIFF Passed  Yes
06/24/2011 05:20 0.0 0.0 0.0 22,0 21.8 0.2 10 DIFF Passed  Yes
08/24/2011 11:17 0.0 0.0 0.0 220 21.8 02 1.0 DIFF Passed Yes
06/25/2011 05:20 0.0 0.0 0.0 220 21.9 0.1 10 DIFF Passed  Yes
06/26/2011 05:20 0.0 0.0 0.0 220 22,0 0.0 1.0  DIFF Passed  Yes
06/26/2011 11:50 0.0 0.0 0.0 220 220 0.0 1.0 OIFF Passed  Yes
06/27/2011 05:20 0.0 0.0 0.0 22,0 22.1 0.1 1.0  DIFF Passed  Yes
06/28/2011 05:20 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/29/2011 05:20 0.0 0.0 0.0 220 218 0.2 10 DIFF Passed  Yes
06/28/2011 08:49 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/30/2011 05:20 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
Source: BOILERY
Zero Level Span Leve! | Resulls
Reference |  Actual Cal | Reference | Actual Ccal | cal Error On-
End Date / Time Value Response | Error Value Response | Eror Limit | Method | Pass/Fail | Line
NOXPPM
01/01/2011 06:01 0.0 -0.4 0.4 56.0 574 11 100  DIFF Passed  Yes
01/02/2011 06:01 00 -03 0.3 56.0 57.2 12 100  DIFF Passed  Yes
01/03/2011 06:01 0.0 08 0.8 56.0 566 0.6 100 DIFF Passed  Yes
01/04/2011 06:01 0.0 1.0 1.0 56.0 55.8 0.2 10.0  DIFF Passed  Yes
01/05/2011 06:01 0.0 0.9 0.9 56.0 56.5 05 10.0 DIFF Passed Yes
01/08/2011 06:01 0.0 4.2 12 56.0 55.8 0.2 100 DIFF Passed  Yes
01/07/2011 06:01 0.0 -1.6 1.6 §6.0 55.8 0.2 10.0 DIFF  Passed Yes
01/08/2011 06:01 0.0 -1.8 18 56.0 55.5 0.5 10.0 DIFF Passed  Yes
01/09/2011 06:01 0.0 1.4 14 56.0 §5.4 0.6 100 DIFF Passed  Yes
01/10/2011 06:01 0.0 -1.5 1.5 56.0 55.7 0.3 10.0  DIFF Passed Yes
01/11/2011 06:01 0.0 1.6 1.5 56.0 55.6 04 10.0  DIFF Passed Yas
01/12/2011 06:01 0.0 1.3 13 56.0 56.1 0.1 100  DIFF Passed  Yes
01/13/2011 06.01 0.0 -1.5 15 56.0 55.8 0.1 100 DIFF Passed Yes
01/14/2011 06:01 0.0 -1.2 1.2 56.0 55.9 0.1 10.0 DIFF Passed Yes
01/15/2011 06:01 0.0 16 16 56.0 55.7 03 100 DIFF Passed  Yes
01/16/2011 06:01 0.0 -13 1.3 56.0 56.1 0.1 10.0 DIFF Passed Yes
01/17/2011 06:01 0.0 1.6 16 56.0 55.3 0.7 100 DIFF Passed  Yes
01/18/2011 06:01 0.0 -1.8 1.8 56.0 55.3 0.7 100  DIFF Passed  Yes
01/19/2011 06:01 0.0 1.7 1.7 56.0 556 0.4 10.0 DIFF Passed Yes
01/20/2011 06:01 0.0 -3 1.3 66.0 55.8 0.2 100 DIFF Passed  Yes
01/21/2011 06:01 0.0 1.9 19 56.0 55.2 0.8 100 DIFF Passed  Yes
01/22/2011 06:01 00 -1.6 1.6 56.0 55.0 1.0 10.0 DIFF Passed Yes
01/23/2011 06:01 00 20 20 56.0 54.8 12 100 DIFF _ Passed  Yes
0112412011 06:01 00 240~ 54 56.0 550 10 100 OFF mainttimit] ves
Calibration Ertor: I Maintenance Cimit |
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Source: BOILER9

Report Perlod: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detail
Plant: CONOCQPHILLIPS COMP.

. Zero Level Span Leve! Results
b Reference | Actual Cal Reference |  Actual - cal Cal Error - | On-
End Date / Time Value Response | Error Value ‘Response | Error Limit | Melhod | Pass/Fail | Line
NOXPPM L '
01/2512011 06:01 0.0 23 ~ 23l 56.0 552 08 100 OFF MaintLmit) Yes
01/25/2011 08:39 0.0 0.0 0.0 56.0 56.3 03 100 DIFF  Passed  Yes
01/26/2011 06:01 0.0 07 07 56.0 57.2 12 100 DIFF  Passed  Yes
01/27/2011 06:01 0.0 02 02 56.0 57.2 12 100 DIFF  Passed Yes
01/28/2011 06:01 0.0 0.3 03 56.0 56.6 06 100 DIFF  Passed  Yes
01/20/2011 06:0% 0.0 02 0.2 56.0 57.1 11 100 DIFF  Passod  Yes
01/30/2011 06:01 0.0 0.1 0.4 56.0 56.9 09 100 DIFF  Passed Yes
01/31/2011 06:01 0.0 0.4 0.4 56.0 57.1 14 100 DIFF  Passed Yes
02/0172011 06:01 0.0 0.4 0.4 56.0 56.6 06 100 DIFF  Passed  Yes
0210212011 06:01 0.0 0.3 03 56.0 56.7 07 100 DIFF  Passed  Yes
02/03/2011 06:01 0.0 0.3 03 56.0 56.9 08 100 DIFF  Passed  Yes
02/04/2011 08:01 0.0 0.1 0.1 56.0 56.6 06 100 DIFF  Passed Yes
02/05/2011 06:01 0.0 0.1 0.1 56.0 56.5 05 100 DIFF  Passed Yes
02/06/2011 06:01 00 05 05 56.0 57.2 12 100 DIFF  Passed  Yes
020712011 06:01 0.0 0.2 0.2 56.0 56.8 08 100 DIFF  Passed  Yes
02/08/2011 06:01 00 0.3 03 56.0 57.0 10 100 DIFF  Passed Yes
02/09/2011 06:01 0.0 0.2 02 56.0 56.3 03 100 DIFF  Passed Yes
02/10/2011 06:01 0.0 -06 06 56.0 555 05 100 DIFF  Passed  Yes
02/11/2011 06:01 0.0 0.0 0.0 56.0 55.9 0.4 100 DIFF  Passed  Yes
02/12/2011 06:01 0.0 1.1 1.1 56.0 55.0 10 100 DIFF  Passed  Yes
02/13/2011 06:01 0.0 0.8 08 56.0 555 05 100 DIFF  Passed  Yes
02/14/2011 06:01 0.0 0.2 0.2 56.0 56.4 04 100 DIFF  Passed  Yes
02/15f2011 06:01 0.0 -0.6 0.6 56.0 55.2 0.8 10.0 DIFF Passed Yos
02/16/2011 06:01 0.0 1.0 1.0 56.0 54.1 19 100 DIFF  Passed  Yes
02/17/2011 06:01 0.0 00 0.0 56.0 55.2 08 100 DIFF  Passed  Yes
02/18/2011 06:01 0.0 0.3 03 56.0 546 14 100 DIFF  Passed  Yes
02/19/2011 06:01 00 0.1 0.1 56.0 549 11 100 DIFF  Passed  Yes
02/20/2011 06:01 0.0 1.0 10 56.0 5351 _ 25! 100 oFF Dhaintlimit] Yos
021202011 14:27 0.0 0.1 0.1 56.0 544 16 100 DIFF  Passed  Yes
022072011 14:48 0.0 03 03 56.0 56.4 04 100 DIFF  Passed  Yes
02/21/2011 06:01 0.0 -03 03 56.0 55.9 0.1 100 DIFF  Passed  Yes
02/22/2011 06:01 0.0 13 13 56.0 54.7 13 100 DIFF  Passed  Yes
02/23/2011 06:01 0.0 1.3 13 56.0 54.1 19 100 DIFF  Passed  Yes
02/24/2011 06:01 0.0 1.2 12 56.0 54.3 17 100 DIFF  Passed  VYes
0212412011 13:10 0.0 0.4 04 56.0 56.5 05 100 DIFF  Passed  Yes
02/25/2011 06:01 0.0 08 08 56.0 56.6 06 100 DIFF  Passed  Yes
02/26/2011 06:01 0.0 07 0.7 56.0 56.6 06 100 DIFF  Passed Yes
02/2772011 06:01 0.0 08 0.8 56.0 56.3 03 100 DIFF  Passed Yes
02/28/2011 06:01 0.0 0.4 0.4 56.0 56.0 00 100 DIFF  Passed Yes
03/01/2011 06:01 00 06 0.6 56.0 55.7 03 100 DIFF  Passed Yes
03/02/2011 06:01 0.0 0.2 02 56.0 55.3 07 100 DIFF  Passed Yes
03/03/2011 06:01 0.0 05 05 56.0 544 __ 16 100 DIFF _ Passed  Yes
0310412011 06:01 0.0 08 08 56.0 370~ 23! 100 DiFF DuaintLimit] ves
03/05/2011 06:01 0.0 03 03 56.0 54.9 1.1 100 DIFF  Passed  Yes
Calibration Error: [Martenance Limit |
Report Generated: 07/20/11 12:51 Report Version 2.4.0105 TRNWBIP20\escsupport 120l 20




Source: BOILERS

Calibration Detail
Plant: CONQCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Level Span Level Resuits
Reference | Actual | Cal | Reference | Actual | Cal | Cal | Ewor | On-
End Dale / Time Value Response | Error Value Response | Error | Limit | Method | Pass/Fail | Line
NOXPPM
03/06/2011 06:01 0.0 01 0.1 56.0 55.2 08 100 DIFF  Passed  Yes
03/07/2014 06:01 00 0.3 03 56.0 §54__ 06 100 DIFF _ Passed  Yos
03/08/2011 06:01 0.0 0.1 0.4 56.0 sas _ 241 100 OFF iamiumt! ves
03/08/2011 11:04 00 0.1 0.1 56.0 56.9 09 100 DIFF  Passed  Yes
03/09/2011 06:01 0.0 02 02 56.0 55.4 06 100 DIFF  Passed  Yos
03/1012011 06:01 0.0 0.0 0.0 56.0 §52 08 100 DIFF _ Passed  Yes
03/10/2011 08:34 00 0.4 0.1 56.0 5300 211 100 oOFF TMaintLimit! ves
03/10/2011 08:56 0.0 0.0 0.0 56.0 54.7 13 100 DIFF  Passed Yes
03/10/2011 11:32 0.0 03 0.3 56.0 55.7 03 100 DIFF _ Passed  Yos
03/11/2011 06:01 00 01 04 §6.0 405" 65! 100 DFF TMainilimit] ves
03/11/2011 09:09 0.0 0.1 0.1 56.0 s0s” " 761l 100 orF " Maint Limit | Yes
03/11/2011 17:06 0.0 0.4 0.4 56.0 56.3 03 100 DIFF  Passed  Yes
03/12/2011 06:01 00 0.2 0.2 56.0 56.0 00 100 DIFF  Passed  Yes
03/1312011 07:01 0.0 03 0.3 56.0 55.6 04 100 DIFF  Passed Yes
03/1412011 07:01 0.0 03 0.3 56.0 55.7 03 100 DIFF  Passed  Yes
03/15/2011 07:01 0.0 03 03 56.0 565 05 100 DIFF  Passed  Yes
03/15/2011 13:18 0.0 0.2 02 56.0 56.4 04 100 DIFF  Passed  Yes
03/16/2011 07:01 0.0 0.6 06 560 56.6 06 100 DIFF  Passed  Yos
03/17/2011 07:01 00 04 04 560 56.4 04 100 DIFF  Passed Yos
03/18/2011 07:01 0.0 0.1 0.4 56.3 56.8 05 100 DIFF  Passed  Yes
03/19/2011 07:01 0.0 0.6 06 56.3 57.2 08 100 DIFF  Passed Yos
03/20/2011 07:01 0.0 0.0 0.0 56.3 56.4 0.1 100 DIFF Passed  Yes
03/2112011 07:01 0.0 05 05 56.3 56.2 04 100 DIFF  Passed  Yes
03/222011 07:01 0.0 03 0.3 56.3 57.2 09 100 DIFF  Passed  Yes
03/2312011 07:01 0.0 -04 0.4 56.3 56.6 03 100 DIFF  Passed  Yos
03/24/2011 06:01 00 -0.9 09 563 562 01 100 DIFF  Passed  Yes
03/25/2011 06:01 0.0 0.9 0.9 56.3 558 05 100 DIFF  Passed Yes
03/26/2011 06:01 0.0 45 15 56.3 55.7 06 100 DIFF  Passed Yes
03/27/2011 06:01 0.0 13 1.3 56.3 56.5 08 100 DIFF  Passed Yes
03/28/2011 06:01 0.0 -1.4 14 56.3 55.2 11 100 DIFF  Passed  Yes
03/28/2011 06:01 0.0 1.3 13 56.3 55.4 09 100 DIFF  Passed  Yos
03/3012011 06:01 0.0 45 15 56.3 55.2 11 100 DIFF  Passed  Yes
03/31/2011 06:01 0.0 1.5 15 56.3 55.1 12 100 DIFF  Passed  Yes
04/01/2011 05:01 0.0 1.2 12 56.3 55.0 13 100 DIFF  Passed  Yes
04/01/2011 06:14 0.0 0.1 0.1 56.3 56.6 03 100 DIFF  Passed  Yes
04/02/2011 05:01 0.0 06 0.6 56.3 56.9 06 100 DIFF  Passed  Yes
04/03/2011 05:01 0.0 0.3 03 56.3 56.5 02 100 DIFF  Passed  Yes
04/04/2011 05:01 0.0 0.0 0.0 56.3 §6.7 04 100 DIFF  Passed  Yes
04/05/2011 05:01 0.0 0.1 0.1 56.3 56.6 03 100 DIFF  Passed  Yes
04/06/2011 05:01 0.0 0.1 0.1 56.3 56.8 05 100 DIFF  Passed  Yes
0410712014 05:01 00 0.3 03 56.3 563 00 100 DIFF  Passed Yes
04/08/2011 05:01 0.0 05 05 56.3 563 00 100 DIFF  Passed  Yes
04/08/2011 07:57 0.0 02 0.2 56.3 56.1 02 100 DIFF  Passed  Yos
04/0912011 05:01 0.0 0.2 0.2 56.3 56.2 04 100 DIFF  Passed  Yos
Callbration Error: Meintenance Cinit |
Repert Generaled: 07/20/11 12:51 Report Version 2.4.0105 TRNWBIP20\escsupport 13 0f 20




Source: BOILERS

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detail
Plant: CONOCOPHILLIPS COMP.

Zero Level Span Level Results
Reference Actual Cal | Reference Aclual Cal Cal | Error On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fall | Line
NOXPPM
04/10/2011 05:01 0.0 -0.6 0.6 56.3 56.1 0.2 100 DIFF Passed Yes
04/11/2011 05:01 0.0 -0.3 0.3 56.3 56.3 0.0 10.0 DIFF Passed Yes
04/12/2011 05:01 0.0 0.3 0.3 56.3 56.4 01 10.0 DIFF Passed Yes
04/13/2011 05:01 0.0 -1.0 1.0 56.3 55.7 0.6 10.0 DIFF Passed Yes
0411412011 05:01 0.0 0.7 07 56.3 56.0 03 100 DIFF  Passed Yes
04/15/2011 05:01 0.0 0.8 0.8 56.3 55.7 06 100 DIFF Passed Yes
04/16/2011 05:01 0.0 -1.3 1.3 56.3 551 1.2 10.0 DIFF Passed Yes
04/17/2011 05:01 0.0 0.7 07 56.3 55.7 0.6 100 DIFF  Passed  Yes
04/18/2011 05:01 0.0 =11 1.1 56.3 55.5 0.8 10.0 DIFF Passed Yes
04/18/2011 05:01 0.0 -1.2 1.2 56.3 5§5.2 11 10.0  DIFF Passed Yes
04/20/2011 05:01 00 45 15 56.3 55.1 1.2 100 DIFF  Passed  Yes
04/21/2011 05:01 0.0 1.3 13 56.3 552 1.1 100  DIFF Passed  Yes
04/22/2011 05:01 0.0 -1.5 1.5 56.3 54.7 1.6 100 DIFF Passed Yes
04/23/2011 05:01 0.0 -1.6 16 §6.3 54.8 15 100  DIFF Passed  Yes
04/24/2011 05:01 0.0 =11 1.1 56.3 554 0.9 10.0 DIFF Passed Yes
04/25/2011 05:01 0.0 -6 15 56.3 549 14 10.0 DIFF Passed  Yes
04126/2011 05:01 0.0 23~ 23] 56.3 543 __ 20 100 DIFF IMaintLimit! ves
04127/2011 05:01 0.0 34l ~ 54 56.3 s34 32l 100 oiFF DiaintUmil ves
04/28/2011 05:01 00 44l ” 54l 56.3 517, _ 46 100 DIFF | MaintLimit! Yes
0412012011 05:01 0.0 ssl” ~ 53l 56.3 so7l ~ 56l 100 ore Tvanttimt] ves
04/29/2011 08:13 0.0 0.0 0.0 56.3 56.1 02 100  DIFF Passed  Yes
04/30/2011 05:01 0.0 -0.6 0.6 56.3 55.8 0.5 10.0 DIFF Passed Yes
05/01/2011 05:01 0.0 -0.8 0.8 56.3 55.8 0.5 10.0  DIFF Passed Yes
05/02/2011 05:01 00 0.7 07 56.3 55.6 0.7 100 DIFF  Passed  Yes
05/03/2011 05:01 0.0 0.7 07 56.3 55.8 0.5 100 DIFF  Passed  Yes
05/04/2011 05:01 0.0 -0.4 0.4 56.3 56.2 0.1 100 DIFF Passed Yes
05/05/2011 05:01 0.0 -1.0 1.0 56.3 55.3 1.0 100 DIFF Passed Yes
05/06/2011 05:01 0.0 05 0.5 56.3 56.0 03 100 DIFF Passed  Yes
05/07/2011 05:01 0.0 09 0.9 56.3 554 09 100 DIFF Passed  Yes
05/08/2011 05:01 0.0 0.9 0.9 56.3 55.4 0.9 100 DIFF  Passed  Yes
05/09/2011 05:01 0.0 -0.8 0.9 56.3 551 12 10.0 DIFF Passed Yes
05/10/2011 05:01 0.0 -1.9 19 56.3 548 1.5 100 DIFF Passed Yes
051012011 12:54 00 13 13 25.4 gas[__ 595] 100 DIFF Yes
05/11/2011 05:01 0.0 04 04 25.4 263 0.9 40 DIFF  Passed  Yes
05/12/2011 05:01 0.0 -0.4 04 254 261 0.7 40 DIFF  Passed  Yes
05/13/2011 05:01 0.0 -0.1 0.1 254 248 0.6 40 DIFF Passed  Yes
05/14/2011 05:01 0.0 0.0 0.0 254 250 0.4 40 DIFF Passed Yes
05/15/2011 05:01 0.0 0.0 0.0 254 236 18 4.0 DIFF Passed Yes
05/16/2011 05:01 0.0 -0.1 0.1 254 238 18 40 DIFF  Passed  Yes
05/17/2011 05:01 0.0 0.0 0.0 254 23.7 1.7 40 DIFF Passed Yos
05/17/2011 10:30 0.0 0.0 0.0 25.4 256 0.2 40 DIFF  Passed  Yes
05/18/2011 05:01 0.0 0.0 0.0 254 255 01 40 DIFF Passed Yes
05/19/2011 05:01 0.0 -0.1 0.1 254 254 0.0 40 DIFF Passed Yas
05/20/2011 05:01 0.0 -0.1 01 254 265 14 40  DIFF Passed  Yes
Calibration Error: Maintenance Uit |
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Source: BOILERS

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detail
Plant: CONQCOPHILLIPS COMP.

Zero Level Span Level __Results
Reference | Aclual Cal | Reference Actual Cal Cal | Error On-
End Dale / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
NOXPPM
05/21/2011 05:01 0.0 0.1 0.1 254 26.9 1.5 40 DIFF Passed  Yes
05/22/2011 05:01 0.0 0.1 0.1 254 27.0 16 40 DIFF Passed  Yes
05/23/2011 05:01 0.0 0.1 0.1 254 252 0.2 40 DIFF Passed  Yes
05/23/2011 13:11 0.0 0.1 0.1 254 0o __254] a0 oDIFF Yes
05/23/2011 15:19 0.0 0.1 0.1 254 254 0.0 40 DIFF Passed  Yes
05/24/2011 05:01 0.0 0.1 0.1 25.4 237 17 40 DIFF Passed  Yes
05/25/2011 05:01 0.0 -0.1 0.1 254 25.5 0.1 40 DIFF Passed  Yes
05/26/2011 05:01 0.0 -0.1 0.1 25.4 254 00 40 DIFF Passed  Yes
05/27/2011 05:01 0.0 0.2 0.2 25.4 22.?E _ _2.2 40 DIFF EME_i.nLI..fn_'l_H] Yes
05/27/2011 09:35 0.0 0.0 0.0 254 255 0.1 40 DIFF Passed  Yes
05/28/2011 05:01 0.0 0.1 04 254 255 0.1 40 DIFF Passed  Yes
05/20/2011 05:01 0.0 -0.1 0.1 254 255 0.1 40 DIFF Passed  Yes
05/30/2011 05:01 0.0 -0.2 0.2 254 255 0.1 40 DIFF Passed  Yes
05/31/2011 05:01 0.0 -0.4 0.1 25.4 255 0.1 40 DIFF Passed  Yes
06/01/2011 05:01 0.0 -0.1 0.1 25.4 254 0.0 40 DIFF Passed  Yes
06/02/2011 05:01 0.0 0.3 0.3 254 259 0.5 40 DIFF Passed  Yes
06/03/2011 05:01 0.0 0.0 0.0 254 256 0.2 40 DIFF Passed  Yes
06/04/2011 05:01 0.0 0.1 0.1 254 25.4 0.0 40 DIFF Passed  Yes
06/05/2011 05:01 0.0 -0.1 0.1 254 254 0.0 4.0 DIFF Passed Yes
06/06/2011 05:01 0.0 -0.1 0.1 254 254 0.0 4.0 DIFF Passed Yes
06/07/2011 05:01 0.0 0.0 0.0 254 255 01 4.0 DIFF Passed Yes
06/08/2011 05:01 0.0 -0.1 0.1 254 25.4 0.0 40 DIFF Passed  Yes
06/09/2011 05:01 0.0 -0.1 01 254 254 0.0 40 DIFF Passed Yes
06/10/2011 05:01 0.0 0.4 0.1 254 25.1 0.3 40 DIFF Passed  Yes
06/11/2011 05:01 0.0 0.2 0.2 254 25.0 04 40 DIFF Passed  Yes
06/12/2011 05:01 0.0 0.2 0.2 254 25.0 04 40 DIFF Passed  Yes
06/13/2011 05:01 0.0 -0.1 0.1 25.4 250 0.4 40 DIFF Passed  Yes
06/14/2011 05:01 0.0 -0.2 0.2 25.4 249 05 40 DIFF Passed  Yes
06/15/2011 05:01 0.0 -0.1 0.1 254 250 0.4 40 DIFF Passed Yes
06/16/2011 05:01 0.0 -0.1 0.1 254 250 0.4 40 DIFF Passed  Yes
06/17/2011 04:56 0.0 1.0 10 254 0o _254] 40 orr [EIEE ves
06/17/2011 06:20 0.0 -0.2 0.2 254 256 0.2 4.0 DIFF Passed Yes
06/18/2011 05.01 0.0 -0.1 0.1 254 256 02 40 DIFF Passed Yes
06/19/2011 05:02 0.0 -0.1 0.1 254 256 0.2 40 DIFF Passed  Yes
06/20/2011 05:02 0.0 -0.1 0.1 254 255 0.1 40 DIFF Passed Yes
06/21/2011 05:02 0.0 -0.1 041 25.4 254 0.0 4.0 DIFF Passed Yes
06/21/2011 08:43 0.0 -0.1 0.1 254 254 0.0 40 DIFF Passed Yes
06/22/2011 05:02 0.0 0.0 00 254 254 0.0 40 DIFF Passed  Yes
06/23/2011 05:02 0.0 -0.1 0.1 254 254 0.0 40 DIFF Passed  Yes
06/24/2011 05:02 0.0 0.1 0.1 254 253 0.1 40 DIFF Passed  Yes
06/25/2011 05:02 0.0 0.0 0.0 254 253 0.1 40 DIFF Passed  Yes
06/26/2011 05:02 0.0 0.0 0.0 25.4 253 0.1 40 DIFF Passed  Yes
06/27/2011 05:02 0.0 0.1 0.1 25.4 254 0.0 40 DIFF Passed  Yes
06/28/2011 05:02 0.0 -0.1 0.1 25.4 25.3 0.1 40 DIFF Passed  Yes
Calibration Error: Meintenance Cimit |
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Source: BOILER9

Calibration Detail

Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Zero Level Span Level . Results
Reference | Aclual Cal | Reference | Actual Cal | Cal | Ermor On-
End Date / Time Response |  Error Value Response | Etror Limit | Method | Pass/Falil | Line
NOXPPM
06/29/2011 05:02 0.0 0.0 0.0 25.4 254 0.0 40 DIFF Passed Yes
06/29/2011 13:25 0.0 0.0 0.0 25.4 253 0.4 40 DIFF Passed Yes
06/30/2011 05:02 0.0 -0.1 0.1 25.4 25.3 01 4.0 DIFF Passed  Yes
06/30/2011 10:54 0.0 0.0 0.0 254 252 0.2 40 DIFF Passed  Yes
02
01/01/2011 06:05 0.0 0.0 0.0 21.9 222 03 1.0 DIFF Passed  Yes
01/02/2011 06:05 0.0 0.1 0.4 21.9 22.0 0.4 1.0 DIFF Passed  Yes
01/03/2011 06:05 0.0 0.1 0.1 21.9 222 0.3 1.0  DIFF Passed  Yos
01/04/2011 06:05 0.0 0.2 0.2 21.9 222 0.3 1.0  DIFF Passed Yes
01/05/2011 06:05 0.0 0.0 0.0 219 220 0.1 1.0 DIFF Passed Yes
01/06/2011 06:05 0.0 0.0 0.0 219 218 0.1 10 DIFF Passed Yes
01/07/2011 06:05 0.0 -0.1 0.4 21.9 215 0.4 1.0 DIFF Passed Yes
01/08/2011 06:05 0.0 0.0 0.0 218 215 04 1.0 DIFF Passed Yes
01/08/2011 06:05 0.0 0.1 0.1 218 21.8 0.1 1.0  DIFF Passed Yes
01/10/2011 06:05 0.0 0.0 0.0 219 22.3 04 1.0 DIFF Passed Yes
01/11/2011 06:05 0.0 0.0 0.0 219 22.2 0.3 1.0 DIFF Passed Yes
0171212011 06:05 0.0 0.1 0.1 21.9 21.8 0.1 10 DIFF Passed  Yes
01/13/2011 06:05 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed  Yes
01/14/2011 06:05 0.0 0.1 0.1 219 223 0.4 10  DIFF Passed  Yes
01/15/2011 06:05 0.0 0.1 0.1 219 222 0.3 10 DIFF Passed  Yes
01/16/2011 06:05 0.0 0.0 0.0 21.9 22.0 04 1.0 DIFF Passed  Yes
01/17/2011 06:05 0.0 041 0.1 218 223 0.4 1.0 DIFF Passed Yes
01/18/2011 06:05 0.0 0.0 0.0 218 220 0.1 10 DIFF Passed Yes
01/19/2011 06:05 0.0 0.0 0.0 21.9 217 0.2 1.0 DIFF Passed  Yes
01/20/2011 08:05 0.0 0.1 0.1 21.9 224 0.2 1.0 DIFF Passed  Yes
01/21/2011 06:05 0.0 0.0 0.0 219 216 03 1.0 DIFF Passed Yes
01/22f2011 06:05 0.0 0.2 0.2 219 22.0 0.1 1.0 DIFF Passed Yes
01/23/2011 06:05 0.0 04 0.1 21.9 220 01 10 DIFF Passed Yes
01/24/2011 06:05 0.0 0.1 0.1 219 22.4 05 1.0 DIFF Passed  Yes
01/25/2011 06:05 0.0 -0.1 0.1 219 224 0.2 1.0  DIFF Passed Yes
01/25/2011 08:43 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes
01/26/2011 06:05 0.0 -0.1 0.1 218 218 0.0 1.0  DIFF Passed Yes
01/27/2011 06:05 0.0 0.2 0.2 21.9 21.8 0.1 1.0  DIFF Passed  Yes
01/28/2011 06:05 0.0 -0.1 041 219 218 0.1 10 DIFF Passed Yes
01/29/2011 06:05 0.0 0.1 04 21.9 21.9 0.0 1.0 DIFF Passed  Yes
01/30/2011 06:05 0.0 -0.2 0.2 219 220 01 1.0  DIFF Passed Yes
01/31/2011 06:05 0.0 0.0 0.0 219 223 04 1.0 DIFF Passed Yes
02/01/2011 06:05 0.0 -0.1 0.1 21.9 224 0.2 10 DIFF Passed  Yes
02/02/2011 06:05 0.0 -0.1 0.1 218 218 0.1 1.0 DIFF Passed Yes
02/03/2011 06:05 0.0 0.0 0.0 21.9 2241 0.2 1.0 DIFF Passed Yes
02/04/2011 08:05 0.0 0.1 a1 21.8 222 0.3 1.0 DIFF Passed  Yes
02/05/2011 06:05 0.0 -0.1 0.1 219 219 0.0 10 DIFF Passed Yes
02/06/2011 06:05 0.0 -0.1 0.1 219 21.8 0.1 1.0 DIFF Passed Yes
02/07/2011 08:05 0.0 0.0 0.0 21.9 220 0.1 10 DIFF Passed  Yes
Calibralion Error: [ Maintenance Limit |
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Calibration Detail
Planl: CONOCOPHILLIPS COMP.

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59
Source: BOILER9

Zero Level 5 .. Span Level 2 __Resulls
; Reference | Actual Cal | Reference | Actual | cal Cal | Error On-
End Date / Time Value Response | Error Value . | Response | Error | Limit | Method | Pass/Fall [ Line
02
02/08/2011 06:05 0.0 -0.2 0.2 21.9 216 0.3 1.0 DIFF Passed Yes
02/09/2011 06:05 0.0 0.0 0.0 219 222 03 10 DIFF  Passed Yes
02/10/2011 06:05 0.0 0.0 0.0 219 220 0.1 1.0  DIFF Passed Yes
02/11/2011 06:05 0.0 0.0 0.0 21.9 221 0.2 1.0 DIFF Passed Yes
02/12/2011 06:05 0.0 0.0 0.0 219 219 0.0 10 DIFF Passed Yes
02/13/2011 06:05 0.0 -0.1 0.1 219 2214 02 10 DIFF  Passed  Yes
02/14/2011 06:05 0.0 0.1 0.1 219 217 02 10 DIFF  Passed  Yes
02/15/2011 06:05 0.0 03 03 21.9 224 0.2 1.0 DIFF Passed Yes
02/16/2011 06:05 0.0 0.5 05 21.9 222 03 10 DIFF Passed Yes
02/17/2011 06:05 0.0 0.5 05 219 22.1 0.2 10 DIFF  Passed  Yes
02/18/2011 06.05 0.0 0.5 05 21.9 218 0.1 1.0 DIFF Passed Yes
02/19/2011 06:05 0.0 04 0.4 218 21.8 0.1 1.0 DIFF Passed Yes
02/20/2011 06:05 0.0 osl” ~ Tog! 219 221 0.2 10 DIFF  TnMaintLimit! Yes
02/20/2011 14:31 0.0 0.1 0.1 219 220 0.1 10 DIFF  Passed  Yes
02/20/2011 14:52 0.0 0.0 0.0 219 220 0.1 10 DIFF  Passed  Yes
02/21/2011 06:05 0.0 0.0 0.0 21.9 217 0.2 1.0 DIFF Passed Yes
02/22/2011 06:05 0.0 0.1 0.1 219 219 00 10 DIFF  Passed  Yes
02/23/2011 06:05 0.0 0.2 0.2 21.9 221 0.2 1.0  DIFF Passad Yes
02/24/2011 06:05 0.0 02 0.2 218 221 0.2 1.0  DIFF Passed Yes
02/24/2011 13:14 0.0 0.0 0.0 21.9 220 0.1 1.0 DIFF Passed Yes
02/2512011 06:05 0.0 -0.1 0.1 219 215 0.4 10 DIFF  Passed  Yes
02/26/2011 06:05 0.0 0.2 0.2 219 220 0.1 10 DIFF Passed Yes
02/27/2011 06:05 00 0.0 0.0 219 218 0.1 10 DIFF  Passed  Yes
02/28/2011 06:05 0.0 0.1 0.1 219 217 0.2 10 DIFF Passed Yes
03/01/2011 06:05 0.0 02 0.2 219 220 0.1 1.0 DIFF  Passed  Yes
03/02/2011 06:05 0.0 0.3 03 219 220 0.1 10 DIFF  Passed  Yes
03/03/2011 06:05 0.0 0.3 0.3 219 223 0.4 10 DIFF  Passed  Yes
03/04/2011 06:05 0.0 04 0.4 219 224 05 10 DIFF Passed Yes
03/05/2011 06:05 00 0.5 05 219 222 03 10 DIFF  Passed Yes
03/06/2011 06:05 0.0 03 03 219 219 0.0 1.0 DIFF Passed Yos
03/07/2011 06:05 0.0 0z_ 02 21.9 217 0.2 10 DIFF  Passed  Yes
03/08/2011 06:05 0.0 07” ~ To7l 219 222 03 10 OFF ! MaintLimit] ves
03/08/2011 11:08 0.0 0.0 0.0 21.9 220 0.1 1.0 DIFF Passed Yes
03/09/2011 06:05 0.0 0.3 0.3 219 22.0 0.1 1.0  DIFF Passed Yes
031012011 06:05 00 o6l ~ Tod! 219 217 02 10 oFF  maintLimit] Yos
03/10/2011 08:38 00 -0.4 0.1 219 221 0.2 10 DIFF  Passed  Yes
03/10/2011 09:00 0.0 -0.5 0.5 219 222 0.3 1.0  OIFF Passed Yes
03/10f2011 11:36 0.0 0.0 0.0 219 220 0.1 1.0  DIFF Passed Yes
03/11/2011 06:05 0.0 23 23 21.9 217 02 10  DIFF Yes
03/11/2011 09:13 0.0 0.1 0.1 219 220 0.1 10 DIFF  Passed Yes
03112011 17:10 0.0 0.0 0.0 21.9 221 0.2 1.0 DIFF Passed Yes
03112/2011 06:05 0.0 0.0 0.0 219 223 04 10 DIFF Passed Yes
03/13/2011 07:05 0.0 0.0 0.0 218 222 0.3 10 DIFF Passed Yes
03/14/2011 07:05 0.0 0.0 0.0 219 224 0.5 10 DIFF Passed Yes

Calibration Error: Failed Test Failed Level | Maintenance Limit |
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Source: BOILERS

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detalil
Plant: CONOCOPHILLIPS COMP.

_ Zero Level Span Level Results
Reference | Aclual Cal | Reference | Aclual | cCal Cal Error _ On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
02
03/16/2011 07:05 00 00 00 219 26 _ 071 10 oFf Mvanitmt) ves
03/15/2011 13:22 0.0 0.0 0.0 219 221 0.2 1.0 DIFF Passed Yes
03/16/2011 07:05 0.0 0.0 0.0 21.9 21.8 0.1 1.0 DIFF Passed Yes
03/17/2011 07:05 0.0 0.0 0.0 219 21.9 0.0 10 DIFF  Passed Yes
03/18/2011 07:05 0.0 0.0 0.0 220 218 02 10 DIFF  Passed  Yes
03/19/2011 07:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
03/20/2011 07:05 0.0 0.0 0.0 220 222 02 10 DIFF  Passed Yes
03/21/2011 07:05 0.0 0.0 00 220 221 0.1 10 OIFF  Passed  Yes
03/22/2011 07:05 0.0 0.0 0.0 220 218 02 10 DIFF  Passed Yes
03/23/2011 07:05 0.0 01 0.4 220 21.7 03 10 DIFF  Passed  Yes
03/24/2011 08:05 0.0 0.0 0.0 22.0 216 04 10 DIFF  Passed  Yes
03/25/2011 06:05 0.0 0.0 0.0 220 218 0.2 1.0 DIFF Passed Yas
03/26f2011 06:05 0.0 0.0 0.0 220 219 0.1 1.0 DIFF Passed Yes
03/27/2011 06:05 0.0 0.0 0.0 220 21.9 0.1 1.0 DIFF Passed Yes
03/28/2011 06:05 0.0 0.0 0.0 220 219 0.1 1.0 DIFF Passed Yes
03/29/2011 06:05 0.0 0.0 0.0 22.0 22.0 0.0 1.0 DIFF Passed Yas
03/30/2011 06:05 0.0 0.1 0.1 22.0 22.0 0.0 1.0 DIFF Passed Yes
03/31/2011 06:05 00 00 00 22.0 218 02 10 DIFF _ Passed  Yos
04/01/2011 05:05 0.0 0.4 0 22,0 2140 " "08' 10 oFF TManitimit! Yes
04/01/2011 06:18 0.0 0.0 0.0 220 220 0.0 10 DIFF  Passed  Yes
04/02/2011 05:05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
04/03/2011 05:05 0.0 0.0 0.0 22.0 224 0.4 10 DIFF  Passed  Yos
04/04/2011 05:05 0.0 0.0 0.0 220 224 04 1.0 DIFF Passed Yes
04/05/2011 05:05 0.0 0.0 0.0 220 219 0.1 10 DIFF  Passed  Yes
04/06/2011 05:05 0.0 0.0 0.0 220 225 05 10 DIFF  Passed  Yes
04/07/2011 05:05 0.0 0.0 0.0 220 224 = _0.4 1.0 DIFF FE!SE_QEL Yes
04/08/2011 05:05 0.0 00 00 220 2260 _ 08 10 oFf hanitmit! Yes
04/08/2011 08:01 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
04/09/2011 05:05 0.0 00 0.0 220 221 0.1 1.0 DIFF Passed Yes
04/10/2011 05:05 0.0 0.0 0.0 220 224 0.1 1.0 DIFF Passed Yes
04/11/2011 05:05 0.0 0.0 0.0 220 21.9 0.1 10 DIFF  Passed  Yes
04/12/2011 05:05 0.0 0.0 0.0 220 218 0.2 10 DIFF  Passed  Yes
04/13/2011 05:05 0.0 0.0 0.0 220 21.9 0.1 10 DIFF  Passed  Yes
04/14/2011 05:05 0.0 0.0 0.0 22.0 220 0.0 10 DIFF  Passed  Yos
04/15/2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0 DIFF  Passed  Yes
04/16/2011 05:05 0.0 0.0 00 220 221 01 10 DIFF  Passed  Yes
04/17/2011 05:05 0.0 0.0 0.0 220 218 0.2 10 DIFF Passed Yes
04/18/2011 05:05 0.0 0.0 0.0 220 22.0 0.0 10 DIFF  Passed  Yes
04/19/2011 05:05 0.0 0.0 0.0 22.0 219 01 1.0 DIFF Passed Yes
04/20/2011 05:05 0.0 0.0 0.0 220 220 0.0 10 DIFF  Passed  Yes
04/21/2011 05:05 0.0 00 0.0 22.0 220 0.0 10 DIFF  Passed  Yos
04/22/2011 05:05 0.0 0.0 0.0 220 224 0.4 1.0 DIFF Passed Yes
04/23/2011 05:05 0.0 0.0 0.0 220 22.4 0.1 10 DIFF  Passed  Yes
04/24/2011 05:05 0.0 0.0 00 22,0 221 0.1 10 DIFF  Passed  Yes
— CVE i T
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Source: BOILER9

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Calibration Detail
Plant: CONOCQOPHILLIPS COMP.

Zero Level Span Level Resulls .
Reference | Actual Cal | Reference Actual Cal Cal Error | On-
End Date / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
02
04/25/2011 05:05 0.0 0.0 0.0 220 224 0.1 1.0 DIFF Passed Yes
04/26/2011 05:05 0.0 0.0 0.0 220 22.0 0.0 10 DIFF Passed Yes
04/27/2011 05:05 0.0 0.0 0.0 22.0 22.0 0.0 1.0 DIFF Passed Yes
04/28/2011 05:05 0.0 0.0 0.0 220 218 0.2 1.0  DIFF Passed Yes
04/29/2011 05:05 0.0 0.0 0.0 220 21.8 02 1.0 DIFF Passed Yes
04/29/2011 08:17 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
04/30/2011 05:05 0.0 0.0 0.0 22.0 222 0.2 1.0 DIFF Passed Yes
05/01/2011 05:05 0.0 0.0 0.0 220 224 04 1.0 DIFF Passed Yes
05/02/2011 05:05 0.0 00 0.0 22.0 224 04 1.0 DIFF Passed Yes
05/03/2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0 DIFF Passed Yes
05/04/2011 05:05 0.0 0.0 0.0 220 222 02 1.0 DIFF Passed Yes
05/05/2011 05:05 0.0 0.0 0.0 22,0 222 0.2 1.0 DIFF Passed Yes
05/06/2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0 DIFF Passed Yes
05/07/2011 05:05 0.0 0.0 0.0 220 224 0.1 1.0 DIFF Passed Yes
05/08/2011 05:05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
05/08/2011 05:05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
05/10/2011 05:05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
05/10/2011 12:58 0.0 0.0 0.0 22.0 223 0.3 1.0 DIFF Passed Yes
05/11/2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0 DIFF Passed Yes
05/12/2011 05:05 00 0.0 0.0 220 223 0.3 1.0 DIFF Passed Yes
05/13/2011 05:05 0.0 0.0 0.0 220 22.2 0.2 1.0  DIFF Passed Yes
05/14/2011 05:05 0.0 0.0 0.0 22,0 221 0.1 10 DIFF Passed Yes
05/15/2011 05:05 0.0 0.0 0.0 22,0 22.0 0.0 1.0 DIFF Passed Yes
05/16/2011 05:05 0.0 0.0 00 220 220 0.0 1.0 DIFF Passed Yes
05/17/2011 05:05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
05/17/2011 10:34 0.0 0.0 0.0 220 22.2 0.2 1.0 DIFF Passed Yes
05/18/2011 05:05 0.0 0.0 0.0 220 22.2 0.2 1.0 DIFF Passed Yes
05/19/2011 05:05 0.0 0.0 0.0 22.0 222 0.2 1.0 DIFF Passed Yes
05/20f2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0  DIFF Passed Yes
05/21/2011 05.05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
05/22/2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0 DIFF Passed Yes
05/23/2011 05:05 0.0 0.0 0.0 220 223 0.3 1.0 DIFF Passed Yes
05/23/2011 13:11 0.0 0.1 0.1 220 0.0 1.0  DIFF Falled [REH
05/23/2011 15:22 0.0 0.0 0.0 220 224 0.1 1.0 DIFF Passed Yes
05/24/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
05/25/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
05/26/2011 05:05 0.0 0.0 0.0 220 222 0.2 1.0 DIFF Passed Yes
05/27/2011 05:05 0.0 0.0 0.0 220 222 0.2 10 DIFF Passed Yes
05/27/2011 09:39 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
05/28/2011 05:05 0.0 0.0 0.0 220 22.0 0.0 1.0 DIFF Passed Yes
05/29/2011 05:05 0.0 0.0 0.0 220 221 0.1 10 DIFF Passed Yes
05/30/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
05/31/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
06/01/2011 05:05 0.0 0.0 0.0 220 2241 0.1 1.0 DIFF Passed Yes
Calibration Error: [ Malntenanco Kimit |
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Calibration Detail
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER9

Zero Level il Span Level Results
_ Reference | Aclual Cal | Reference | Actual Cal Cal Error On-
End Dale / Time Value Response | Error Value Response | Error Limit | Method | Pass/Fail | Line
02
06/02/2011 05:05 0.0 0.0 0.0 220 220 0.0 10 DIFF  Passed  Yes
06/03/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
06/04/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0  DIFF Passed Yes
06/05/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0 DIFF Passed Yes
06/08/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
08/07/2014 05:05 0.0 0.0 0.0 220 224 0.1 10 DIFF  Passed  Yes
06/08/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0 DIFF  Passed Yes
06/08/2011 05:05 0.0 0.0 00 220 22,0 0.0 10  DIFF Passed  Yes
06/10/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/11/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/12/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/13/2011 05:05 0.0 0.0 0.0 22,0 219 0.1 1.0 DIFF Passed Yes
06/14/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/15/2011 05:05 0.0 0.0 0.0 220 220 0.0 10 DIFF Passed Yes
06/16/2011 05:05 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/17/2011 04:56 0.0 82[ 82 220 oo _220] 10 orr [EEEEN ves
06/17/2011 06:23 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/18/2011 05:05 0.0 0.0 0.0 220 220 0.0 10 DIFF Passed  Yes
06/19/2011 05:06 00 0.0 00 220 220 0.0 10 DIFF  Passed  Yes
06/20/2011 05:05 0.0 0.0 0.0 220 220 0.0 10  DIFF Passed  Yes
06/21/2011 05:05 0.0 0.0 0.0 220 221 0.1 1.0  DIFF Passed  Yes
05/21/2011 08:47 0.0 0.0 0.0 220 220 0.0 10 DIFF Passed  Yes
06/22/2011 05:06 0.0 0.0 0.0 220 22.0 0.0 1.0 DIFF Passed Yes
06/23/2011 05:06 0.0 0.0 0.0 220 220 0.0 1.0 DIFF Passed Yes
06/24/2011 05:06 0.0 0.0 0.0 220 21.8 02 10 DIFF  Passed  Yes
06/25/2011 05:06 0.0 0.0 0.0 220 22.0 0.0 10 DIFF  Passed  Yes
06/26/2011 05:06 0.0 0.0 0.0 220 220 0.0 1.0 DIFF  Passed  Yes
06/27/2011 05:06 0.0 0.0 0.0 220 221 01 1.0 DIFF Passed Yes
06/28/2011 05:06 0.0 0.0 0.0 220 22.0 00 10 DIFF  Passed  Yes
06/28/2011 05:06 0.0 0.0 0.0 220 220 00 10 DIFF  Passed Yes
06/29/2011 13:29 0.0 0.0 0.0 220 220 0.0 10 DIFF Passed Yes
06/30/2011 05:06 0.0 0.0 0.0 220 221 01 10 DIFF Passed Yes
06/30/2011 10:58 0.0 0.0 0.0 21.8 218 01 1.0 DIFF Passed Yes
Calibration Error: Mhaintenance Cimit |
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Cycle Time Test

Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10 Test Completion: 05/12/11 10:35
Parameter: NOXPPM Test Number: XML (047-1) / EDR (1)
Component ID; 047 Test Reason Code: R
Span Scale Level: L Test Result: Pass
Reference Gas|  Stable Stable | Injection
Date Start Time | End Time | Gas Level Value Starting Value| Ending Value |  Cycle Time
51212011 10:12 10:14 HIGH 25.40 .29 25.37 2
5§/12/2011 10:32 10:35 ZERO .00 25.44 .28 3
Source: BOILERS Test Completion: 05/12/11 12:36
Parameter: NOXPPM Test Number: XML (046-1)/ EDR (1)
Component ID: 046 Test Reason Code: R
Span Scale Level: L Test Result: Pass
Reference Gas|  Stable Stable Injection
Date Start Time | End Time | Gas Level Value Starting Value| Ending Value | Cycle Time
5/12/2011 12:12 1215 HIGH 2540 22 24.64 3
5/12/2011 12:32 12:36 ZERO .00 24.82 15 4 ]
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Plant: CONOCOPHILLIPS COMP.

Linearity Test

Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILERS
Parameter: O2
System ID: 00Q

Component ID: 034
Span Value: 25.000
Span Scale Code: H

Test End Date/Time: 03/16/11 13:27

Test Number:
Reason for Test:
Test Result:

Pass

Abbreviated?: No

XML (034-Q1-2011-1) / EDR (1)
Periodic Quality Assurance

Reference | Measured % of Reference Mean: 6.000
Injection Time Value Value | Difference | Reference Measured Mean: 5.967
Low-Level Level Error: 0.6
03/16/11 13:03 6.000 5.800 0.200 3.3 APS Indicator; 0
03/16/11 13:12 6.000 6.000 0.000 0.0 Cylinder #: CC271878
03/16/11 13:21 6.000 6.100 -0.100 1.7 Cylinder Exp. Date: 07/15/2012
Reference | Measured % of Reference Mean: 13.500
Injection Time Value Value | Difference | Reference Measured Mean: 13.100
Mid-Level Level Error: 3.0
03/16/11 13:10 13.500 12,700 0.800 59 APS Indicator: 0
03/16/11 13:15 13.500 13.300 0.200 1.5 Cylinder #: CC247268
03/16/11 13:24 13.500 13.300 0.200 1.5 Cylinder Exp. Date: 07/13/2012
Reference | Measured % of Reference Mean: 21.900
Injection Time Value Value | Difference | Reference Measured Mean: 21.767
High-Level Level Error: 0.6
03/16/11 13:06 21.800 21.700 0.200 0.9 APS Indicator: 0
03/16/11 13:18 21.900 21.800 0.100 0.5 Cylinder #: SGAL3646
03M16/11 13:27 21.900 21.800 0.100 0.5 Cylinder Exp. Date: 01/16/2014
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Linearity Test
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER9
Parameter: NOXPPM
System ID: 00Q

Component ID: 033
Span Value: 100.000

Test End Date/Time: 03/22/11 13:50
Test Number; XML (033-Q1-2011-1) / EDR (1)
Reason for Test: Periodic Quality Assurance
Test Result: Pass
Abbreviated?: No

Span Scale Code: L
Reference | Measured % of Reference Mean: 25.400
Injection Time Value Value | Difference | Reference Measured Mean: 25.867
Low-Level Level Error: 1.8
03/22/11 13:18 25.400 25.600 -0.200 0.8 APS Indicator; 0
03/22/11 13:30 25.400 25,900 -0.500 2.0 Cylinder #: CC249121
03/22/11 13:44 25.400 26.100 -0.700 2.8 Cylinder Exp. Date: 01/12/2012
Reference | Measured % of Reference Mean: 56.300
Injection Time Value Value | Difference | Reference Measured Mean: 57.967
Mid-Level Level Error: 3.0
03/22/11 13:28 56.300 58.100 -1.800 32 APS Indicator; 0
03/22/11 13:36 56.300 57.900 -1.600 2.8 Cylinder #: CC311235
03/22/11 13:47 56.300 57.900 -1.600 2.8 Cylinder Exp. Date: 02/21/2013
Reference | Measured % of Reference Mean: 80.900
Injection Time Value Value | Difference | Reference Measured Mean: 94.633
High-Level Level Error: 4.1
03/22/11 13:24 90.900 95.200 -4.300 4.7 APS Indicator: 0
03/22/11 13:38 90.900 94.200 -3.300 3.6 Cylinder #: CC242664
03/22/11 13:50 90.900 94.500 -3.600 4.0 Cylinder Exp. Date: 04/08/2011
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Linearity Test
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Threugh 06/30/2011 23:59

Source: BOILER9
Parameter; NOXPPM
System ID: 00Q

Component ID: 046
Span Value: 30.000
Span Scale Code: L

Test End Date/TIme: 06/09/11 11:01
Test Number: XML (046-Q2-2011-1)/ EDR (1)
Reason for Test: Recertification and QA Test
Test Result: Pass
Abbreviated?: No

Reference | Measured % of Reference Mean: 0.000
Injection Time Value Value | Difference | Reference Measured Mean: 0.000
Low-Level Level Errot:
06/09/11 09:20 0.000 0.000 0.000 APS Indicator: 0
06/09/11 09:45 0.000 0.000 0.000 Cylinder #: CC185579
06/09/11 10:04 0.000 0.000 0.000 Cylinder Exp. Date:
06/09/11 10:34 0.000 0.000 0.000
06/09/11 11:01 0.000 0.000 0.000
Reference | Measured % of Reference Mean: 15.300
Injection Time Value Value | Difference | Reference Measured Mean: 15.380
Mid-Level Level Error: 0.5
06/09/11 09:37 156.300 15.600 -0.300 20 APS Indicator: 0
06/09/11 09:51 15.300 15.500 -0.200 1.3 Cylinder #: CC87372
06/09/11 10:12 15.300 15.200 0.100 0.7 Cylinder Exp. Date: 03/14/2013
06/09/11 10:27 15.300 15.300 0.000 0.0
06/09/11 10:47 15.300 15.300 0.000 0.0
Reference | Measured % of Reference Mean: 25.400
Injection Time Value Value | Difference | Reference Measured Mean: 25.440
High-Level Level Error: 0.2
06/09/11 09:29 25.400 25.700 -0.300 1.2 APS Indicator: 0
06/09/11 09:58 25.400 25.400 0.000 0.0 Cylinder #: CC1811586
06/09/11 10:19 25.400 25.400 0.000 0.0 Cylinder Exp. Date: 03/14/2013
06/09/11 10:41 25.400 25.300 0.100 04
06/09/11 10:55 25.400 25.400 0.000 0.0
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Linearity Test
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10
Parameter;: NOXPPM
System ID: 00S

Component ID: 037
Span Value: 100.000

Test End Date/Time: 03/21/11 17:23
Test Number: XML (037-Q1-2011-1) / EDR (1)
Reason for Test: Perlodic Quality Assurance
Test Result: Pass
Abbreviated?: No

Span Scale Code: L
; Reference | Measured | % of Reference Mean: 25.400
Injection Time Value Value | Difference | Reference Measured Mean: 26.100
Low-Level Level Error: 2.8
03/21/11 16:52 25.400 25,800 -0.400 1.6 APS Indicator: 0
03/21/11 17:06 25.400 26.100 -0.700 2.8 Cylinder #: CC249121
0312111 17:17 25.400 26.400 -1.000 3.9 Cylinder Exp. Date: 01/12/2012
Reference | Measured - % of Reference Mean: 56.200
iniscﬁﬂn Time . Value Value Difrerence Refe.rence Measumd Mean: 57'933
Mid-Level Level Error: 1.8
03/21/11 17:00 56.900 58.300 -1.400 2.5 APS indicator: ©
03/21/11 17:08 56.900 57.600 -0.700 12 Cylinder #: CC95703
03/2111117:19 56.900 57.900 -1.000 1.8 Cylinder Exp. Date: 11/30/2012
Reference | Measured % of Reference Mean: 90.900
Injection Time Value Value | Difference | Reference Measured Mean: 91.467
High-Level Level Error: 0.6
03/21/11 16:56 90.900 91.200 -0.300 0.3 APS Indicator: 0
03/21/11 17:12 90.900 91.800 -0.900 1.0 Cylinder #: CC242664
03/2111117:23 90.900 91.400 -0.500 0.6 Cylinder Exp. Date: 04/08/2011
Report Generated: 07/20/11 13:03 Report Version 2.3.1118 TRNWBIP20\escsupport 10f3




Linearity Test
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10
Parameter; 02
System ID: 00S

Component ID: 038
Span Value: 25.000

Test End Date/Time: 03/22/11 11:28
Test Number: XML (038-Q1-2011-1) / EDR (1)
Reason for Test: Periodic Quality Assurance
Test Result: Pass
Abbreviated?: No

Span Scale Code: H

Reference | Measured % of Reference Mean: 6.000
Injection Time Value Value | Difference | Reference Measured Mean: 5.833
Low-Level Leve! Error: 2.8
03/22/11 10:56 6.000 5.800 0.200 33 APS Indicator: 0
03/22/11 11:09 6.000 5.800 0.200 33 Cylinder #: CC271978
03/22/11 11:22 6.000 5.900 0.100 1.7 Cylinder Exp. Date: 07/15/2012
Reference | Measured % of Reference Mean: 13.500
Injection Time Value Value | Difference | Reference Measured Mean: 13.467
Mid-Level Level Error; 0.2
03/22/11 11:05 13.500 13.400 0.100 0.7 APS Indicator: 0
03/22/11 11:12 13.500 13.500 0.000 0.0 Cylinder #: CC247208
03/22/11 11:25 13.500 13.500 0.000 0.0 Cylinder Exp. Date: 07/13/2012
Reference | Measured % of Reference Mean: 22.000
Injection Time Value Value | Difference | Reference Measured Mean: 22.200
High-Level Level Error: 0.9
03/22/11 11:01 22.000 22.100 -0.100 0.5 APS Indicator: 0
03/22/11 11:16 22.000 22300 -0.300 14 Cylinder #: CC131487
03/22/11 11:28 22.000 22.200 -0.200 0.9 Cylinder Exp. Date: 01/10/2014
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Linearity Test
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10
Parameter: NOXPPM

Test End Date/Time: 06/14/11 11:33
Test Number: XML (047-Q2-2011-1) / EDR (1)

System ID: 00S Reason for Test: Recertification and QA Test
ComponentID: 047 Test Result: Pass
Span Value: 30.000 Abbreviated?: No
Span Scale Code: L
Reference | Measured % of Reference Mean: 0.000
Injection Time |  Value Value | Difference | Reference Modsiirad Maan: 0,020
Low-Level Level Error:
06/14/11 09:37 0.000 0.000 0.000 APS Indicator: 0
06/14/11 09:56 0.000 0.000 0.000 Cylinder #: CC27930
06/14/11 10:17 0.000 0.000 0.000 Cylinder Exp. Date:
06/14/11 10:46 0.000 0.000 0.000
06/14/11 11:33 0.000 0.100 -0.100
Reference | Measured _ % of Reference Mean: 15.300
Injection Time Value Value | Difference | Reference Measured Mean: 15.380
Mid-Level Level Error: 0.5
06/14/11 09:49 15.300 15.400 -0.100 0.7 APS Indicator: 0
06/14/11 10:03 15.300 15.300 0.000 0.0 Cylinder #: CCB7372
06/14/11 10:24 15.300 15.300 0.000 0.0 Cylinder Exp. Date: 03/14/2013
06/14/11 10:38 15.300 15.400 -0.100 0.7
06/14/11 11:17 15.300 15.500 -0.200 1.3
Reference | Measured % of Reference Mean: 25.700
Injection Time Value Value Difference | Reference Measured Mean: 25.700
High-Level Level Error: 0.0
06/14/11 09:43 25.700 25.700 0.000 0.0 APS Indicator: 0
06/14/11 10:10 25.700 25.700 0.000 0.0 Cylinder #: SA22274
06/14/11 10:30 25.700 25.700 0.000 0.0 Cylinder Exp. Date: 03/14/2013
06/14/11 10:52 25.700 25.700 0.000 0.0
06/14/11 11:24 25.700 25.700 0.000 0.0
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7-Day Calibration Error Test
Plant: CONOCOPHILLIPS COMP.
Report Period: 01/01/2011 00:00 Through 06/30/2011 23:59

Source: BOILER10 Instrument Span: 30.000
Parameter: NOXPPM Test Number: XML (037-2) / EDR {2)
Component ID: 047 Reason for Test: R
Span Scale: L Test Type Code: 7DAY
Zero-Level Span-Level
Reference Actual Percent Cal. Reference Actual Percent| Cal.

Date Value . Value Limit Error APSF Result Value Value Limit Error APSF Result
05/21/2011 05:07 0.000 -0.390 4.0 0.4 False Pass 25.600 26.423 4.0 0.8 False Pass
05/22/2011 05:07 0.000 -0.383 4.0 04 False Pass 25.600 26.973 4.0 14 False Pass
05/23/2011 05:07 0.000 -0.400 4.0 04 False Pass 25.600 25.293 4.0 0.3 False Pass
05/24/2011 05:07 0.000 -0.400 4.0 0.4 False Pass 25.600 24.090 4.0 1.5 False Pass
05/25/2011 05:07 0.000 -0.400 4.0 0.4 False Pass 25.600 26.573 4.0 1.0 False Pass
05/26/2011 05:07 0.000 -0.400 4.0 0.4 False Pass 25,600 26.256 4.0 0.7 False Pass
05/27/2011 05:07 0.000 -0.400 4.0 04 False Pass 25.600 26.796 4.0 1.2 False Pass

Source: BOILERS Instrument Span: 30.000
Parameter: NOXPPM Test Number: XML (033-2) / EDR (2)
Component ID: 046 Reason for Test: R
Span Scale: | Test Type Code: 7DAY
} Zero-Level Span-Level
Reference Actual Percent | Cal. Reference Actual Percent Cal.

Date Value Value _-Limit. | “Error APSF Result Value Value Limit Ermor | APSF Result
05/15/2011 04:52 0.000 0.003 4.0 0.0 False Pass 25,398 23.636 4.0 1.8 False Pass
05/16/2011 04:52 0.000 -0.056 4.0 0.1 False Pass 25.399 23.596 4.0 1.8 False Pass
05/17/2011 04:52 0.000 -0.010 4.0 0.0 False Pass 25.389 23.706 4,0 1.7 False Pass
05/18/2011 04:52 0.000 0.013 4.0 0.0 False Pass 25.399 25.516 4.0 0.1 False Pass
05/19/2011 04:52 0.000 -0.066 4.0 0.1 False Pass 25.399 25.406 4.0 0.0 False Pass
05/20/2011 04:52 0.000 -0.063 4.0 0.1 False Pass 25,399 26.450 4.0 1.1 False Pass
05/21/2011 04:52 0.000 -0.093 4.0 0.1 False Pass 25.399 26.856 4.0 1.5 False Pass
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RATA Test - Part 75
Plant: TRAN Source: BOILERY

Parameter:

Effective Date/Time:
Monitoring System ID:
Test Reason:

CEMS Time Offset ;
Test Comment:

NOX#MM

05/18/2011 15:58

goQ

QA-Periodic Quality Assurance

Unit of Measure: LB/MMBTU
Test Number: XML (00Q-Q2-2011-001) / EDR (1)
Test Result: Passed
Overall BAF: 1.000
Frequency: 4QTRS

Operating Level: Mid Level BAF: 1.000 APS Indicator: False Report in EDR: Y
Mean CEMS: 0.002 Relative Accuracy: 0.00 tValue: 2.306 Use BAF: Y
Mean Reference: 0.002 Standard Deviation: 0.000 Avg Load: 144 Reference Method: 7E,3A
Mean Difference: 0.000 Confidence Coefficient: 0.000
Run | Started Ended Reference Value | CEMS Value _ Difference _ Load _ Use |
1 05/18/2011 10:00  05/18/2011 10:21 0.003 0.003 0.000 144 Y
2 05/18/2011 10:34  05/18/2011 10:55 0.003 0.003 0.000 144 Y
3 05/18/2011 11:08  05/18/2011 11:29 0.003 0.003 0.000 145 Y
4 05/18/2011 11:43  05/18/2011 12:04 0.002 0.002 0.000 147 Y
5 05/18/2011 12:12  05/18/2011 12:33 0.003 0.003 0.000 146 Y
6 05/18/2011 12:40  05/18/2011 13:01 0.003 0.003 0.000 144
7 05/18/2011 13:08  05/18/2011 13:30 0.002 0.002 0.000 143 Y
8 05/18/2011 13:39  05/18/2011 14:00 0.002 0.002 0.000 143 Y
9 05/18/2011 14:09  05/18/2011 14:30 0.002 0.002 0.000 143 Y
10 05/18/2011 14:37  05/18/2011 14:58 0.002 0.002 0.000 144 Y
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RATA Test - Part 75
Plant: TRAN Source; BOILER10

Parameter: NOX#MM Unit of Measure: LB/MMBTU
Effective Date/Time: 05/19/2011 13:51 Test Number: XML (00S-Q2-2011-001) / EDR (1)
Monitering System ID: 00S Test Result: Passed
Test Reason: QA-Periodic Quality Assurance Qverall BAF: 1.000
CEMS Time Offset : Frequency: 4QTRS
Test Comment:
Operating Level: Mid Level BAF: 1.000 APS Indicator: False Report in EDR: Y
Mean CEMS: 0.005 Relative Accuracy: 0.00 tValue: 2.306 Use BAF: Y
Mean Reference: 0.005 Standard Deviation; 0.000 Avg Load: 164 Reference Method: 7E,3A
Mean Difference: 0.000 Confidence Coefficient: 0.000
Run _ Started _ Ended ‘Reference Value _ CEMS Value Difference Load Use
1 05/19/2011 07:32  05/19/2011 07:53 0.003 0.003 0.000 159 Y
2 05/19/2011 08:07  05/19/2011 08:28 0.004 0.004 0.000 162 Y
3 05/19/2011 08:40  05/19/2011 09:01 0.005 0.005 0.000 162 Y
4 05/19/2011 09:13  05/19/2011 09:34 0.004 0.004 0.000 158 Y
5 05/19/2011 09:51  05/19/2011 10:12 0.005 0.005 0.000 159 Y
6 05/19/2011 10:25  05/19/2011 10:46 0.006 0.006 0.000 171 Y
7 05/19/2011 10:57  05/19/2011 11:18 0.006 0.006 0.000 171 Y
8 05/19/2011 11:27  05/19/2011 11:48 0.005 0.005 0.000 169
9 05/19/2011 12:00  05/19/2011 12:21 0.006 0.006 0.000 167 Y
10 05/19/2011 12:30  05/19/2011 12:51 0.006 0.006 0.000 169 Y
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